
















 
 
BEIBLATT Nr.  1 - 54 
zur EG-Baumusterprüfbescheinigung PTB 09 ATEX 1108  
 
 
Bestückung der Gehäuse- und Schrank-Verteiler  Typ  8150/1-0200-0200-100 
Gehäusegröße in mm  L,B = 200 B,H = 200 H,T = 100 
 
 
Maximale Anzahl der Leiter in Abhängigkeit vom Querschnitt und dem zulässigen Dauerstrom für vorgenannte 
Gehäusegröße. 
Als Leiter zählt jeder eingeführte Leiter und jeder interne Verbindungsleiter, Brücken und Schutzleiter werden nicht gezählt. 
 
Strom

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 57
16 19 38 147
20 8 22 42
25 10 24 46
35 7 18 45
50 2 14 37
63 5 17 61
80 6 19 69

100 8 18
125 7 18
160 6 16
200 5 14 43
225 2 8 17
250 4 10 21
315 2 6 13
400 2 9 26
500 5

84 84 56 42 20 16 13 0 0 0 0 0 0 0 0 0

gesonderten Erwärmungsnachweis.

Max. Klemmenzahl in Abhängigkeit von oben genannter Gehäusegröße und dem
Querschnitt bzw. dem max. zul. Leiterquerschnitt der eingebauten Klemmen

beliebig zusätzlich
bestückt werden.

Bestückungen in diesem
Bereich erfordern einen

Querschnitt in mm2

In diesem Bereich kann unter Beachtung
der Hinweise und der festgelegten

Einbaumaße im Gehäuse

 
 
Hinweise: 
Bei der Auswahl der zulässigen Dauerströme für die Querschnitte sind die max. Belastungsströme der verwendeten 
Klemmen und der angeschlossenen Kabel und Leitungen zu beachten. Leitungen, im Inneren der nach obiger Tabelle 
bestückten Gehäuse, müssen für eine Temperatur von 70 bis 80 Grad Celsius geeignet sein. Bei der Anwendung der 
Tabellenwerte dürfen Gleichzeitigkeits- oder Belastungsfaktoren entsprechend IEC 439 berücksichtigt werden. 
Mischbestückungen von Stromkreisen unterschiedlicher Querschnitte und Ströme sind durch anteilige Ausnutzung der 
Tabellenwerte möglich. 
 
 
Beispiel:     
(allgemein)
  
 
 
 
 
 
Bestückungsvarianten mit kleineren oder größeren Querschnitten, als in diesem Beiblatt aufgeführt, wurden nicht gemessen. 
Sie sind in Verbindung mit den zulässigen Dauerströmen gesondert zu betrachten und erfordern in vielen Fällen eine 
Messung (Erwärmungsnachweis).  
  

Querschnitt/mm2 Strom/A Anzahl     Auslastung 
2,5 16 10 (von 30) =  33 % 
16 50 12 (von 48) =  25 % 
25 63 36 (von 90) =  40 % 
   ------------- 
  Summe =  98 %   <  100 % 



 
 
BEIBLATT Nr.  2 - 54 
zur EG-Baumusterprüfbescheinigung PTB 09 ATEX 1108  
 
Bestückung der Gehäuse- und Schrank-Verteiler  Typ  8150/1-0250-0180-120 
Gehäusegröße in mm  L,B = 180 B,H = 250 H,T = 120 
 
 
Maximale Anzahl der Leiter in Abhängigkeit vom Querschnitt und dem zulässigen Dauerstrom für vorgenannte 
Gehäusegröße. 
Als Leiter zählt jeder eingeführte Leiter und jeder interne Verbindungsleiter, Brücken und Schutzleiter werden nicht gezählt. 
 
Strom

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 63
16 21 42 163
20 9 24 47
25 11 26 51
35 7 20 50
50 3 16 41
63 5 19 68
80 7 21 76

100 9 20
125 8 20
160 7 18
200 6 15 48
225 2 9 19
250 4 11 24
315 2 7 14
400 3 9 28
500 5

108 108 75 36 36 21 18 9 0 0 0 0 0 0 0 0

Querschnitt in mm2

In diesem Bereich kann unter Beachtung
der Hinweise und der festgelegten

Einbaumaße im Gehäuse
beliebig zusätzlich

bestückt werden.

Bestückungen in diesem
Bereich erfordern einen
gesonderten Erwärmungsnachweis.

Max. Klemmenzahl in Abhängigkeit von oben genannter Gehäusegröße und dem
Querschnitt bzw. dem max. zul. Leiterquerschnitt der eingebauten Klemmen

 
 
Hinweise: 
Bei der Auswahl der zulässigen Dauerströme für die Querschnitte sind die max. Belastungsströme der verwendeten 
Klemmen und der angeschlossenen Kabel und Leitungen zu beachten. Leitungen, im Inneren der nach obiger Tabelle 
bestückten Gehäuse, müssen für eine Temperatur von 70 bis 80 Grad Celsius geeignet sein. Bei der Anwendung der 
Tabellenwerte dürfen Gleichzeitigkeits- oder Belastungsfaktoren entsprechend IEC 439 berücksichtigt werden. 
Mischbestückungen von Stromkreisen unterschiedlicher Querschnitte und Ströme sind durch anteilige Ausnutzung der 
Tabellenwerte möglich. 
 
 
Beispiel:     
(allgemein)
  
 
 
 
 
 
Bestückungsvarianten mit kleineren oder größeren Querschnitten, als in diesem Beiblatt aufgeführt, wurden nicht gemessen. 
Sie sind in Verbindung mit den zulässigen Dauerströmen gesondert zu betrachten und erfordern in vielen Fällen eine 
Messung (Erwärmungsnachweis). 

  

Querschnitt/mm2 Strom/A Anzahl     Auslastung 
2,5 16 10 (von 30) =  33 % 
16 50 12 (von 48) =  25 % 
25 63 36 (von 90) =  40 % 
   ------------- 
  Summe =  98 %   <  100 % 



 
 
BEIBLATT Nr.  3 - 54 
zur EG-Baumusterprüfbescheinigung PTB 09 ATEX 1108  
 
Bestückung der Gehäuse- und Schrank-Verteiler  Typ  8150/1-0200-0300-100 
Gehäusegröße in mm  L,B = 300 B,H = 200 H,T = 100 
 
 
Maximale Anzahl der Leiter in Abhängigkeit vom Querschnitt und dem zulässigen Dauerstrom für vorgenannte 
Gehäusegröße. 
Als Leiter zählt jeder eingeführte Leiter und jeder interne Verbindungsleiter, Brücken und Schutzleiter werden nicht gezählt. 
 
Strom

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 61
16 21 41 158
20 8 24 46
25 11 26 50
35 7 19 49
50 2 16 40
63 5 18 66
80 7 20 74

100 9 19
125 8 20
160 6 17
200 6 15 47
225 2 8 18
250 4 11 23
315 2 6 14
400 3 9 28
500 5

140 140 112 66 40 32 22 11 7 0 0 0 0 0 0 0

gesonderten Erwärmungsnachweis.

Max. Klemmenzahl in Abhängigkeit von oben genannter Gehäusegröße und dem
Querschnitt bzw. dem max. zul. Leiterquerschnitt der eingebauten Klemmen

beliebig zusätzlich
bestückt werden.

Bestückungen in diesem
Bereich erfordern einen

Querschnitt in mm2

In diesem Bereich kann unter Beachtung
der Hinweise und der festgelegten

Einbaumaße im Gehäuse

 
 
Hinweise: 
Bei der Auswahl der zulässigen Dauerströme für die Querschnitte sind die max. Belastungsströme der verwendeten 
Klemmen und der angeschlossenen Kabel und Leitungen zu beachten. Leitungen, im Inneren der nach obiger Tabelle 
bestückten Gehäuse, müssen für eine Temperatur von 70 bis 80 Grad Celsius geeignet sein. Bei der Anwendung der 
Tabellenwerte dürfen Gleichzeitigkeits- oder Belastungsfaktoren entsprechend IEC 439 berücksichtigt werden. 
Mischbestückungen von Stromkreisen unterschiedlicher Querschnitte und Ströme sind durch anteilige Ausnutzung der 
Tabellenwerte möglich. 
 
 
Beispiel:     
(allgemein)
  
 
 
 
 
 
Bestückungsvarianten mit kleineren oder größeren Querschnitten, als in diesem Beiblatt aufgeführt, wurden nicht gemessen. 
Sie sind in Verbindung mit den zulässigen Dauerströmen gesondert zu betrachten und erfordern in vielen Fällen eine 
Messung (Erwärmungsnachweis).   

Querschnitt/mm2 Strom/A Anzahl     Auslastung 
2,5 16 10 (von 30) =  33 % 
16 50 12 (von 48) =  25 % 
25 63 36 (von 90) =  40 % 
   ------------- 
  Summe =  98 %   <  100 % 



 
 
BEIBLATT Nr.  4 - 54 
zur EG-Baumusterprüfbescheinigung PTB 09 ATEX 1108  
 
Bestückung der Gehäuse- und Schrank-Verteiler  Typ  8150/1-0200-0300-150 
Gehäusegröße in mm  L,B = 300 B,H = 200 H,T = 150 
 
 
Maximale Anzahl der Leiter in Abhängigkeit vom Querschnitt und dem zulässigen Dauerstrom für vorgenannte 
Gehäusegröße. 
Als Leiter zählt jeder eingeführte Leiter und jeder interne Verbindungsleiter, Brücken und Schutzleiter werden nicht gezählt. 
 
Strom

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 75
16 26 50 195
20 10 29 56
25 14 32 61
35 9 24 60
50 3 19 49
63 6 23 81
80 8 25 91

100 11 24
125 9 24
160 8 21
200 7 18 57
225 3 10 22
250 5 13 28
315 2 8 17
400 3 11 34
500 6

140 140 112 66 40 32 22 11 7 0 0 0 0 0 0 0

Querschnitt in mm2

In diesem Bereich kann unter Beachtung
der Hinweise und der festgelegten

Einbaumaße im Gehäuse
beliebig zusätzlich

bestückt werden.

Bestückungen in diesem
Bereich erfordern einen
gesonderten Erwärmungsnachweis.

Max. Klemmenzahl in Abhängigkeit von oben genannter Gehäusegröße und dem
Querschnitt bzw. dem max. zul. Leiterquerschnitt der eingebauten Klemmen

 
 
Hinweise: 
Bei der Auswahl der zulässigen Dauerströme für die Querschnitte sind die max. Belastungsströme der verwendeten 
Klemmen und der angeschlossenen Kabel und Leitungen zu beachten. Leitungen, im Inneren der nach obiger Tabelle 
bestückten Gehäuse, müssen für eine Temperatur von 70 bis 80 Grad Celsius geeignet sein. Bei der Anwendung der 
Tabellenwerte dürfen Gleichzeitigkeits- oder Belastungsfaktoren entsprechend IEC 439 berücksichtigt werden. 
Mischbestückungen von Stromkreisen unterschiedlicher Querschnitte und Ströme sind durch anteilige Ausnutzung der 
Tabellenwerte möglich. 
 
 
Beispiel:     
(allgemein)
  
 
 
 
 
 
Bestückungsvarianten mit kleineren oder größeren Querschnitten, als in diesem Beiblatt aufgeführt, wurden nicht gemessen. 
Sie sind in Verbindung mit den zulässigen Dauerströmen gesondert zu betrachten und erfordern in vielen Fällen eine 
Messung (Erwärmungsnachweis).  
  

Querschnitt/mm2 Strom/A Anzahl     Auslastung 
2,5 16 10 (von 30) =  33 % 
16 50 12 (von 48) =  25 % 
25 63 36 (von 90) =  40 % 
   ------------- 
  Summe =  98 %   <  100 % 



 
 
BEIBLATT Nr.  5 - 54 
zur EG-Baumusterprüfbescheinigung PTB 09 ATEX 1108  
 
Bestückung der Gehäuse- und Schrank-Verteiler  Typ  8150/1-0200-0300-155 
Gehäusegröße in mm  L,B = 300 B,H = 200 H,T = 155 
 
 
Maximale Anzahl der Leiter in Abhängigkeit vom Querschnitt und dem zulässigen Dauerstrom für vorgenannte 
Gehäusegröße. 
Als Leiter zählt jeder eingeführte Leiter und jeder interne Verbindungsleiter, Brücken und Schutzleiter werden nicht gezählt. 
 
Strom

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 77
16 26 51 198
20 11 30 57
25 14 32 62
35 9 24 61
50 3 20 50
63 6 23 83
80 9 26 93

100 11 24
125 10 25
160 8 22
200 7 19 58
225 3 11 23
250 5 14 29
315 3 8 17
400 3 12 35
500 7

140 140 112 66 40 32 22 11 7 0 0 0 0 0 0 0

Querschnitt in mm2

In diesem Bereich kann unter Beachtung
der Hinweise und der festgelegten

Einbaumaße im Gehäuse
beliebig zusätzlich

bestückt werden.

Bestückungen in diesem
Bereich erfordern einen
gesonderten Erwärmungsnachweis.

Max. Klemmenzahl in Abhängigkeit von oben genannter Gehäusegröße und dem
Querschnitt bzw. dem max. zul. Leiterquerschnitt der eingebauten Klemmen

 
 
Hinweise: 
Bei der Auswahl der zulässigen Dauerströme für die Querschnitte sind die max. Belastungsströme der verwendeten 
Klemmen und der angeschlossenen Kabel und Leitungen zu beachten. Leitungen, im Inneren der nach obiger Tabelle 
bestückten Gehäuse, müssen für eine Temperatur von 70 bis 80 Grad Celsius geeignet sein. Bei der Anwendung der 
Tabellenwerte dürfen Gleichzeitigkeits- oder Belastungsfaktoren entsprechend IEC 439 berücksichtigt werden. 
Mischbestückungen von Stromkreisen unterschiedlicher Querschnitte und Ströme sind durch anteilige Ausnutzung der 
Tabellenwerte möglich. 
 
 
Beispiel:     
(allgemein)
  
 
 
 
 
 
Bestückungsvarianten mit kleineren oder größeren Querschnitten, als in diesem Beiblatt aufgeführt, wurden nicht gemessen. 
Sie sind in Verbindung mit den zulässigen Dauerströmen gesondert zu betrachten und erfordern in vielen Fällen eine 
Messung (Erwärmungsnachweis). 
  

Querschnitt/mm2 Strom/A Anzahl     Auslastung 
2,5 16 10 (von 30) =  33 % 
16 50 12 (von 48) =  25 % 
25 63 36 (von 90) =  40 % 
   ------------- 
  Summe =  98 %   <  100 % 



 
 
BEIBLATT Nr.  6 - 54 
zur EG-Baumusterprüfbescheinigung PTB 09 ATEX 1108  
 
Bestückung der Gehäuse- und Schrank-Verteiler  Typ  8150/1-0300-0300-100 
Gehäusegröße in mm  L,B = 300 B,H = 300 H,T = 100 
 
 
Maximale Anzahl der Leiter in Abhängigkeit vom Querschnitt und dem zulässigen Dauerstrom für vorgenannte 
Gehäusegröße. 
Als Leiter zählt jeder eingeführte Leiter und jeder interne Verbindungsleiter, Brücken und Schutzleiter werden nicht gezählt. 
 
Strom

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 71
16 24 47 184
20 10 27 53
25 13 30 58
35 9 22 56
50 3 18 47
63 6 21 77
80 8 24 86

100 10 22
125 9 23
160 8 20
200 7 17 54
225 2 10 21
250 5 13 27
315 2 7 16
400 3 11 32
500 6

225 225 180 99 64 52 22 17 12 0 0 0 0 0 0 0

gesonderten Erwärmungsnachweis.

Max. Klemmenzahl in Abhängigkeit von oben genannter Gehäusegröße und dem
Querschnitt bzw. dem max. zul. Leiterquerschnitt der eingebauten Klemmen

beliebig zusätzlich
bestückt werden.

Bestückungen in diesem
Bereich erfordern einen

Querschnitt in mm2

In diesem Bereich kann unter Beachtung
der Hinweise und der festgelegten

Einbaumaße im Gehäuse

 
 
Hinweise: 
Bei der Auswahl der zulässigen Dauerströme für die Querschnitte sind die max. Belastungsströme der verwendeten 
Klemmen und der angeschlossenen Kabel und Leitungen zu beachten. Leitungen, im Inneren der nach obiger Tabelle 
bestückten Gehäuse, müssen für eine Temperatur von 70 bis 80 Grad Celsius geeignet sein. Bei der Anwendung der 
Tabellenwerte dürfen Gleichzeitigkeits- oder Belastungsfaktoren entsprechend IEC 439 berücksichtigt werden. 
Mischbestückungen von Stromkreisen unterschiedlicher Querschnitte und Ströme sind durch anteilige Ausnutzung der 
Tabellenwerte möglich. 
 
 
Beispiel:     
(allgemein)
  
 
 
 
 
 
Bestückungsvarianten mit kleineren oder größeren Querschnitten, als in diesem Beiblatt aufgeführt, wurden nicht gemessen. 
Sie sind in Verbindung mit den zulässigen Dauerströmen gesondert zu betrachten und erfordern in vielen Fällen eine 
Messung (Erwärmungsnachweis). 
  

Querschnitt/mm2 Strom/A Anzahl     Auslastung 
2,5 16 10 (von 30) =  33 % 
16 50 12 (von 48) =  25 % 
25 63 36 (von 90) =  40 % 
   ------------- 
  Summe =  98 %   <  100 % 



 
 
BEIBLATT Nr.  7 - 54 
zur EG-Baumusterprüfbescheinigung PTB 09 ATEX 1108  
 
Bestückung der Gehäuse- und Schrank-Verteiler  Typ  8150/1-0300-0300-150 
Gehäusegröße in mm  L,B = 300 B,H = 300 H,T = 150 
 
 
Maximale Anzahl der Leiter in Abhängigkeit vom Querschnitt und dem zulässigen Dauerstrom für vorgenannte 
Gehäusegröße. 
Als Leiter zählt jeder eingeführte Leiter und jeder interne Verbindungsleiter, Brücken und Schutzleiter werden nicht gezählt. 
 
Strom

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 85
16 29 57 221
20 12 33 64
25 15 36 70
35 10 27 68
50 4 22 56
63 7 26 92
80 10 29 103

100 12 27
125 11 27
160 9 24
200 8 21 65
225 3 12 25
250 6 15 32
315 3 9 19
400 4 13 39
500 7

225 225 180 99 64 52 22 17 12 0 0 0 0 0 0 0

gesonderten Erwärmungsnachweis.

Max. Klemmenzahl in Abhängigkeit von oben genannter Gehäusegröße und dem
Querschnitt bzw. dem max. zul. Leiterquerschnitt der eingebauten Klemmen

beliebig zusätzlich
bestückt werden.

Bestückungen in diesem
Bereich erfordern einen

Querschnitt in mm2

In diesem Bereich kann unter Beachtung
der Hinweise und der festgelegten

Einbaumaße im Gehäuse

 
 
Hinweise: 
Bei der Auswahl der zulässigen Dauerströme für die Querschnitte sind die max. Belastungsströme der verwendeten 
Klemmen und der angeschlossenen Kabel und Leitungen zu beachten. Leitungen, im Inneren der nach obiger Tabelle 
bestückten Gehäuse, müssen für eine Temperatur von 70 bis 80 Grad Celsius geeignet sein. Bei der Anwendung der 
Tabellenwerte dürfen Gleichzeitigkeits- oder Belastungsfaktoren entsprechend IEC 439 berücksichtigt werden. 
Mischbestückungen von Stromkreisen unterschiedlicher Querschnitte und Ströme sind durch anteilige Ausnutzung der 
Tabellenwerte möglich. 
 
 
Beispiel:     
(allgemein)
  
 
 
 
 
 
Bestückungsvarianten mit kleineren oder größeren Querschnitten, als in diesem Beiblatt aufgeführt, wurden nicht gemessen. 
Sie sind in Verbindung mit den zulässigen Dauerströmen gesondert zu betrachten und erfordern in vielen Fällen eine 
Messung (Erwärmungsnachweis). 
  

Querschnitt/mm2 Strom/A Anzahl     Auslastung 
2,5 16 10 (von 30) =  33 % 
16 50 12 (von 48) =  25 % 
25 63 36 (von 90) =  40 % 
   ------------- 
  Summe =  98 %   <  100 % 



 
 
BEIBLATT Nr.  8 - 54 
zur EG-Baumusterprüfbescheinigung PTB 09 ATEX 1108  
 
Bestückung der Gehäuse- und Schrank-Verteiler  Ty p  8150/1-0380-0300-155 
Gehäusegröße in mm  L,B = 300 B,H = 380 H,T = 155 
 
 
Maximale Anzahl der Leiter in Abhängigkeit vom Querschnitt und dem zulässigen Dauerstrom für vorgenannte 
Gehäusegröße. 
Als Leiter zählt jeder eingeführte Leiter und jeder interne Verbindungsleiter, Brücken und Schutzleiter werden nicht gezählt. 
 
Strom

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 91
16 31 60 236
20 13 35 68
25 16 38 74
35 11 29 72
50 4 23 60
63 8 28 99
80 10 31 111

100 13 29
125 11 29
160 10 26
200 9 22 69
225 3 13 27
250 7 16 34
315 3 10 20
400 4 14 41
500 2 8

315 315 232 132 96 68 44 23 15 12 7 0 0 0 0 0

Querschnitt in mm2

In diesem Bereich kann unter Beachtung
der Hinweise und der festgelegten

Einbaumaße im Gehäuse
beliebig zusätzlich

bestückt werden.

Bestückungen in diesem
Bereich erfordern einen
gesonderten Erwärmungsnachweis.

Max. Klemmenzahl in Abhängigkeit von oben genannter Gehäusegröße und dem
Querschnitt bzw. dem max. zul. Leiterquerschnitt der eingebauten Klemmen

 
 
Hinweise: 
Bei der Auswahl der zulässigen Dauerströme für die Querschnitte sind die max. Belastungsströme der verwendeten 
Klemmen und der angeschlossenen Kabel und Leitungen zu beachten. Leitungen, im Inneren der nach obiger Tabelle 
bestückten Gehäuse, müssen für eine Temperatur von 70 bis 80 Grad Celsius geeignet sein. Bei der Anwendung der 
Tabellenwerte dürfen Gleichzeitigkeits- oder Belastungsfaktoren entsprechend IEC 439 berücksichtigt werden. 
Mischbestückungen von Stromkreisen unterschiedlicher Querschnitte und Ströme sind durch anteilige Ausnutzung der 
Tabellenwerte möglich. 
 
 
Beispiel:     
(allgemein)
  
 
 
 
 
 
Bestückungsvarianten mit kleineren oder größeren Querschnitten, als in diesem Beiblatt aufgeführt, wurden nicht gemessen. 
Sie sind in Verbindung mit den zulässigen Dauerströmen gesondert zu betrachten und erfordern in vielen Fällen eine 
Messung (Erwärmungsnachweis). 
  

Querschnitt/mm2 Strom/A Anzahl     Auslastung 
2,5 16 10 (von 30) =  33 % 
16 50 12 (von 48) =  25 % 
25 63 36 (von 90) =  40 % 
   ------------- 
  Summe =  98 %   <  100 % 



 
 
BEIBLATT Nr.  9 - 54 
zur EG-Baumusterprüfbescheinigung PTB 09 ATEX 1108  
 
Bestückung der Gehäuse- und Schrank-Verteiler  Typ  8150/1-0380-0300-210 
Gehäusegröße in mm  L,B = 300 B,H = 380 H,T = 210 
 
 
Maximale Anzahl der Leiter in Abhängigkeit vom Querschnitt und dem zulässigen Dauerstrom für vorgenannte 
Gehäusegröße. 
Als Leiter zählt jeder eingeführte Leiter und jeder interne Verbindungsleiter, Brücken und Schutzleiter werden nicht gezählt. 
 
Strom

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 107
16 36 71 276
20 15 41 80
25 19 45 87
35 13 34 85
50 5 27 70
63 9 32 116
80 12 36 130

100 15 34
125 13 34
160 12 30
200 11 26 81
225 4 15 32
250 8 19 40
315 4 11 24
400 5 16 48
500 2 9

315 315 232 132 96 68 44 23 15 12 7 0 0 0 0 0

gesonderten Erwärmungsnachweis.

Max. Klemmenzahl in Abhängigkeit von oben genannter Gehäusegröße und dem
Querschnitt bzw. dem max. zul. Leiterquerschnitt der eingebauten Klemmen

beliebig zusätzlich
bestückt werden.

Bestückungen in diesem
Bereich erfordern einen

Querschnitt in mm2

In diesem Bereich kann unter Beachtung
der Hinweise und der festgelegten

Einbaumaße im Gehäuse

 
 
Hinweise: 
Bei der Auswahl der zulässigen Dauerströme für die Querschnitte sind die max. Belastungsströme der verwendeten 
Klemmen und der angeschlossenen Kabel und Leitungen zu beachten. Leitungen, im Inneren der nach obiger Tabelle 
bestückten Gehäuse, müssen für eine Temperatur von 70 bis 80 Grad Celsius geeignet sein. Bei der Anwendung der 
Tabellenwerte dürfen Gleichzeitigkeits- oder Belastungsfaktoren entsprechend IEC 439 berücksichtigt werden. 
Mischbestückungen von Stromkreisen unterschiedlicher Querschnitte und Ströme sind durch anteilige Ausnutzung der 
Tabellenwerte möglich. 
 
 
Beispiel:     
(allgemein)
  
 
 
 
 
 
Bestückungsvarianten mit kleineren oder größeren Querschnitten, als in diesem Beiblatt aufgeführt, wurden nicht gemessen. 
Sie sind in Verbindung mit den zulässigen Dauerströmen gesondert zu betrachten und erfordern in vielen Fällen eine 
Messung (Erwärmungsnachweis). 
  

Querschnitt/mm2 Strom/A Anzahl     Auslastung 
2,5 16 10 (von 30) =  33 % 
16 50 12 (von 48) =  25 % 
25 63 36 (von 90) =  40 % 
   ------------- 
  Summe =  98 %   <  100 % 



 
 
BEIBLATT Nr.  10 - 54 
zur EG-Baumusterprüfbescheinigung PTB 09 ATEX 1108  
 
Bestückung der Gehäuse- und Schrank-Verteiler  Typ  8150/1-0300-0400-150 
Gehäusegröße in mm  L,B = 400 B,H = 300 H,T = 150 
 
 
Maximale Anzahl der Leiter in Abhängigkeit vom Querschnitt und dem zulässigen Dauerstrom für vorgenannte 
Gehäusegröße. 
Als Leiter zählt jeder eingeführte Leiter und jeder interne Verbindungsleiter, Brücken und Schutzleiter werden nicht gezählt. 
 
Strom

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 90
16 31 60 234
20 13 35 68
25 16 38 74
35 11 29 72
50 4 23 59
63 8 27 98
80 10 30 110

100 13 29
125 11 29
160 10 26
200 9 22 69
225 3 13 27
250 6 16 34
315 3 10 20
400 4 14 41
500 2 9

360 360 244 138 96 72 44 24 16 12 7 7 0 0 0 0

gesonderten Erwärmungsnachweis.

Max. Klemmenzahl in Abhängigkeit von oben genannter Gehäusegröße und dem
Querschnitt bzw. dem max. zul. Leiterquerschnitt der eingebauten Klemmen

beliebig zusätzlich
bestückt werden.

Bestückungen in diesem
Bereich erfordern einen

Querschnitt in mm2

In diesem Bereich kann unter Beachtung
der Hinweise und der festgelegten

Einbaumaße im Gehäuse

 
 
Hinweise: 
Bei der Auswahl der zulässigen Dauerströme für die Querschnitte sind die max. Belastungsströme der verwendeten 
Klemmen und der angeschlossenen Kabel und Leitungen zu beachten. Leitungen, im Inneren der nach obiger Tabelle 
bestückten Gehäuse, müssen für eine Temperatur von 70 bis 80 Grad Celsius geeignet sein. Bei der Anwendung der 
Tabellenwerte dürfen Gleichzeitigkeits- oder Belastungsfaktoren entsprechend IEC 439 berücksichtigt werden. 
Mischbestückungen von Stromkreisen unterschiedlicher Querschnitte und Ströme sind durch anteilige Ausnutzung der 
Tabellenwerte möglich. 
 
 
Beispiel:     
(allgemein)
  
 
 
 
 
 
Bestückungsvarianten mit kleineren oder größeren Querschnitten, als in diesem Beiblatt aufgeführt, wurden nicht gemessen. 
Sie sind in Verbindung mit den zulässigen Dauerströmen gesondert zu betrachten und erfordern in vielen Fällen eine 
Messung (Erwärmungsnachweis). 
  

Querschnitt/mm2 Strom/A Anzahl     Auslastung 
2,5 16 10 (von 30) =  33 % 
16 50 12 (von 48) =  25 % 
25 63 36 (von 90) =  40 % 
   ------------- 
  Summe =  98 %   <  100 % 



 
 
BEIBLATT Nr.  11 - 54 
zur EG-Baumusterprüfbescheinigung PTB 09 ATEX 1108  
 
Bestückung der Gehäuse- und Schrank-Verteiler  Typ  8150/1-0300-0400-210 
Gehäusegröße in mm  L,B = 400 B,H = 300 H,T = 210 
 
 
Maximale Anzahl der Leiter in Abhängigkeit vom Querschnitt und dem zulässigen Dauerstrom für vorgenannte 
Gehäusegröße. 
Als Leiter zählt jeder eingeführte Leiter und jeder interne Verbindungsleiter, Brücken und Schutzleiter werden nicht gezählt. 
 
Strom

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 107
16 37 71 278
20 15 42 80
25 20 45 88
35 13 34 85
50 5 28 71
63 9 33 116
80 12 34 130

100 15 34
125 14 35
160 12 30
200 11 26 82
225 4 15 32
250 8 19 41
315 4 11 24
400 5 17 49
500 2 9

360 360 244 138 96 72 44 24 16 12 7 7 0 0 0 0

Querschnitt in mm2

In diesem Bereich kann unter Beachtung
der Hinweise und der festgelegten

Einbaumaße im Gehäuse
beliebig zusätzlich

bestückt werden.

Bestückungen in diesem
Bereich erfordern einen
gesonderten Erwärmungsnachweis.

Max. Klemmenzahl in Abhängigkeit von oben genannter Gehäusegröße und dem
Querschnitt bzw. dem max. zul. Leiterquerschnitt der eingebauten Klemmen

 
 
Hinweise: 
Bei der Auswahl der zulässigen Dauerströme für die Querschnitte sind die max. Belastungsströme der verwendeten 
Klemmen und der angeschlossenen Kabel und Leitungen zu beachten. Leitungen, im Inneren der nach obiger Tabelle 
bestückten Gehäuse, müssen für eine Temperatur von 70 bis 80 Grad Celsius geeignet sein. Bei der Anwendung der 
Tabellenwerte dürfen Gleichzeitigkeits- oder Belastungsfaktoren entsprechend IEC 439 berücksichtigt werden. 
Mischbestückungen von Stromkreisen unterschiedlicher Querschnitte und Ströme sind durch anteilige Ausnutzung der 
Tabellenwerte möglich. 
 
 
Beispiel:     
(allgemein)
  
 
 
 
 
 
Bestückungsvarianten mit kleineren oder größeren Querschnitten, als in diesem Beiblatt aufgeführt, wurden nicht gemessen. 
Sie sind in Verbindung mit den zulässigen Dauerströmen gesondert zu betrachten und erfordern in vielen Fällen eine 
Messung (Erwärmungsnachweis). 
  

Querschnitt/mm2 Strom/A Anzahl     Auslastung 
2,5 16 10 (von 30) =  33 % 
16 50 12 (von 48) =  25 % 
25 63 36 (von 90) =  40 % 
   ------------- 
  Summe =  98 %   <  100 % 



 
 
BEIBLATT Nr.  12 - 54 
zur EG-Baumusterprüfbescheinigung PTB 09 ATEX 1108  
 
Bestückung der Gehäuse- und Schrank-Verteiler  Typ  8150/1-0300-0400-215 
Gehäusegröße in mm  L,B = 400 B,H = 300 H,T = 215 
 
 
Maximale Anzahl der Leiter in Abhängigkeit vom Querschnitt und dem zulässigen Dauerstrom für vorgenannte 
Gehäusegröße. 
Als Leiter zählt jeder eingeführte Leiter und jeder interne Verbindungsleiter, Brücken und Schutzleiter werden nicht gezählt. 
 
Strom

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 109
16 37 72 281
20 15 42 81
25 20 46 89
35 13 35 86
50 5 28 71
63 9 33 118
80 12 37 132

100 16 35
125 14 35
160 12 31
200 11 27 83
225 4 15 32
250 8 20 41
315 4 20 41
400 4 12 24
500 2 9

360 360 244 138 96 72 44 24 16 12 7 7 0 0 0 0

Querschnitt in mm2

In diesem Bereich kann unter Beachtung
der Hinweise und der festgelegten

Einbaumaße im Gehäuse
beliebig zusätzlich

bestückt werden.

Bestückungen in diesem
Bereich erfordern einen
gesonderten Erwärmungsnachweis.

Max. Klemmenzahl in Abhängigkeit von oben genannter Gehäusegröße und dem
Querschnitt bzw. dem max. zul. Leiterquerschnitt der eingebauten Klemmen

 
 
Hinweise: 
Bei der Auswahl der zulässigen Dauerströme für die Querschnitte sind die max. Belastungsströme der verwendeten 
Klemmen und der angeschlossenen Kabel und Leitungen zu beachten. Leitungen, im Inneren der nach obiger Tabelle 
bestückten Gehäuse, müssen für eine Temperatur von 70 bis 80 Grad Celsius geeignet sein. Bei der Anwendung der 
Tabellenwerte dürfen Gleichzeitigkeits- oder Belastungsfaktoren entsprechend IEC 439 berücksichtigt werden. 
Mischbestückungen von Stromkreisen unterschiedlicher Querschnitte und Ströme sind durch anteilige Ausnutzung der 
Tabellenwerte möglich. 
 
 
Beispiel:     
(allgemein)
  
 
 
 
 
 
Bestückungsvarianten mit kleineren oder größeren Querschnitten, als in diesem Beiblatt aufgeführt, wurden nicht gemessen. 
Sie sind in Verbindung mit den zulässigen Dauerströmen gesondert zu betrachten und erfordern in vielen Fällen eine 
Messung (Erwärmungsnachweis). 
  

Querschnitt/mm2 Strom/A Anzahl     Auslastung 
2,5 16 10 (von 30) =  33 % 
16 50 12 (von 48) =  25 % 
25 63 36 (von 90) =  40 % 
   ------------- 
  Summe =  98 %   <  100 % 



 
 
BEIBLATT Nr.  13 - 54 
zur EG-Baumusterprüfbescheinigung PTB 09 ATEX 1108  
 
Bestückung der Gehäuse- und Schrank-Verteiler  Typ  8150/1-0380-0380-210 
Gehäusegröße in mm  L,B = 380 B,H = 380 H,T = 210 
 
 
Maximale Anzahl der Leiter in Abhängigkeit vom Querschnitt und dem zulässigen Dauerstrom für vorgenannte 
Gehäusegröße. 
Als Leiter zählt jeder eingeführte Leiter und jeder interne Verbindungsleiter, Brücken und Schutzleiter werden nicht gezählt. 
 
Strom

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 114
16 39 76 294
20 16 44 85
25 21 48 93
35 14 36 90
50 5 29 75
63 10 35 123
80 13 38 138

100 16 36
125 14 37
160 12 32
200 11 28 87
225 4 16 34
250 8 21 43
315 4 12 26
400 5 18 52
500 2 10

406 406 290 172 126 68 56 23 15 15 9 0 0 0 0 0

Querschnitt in mm2

In diesem Bereich kann unter Beachtung
der Hinweise und der festgelegten

Einbaumaße im Gehäuse
beliebig zusätzlich

bestückt werden.

Bestückungen in diesem
Bereich erfordern einen
gesonderten Erwärmungsnachweis.

Max. Klemmenzahl in Abhängigkeit von oben genannter Gehäusegröße und dem
Querschnitt bzw. dem max. zul. Leiterquerschnitt der eingebauten Klemmen

 
 
Hinweise: 
Bei der Auswahl der zulässigen Dauerströme für die Querschnitte sind die max. Belastungsströme der verwendeten 
Klemmen und der angeschlossenen Kabel und Leitungen zu beachten. Leitungen, im Inneren der nach obiger Tabelle 
bestückten Gehäuse, müssen für eine Temperatur von 70 bis 80 Grad Celsius geeignet sein. Bei der Anwendung der 
Tabellenwerte dürfen Gleichzeitigkeits- oder Belastungsfaktoren entsprechend IEC 439 berücksichtigt werden. 
Mischbestückungen von Stromkreisen unterschiedlicher Querschnitte und Ströme sind durch anteilige Ausnutzung der 
Tabellenwerte möglich. 
 
 
Beispiel:     
(allgemein)
  
 
 
 
 
 
Bestückungsvarianten mit kleineren oder größeren Querschnitten, als in diesem Beiblatt aufgeführt, wurden nicht gemessen. 
Sie sind in Verbindung mit den zulässigen Dauerströmen gesondert zu betrachten und erfordern in vielen Fällen eine 
Messung (Erwärmungsnachweis). 
  

Querschnitt/mm2 Strom/A Anzahl     Auslastung 
2,5 16 10 (von 30) =  33 % 
16 50 12 (von 48) =  25 % 
25 63 36 (von 90) =  40 % 
   ------------- 
  Summe =  98 %   <  100 % 



 
 
BEIBLATT Nr.  14 - 54 
zur EG-Baumusterprüfbescheinigung PTB 09 ATEX 1108  
 
Bestückung der Gehäuse- und Schrank-Verteiler  Typ  8150/1-0400-0400-150 
Gehäusegröße in mm  L,B = 400 B,H = 400 H,T = 150 
 
 
Maximale Anzahl der Leiter in Abhängigkeit vom Querschnitt und dem zulässigen Dauerstrom für vorgenannte 
Gehäusegröße. 
Als Leiter zählt jeder eingeführte Leiter und jeder interne Verbindungsleiter, Brücken und Schutzleiter werden nicht gezählt. 
 
Strom

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 100
16 34 66 257
20 14 38 74
25 18 42 81
35 12 32 79
50 4 26 65
63 8 30 108
80 11 34 121

100 14 32
125 13 32
160 11 28
200 10 24 76
225 3 14 30
250 7 18 38
315 3 11 22
400 5 15 45
500 2 9

488 488 305 184 135 72 60 24 16 16 10 10 0 0 0 0

gesonderten Erwärmungsnachweis.

Max. Klemmenzahl in Abhängigkeit von oben genannter Gehäusegröße und dem
Querschnitt bzw. dem max. zul. Leiterquerschnitt der eingebauten Klemmen

beliebig zusätzlich
bestückt werden.

Bestückungen in diesem
Bereich erfordern einen

Querschnitt in mm2

In diesem Bereich kann unter Beachtung
der Hinweise und der festgelegten

Einbaumaße im Gehäuse

 
 
Hinweise: 
Bei der Auswahl der zulässigen Dauerströme für die Querschnitte sind die max. Belastungsströme der verwendeten 
Klemmen und der angeschlossenen Kabel und Leitungen zu beachten. Leitungen, im Inneren der nach obiger Tabelle 
bestückten Gehäuse, müssen für eine Temperatur von 70 bis 80 Grad Celsius geeignet sein. Bei der Anwendung der 
Tabellenwerte dürfen Gleichzeitigkeits- oder Belastungsfaktoren entsprechend IEC 439 berücksichtigt werden. 
Mischbestückungen von Stromkreisen unterschiedlicher Querschnitte und Ströme sind durch anteilige Ausnutzung der 
Tabellenwerte möglich. 
 
 
Beispiel:     
(allgemein)
  
 
 
 
 
 
Bestückungsvarianten mit kleineren oder größeren Querschnitten, als in diesem Beiblatt aufgeführt, wurden nicht gemessen. 
Sie sind in Verbindung mit den zulässigen Dauerströmen gesondert zu betrachten und erfordern in vielen Fällen eine 
Messung (Erwärmungsnachweis). 
  

Querschnitt/mm2 Strom/A Anzahl     Auslastung 
2,5 16 10 (von 30) =  33 % 
16 50 12 (von 48) =  25 % 
25 63 36 (von 90) =  40 % 
   ------------- 
  Summe =  98 %   <  100 % 



 
 
BEIBLATT Nr.  15 - 54 
zur EG-Baumusterprüfbescheinigung PTB 09 ATEX 1108  
 
Bestückung der Gehäuse- und Schrank-Verteiler  Typ  8150/1-0400-0400-210 
Gehäusegröße in mm  L,B = 400 B,H = 400 H,T = 210 
 
 
Maximale Anzahl der Leiter in Abhängigkeit vom Querschnitt und dem zulässigen Dauerstrom für vorgenannte 
Gehäusegröße. 
Als Leiter zählt jeder eingeführte Leiter und jeder interne Verbindungsleiter, Brücken und Schutzleiter werden nicht gezählt. 
 
Strom

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 117
16 40 77 302
20 16 45 87
25 21 49 95
35 14 37 93
50 5 30 77
63 10 35 126
80 13 39 142

100 17 37
125 15 38
160 13 33
200 12 29 89
225 4 16 35
250 8 21 44
315 4 13 26
400 6 18 53
500 2 10

488 488 305 184 135 72 60 24 16 16 10 10 0 0 0 0

Querschnitt in mm2

In diesem Bereich kann unter Beachtung
der Hinweise und der festgelegten

Einbaumaße im Gehäuse
beliebig zusätzlich

bestückt werden.

Bestückungen in diesem
Bereich erfordern einen
gesonderten Erwärmungsnachweis.

Max. Klemmenzahl in Abhängigkeit von oben genannter Gehäusegröße und dem
Querschnitt bzw. dem max. zul. Leiterquerschnitt der eingebauten Klemmen

 
 
Hinweise: 
Bei der Auswahl der zulässigen Dauerströme für die Querschnitte sind die max. Belastungsströme der verwendeten 
Klemmen und der angeschlossenen Kabel und Leitungen zu beachten. Leitungen, im Inneren der nach obiger Tabelle 
bestückten Gehäuse, müssen für eine Temperatur von 70 bis 80 Grad Celsius geeignet sein. Bei der Anwendung der 
Tabellenwerte dürfen Gleichzeitigkeits- oder Belastungsfaktoren entsprechend IEC 439 berücksichtigt werden. 
Mischbestückungen von Stromkreisen unterschiedlicher Querschnitte und Ströme sind durch anteilige Ausnutzung der 
Tabellenwerte möglich. 
 
 
Beispiel:     
(allgemein)
  
 
 
 
 
 
Bestückungsvarianten mit kleineren oder größeren Querschnitten, als in diesem Beiblatt aufgeführt, wurden nicht gemessen. 
Sie sind in Verbindung mit den zulässigen Dauerströmen gesondert zu betrachten und erfordern in vielen Fällen eine 
Messung (Erwärmungsnachweis). 
  

Querschnitt/mm2 Strom/A Anzahl     Auslastung 
2,5 16 10 (von 30) =  33 % 
16 50 12 (von 48) =  25 % 
25 63 36 (von 90) =  40 % 
   ------------- 
  Summe =  98 %   <  100 % 



 
 
BEIBLATT Nr.  16 - 54 
zur EG-Baumusterprüfbescheinigung PTB 09 ATEX 1108  
 
Bestückung der Gehäuse- und Schrank-Verteiler  Typ  8150/1-0400-0400-215 
Gehäusegröße in mm  L,B = 400 B,H = 400 H,T = 215 
 
 
Maximale Anzahl der Leiter in Abhängigkeit vom Querschnitt und dem zulässigen Dauerstrom für vorgenannte 
Gehäusegröße. 
Als Leiter zählt jeder eingeführte Leiter und jeder interne Verbindungsleiter, Brücken und Schutzleiter werden nicht gezählt. 
 
Strom

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 118
16 40 78 305
20 17 46 88
25 22 50 96
35 14 38 94
50 5 30 78
63 10 36 128
80 14 40 143

100 17 38
125 15 38
160 13 34
200 12 29 90
225 4 17 35
250 9 21 45
315 4 13 29
400 6 18 53
500 2 10

488 488 305 184 135 72 60 24 16 16 10 10 0 0 0 0

Querschnitt in mm2

In diesem Bereich kann unter Beachtung
der Hinweise und der festgelegten

Einbaumaße im Gehäuse
beliebig zusätzlich

bestückt werden.

Bestückungen in diesem
Bereich erfordern einen
gesonderten Erwärmungsnachweis.

Max. Klemmenzahl in Abhängigkeit von oben genannter Gehäusegröße und dem
Querschnitt bzw. dem max. zul. Leiterquerschnitt der eingebauten Klemmen

 
 
Hinweise: 
Bei der Auswahl der zulässigen Dauerströme für die Querschnitte sind die max. Belastungsströme der verwendeten 
Klemmen und der angeschlossenen Kabel und Leitungen zu beachten. Leitungen, im Inneren der nach obiger Tabelle 
bestückten Gehäuse, müssen für eine Temperatur von 70 bis 80 Grad Celsius geeignet sein. Bei der Anwendung der 
Tabellenwerte dürfen Gleichzeitigkeits- oder Belastungsfaktoren entsprechend IEC 439 berücksichtigt werden. 
Mischbestückungen von Stromkreisen unterschiedlicher Querschnitte und Ströme sind durch anteilige Ausnutzung der 
Tabellenwerte möglich. 
 
 
Beispiel:     
(allgemein)
  
 
 
 
 
 
Bestückungsvarianten mit kleineren oder größeren Querschnitten, als in diesem Beiblatt aufgeführt, wurden nicht gemessen. 
Sie sind in Verbindung mit den zulässigen Dauerströmen gesondert zu betrachten und erfordern in vielen Fällen eine 
Messung (Erwärmungsnachweis). 
  

Querschnitt/mm2 Strom/A Anzahl     Auslastung 
2,5 16 10 (von 30) =  33 % 
16 50 12 (von 48) =  25 % 
25 63 36 (von 90) =  40 % 
   ------------- 
  Summe =  98 %   <  100 % 



 
 
BEIBLATT Nr.  17 - 54 
zur EG-Baumusterprüfbescheinigung PTB 09 ATEX 1108  
 
Bestückung der Gehäuse- und Schrank-Verteiler  Typ  8150/1-0360-0550-230 
Gehäusegröße in mm  L,B = 550 B,H = 360 H,T = 230 
 
 
Maximale Anzahl der Leiter in Abhängigkeit vom Querschnitt und dem zulässigen Dauerstrom für vorgenannte 
Gehäusegröße. 
Als Leiter zählt jeder eingeführte Leiter und jeder interne Verbindungsleiter, Brücken und Schutzleiter werden nicht gezählt. 
 
Strom

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 125
16 43 83 322
20 17 48 93
25 23 53 102
35 15 40 99
50 6 32 82
63 11 38 135
80 14 42 151

100 18 40
125 16 40
160 14 35
200 12 31 95
225 4 17 37
250 9 23 47
315 4 13 28
400 6 19 56
500 2 11

605 605 385 205 160 100 84 42 23 23 9 9 7 7 7 7

Querschnitt in mm2

In diesem Bereich kann unter Beachtung
der Hinweise und der festgelegten

Einbaumaße im Gehäuse
beliebig zusätzlich

bestückt werden.

Bestückungen in diesem
Bereich erfordern einen
gesonderten Erwärmungsnachweis.

Max. Klemmenzahl in Abhängigkeit von oben genannter Gehäusegröße und dem
Querschnitt bzw. dem max. zul. Leiterquerschnitt der eingebauten Klemmen

 
 
Hinweise: 
Bei der Auswahl der zulässigen Dauerströme für die Querschnitte sind die max. Belastungsströme der verwendeten 
Klemmen und der angeschlossenen Kabel und Leitungen zu beachten. Leitungen, im Inneren der nach obiger Tabelle 
bestückten Gehäuse, müssen für eine Temperatur von 70 bis 80 Grad Celsius geeignet sein. Bei der Anwendung der 
Tabellenwerte dürfen Gleichzeitigkeits- oder Belastungsfaktoren entsprechend IEC 439 berücksichtigt werden. 
Mischbestückungen von Stromkreisen unterschiedlicher Querschnitte und Ströme sind durch anteilige Ausnutzung der 
Tabellenwerte möglich. 
 
 
Beispiel:     
(allgemein)
  
 
 
 
 
 
Bestückungsvarianten mit kleineren oder größeren Querschnitten, als in diesem Beiblatt aufgeführt, wurden nicht gemessen. 
Sie sind in Verbindung mit den zulässigen Dauerströmen gesondert zu betrachten und erfordern in vielen Fällen eine 
Messung (Erwärmungsnachweis). 
  

Querschnitt/mm2 Strom/A Anzahl     Auslastung 
2,5 16 10 (von 30) =  33 % 
16 50 12 (von 48) =  25 % 
25 63 36 (von 90) =  40 % 
   ------------- 
  Summe =  98 %   <  100 % 



 
 
BEIBLATT Nr.  18 - 54 
zur EG-Baumusterprüfbescheinigung PTB 09 ATEX 1108  
 
Bestückung der Gehäuse- und Schrank-Verteiler  Typ  8150/1-0380-0600-210 
Gehäusegröße in mm  L,B = 600 B,H = 380 H,T = 210 
 
 
Maximale Anzahl der Leiter in Abhängigkeit vom Querschnitt und dem zulässigen Dauerstrom für vorgenannte 
Gehäusegröße. 
Als Leiter zählt jeder eingeführte Leiter und jeder interne Verbindungsleiter, Brücken und Schutzleiter werden nicht gezählt. 
 
Strom

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 123
16 42 82 318
20 17 48 92
25 22 52 100
35 15 39 98
50 5 32 81
63 10 37 133
80 14 42 149

100 18 39
125 16 40
160 13 35
200 12 30 94
225 4 17 37
250 9 22 47
315 4 13 28
400 6 19 56
500 2 11

696 696 475 284 207 136 92 46 30 25 16 9 7 7 7 7

gesonderten Erwärmungsnachweis.

Max. Klemmenzahl in Abhängigkeit von oben genannter Gehäusegröße und dem
Querschnitt bzw. dem max. zul. Leiterquerschnitt der eingebauten Klemmen

beliebig zusätzlich
bestückt werden.

Bestückungen in diesem
Bereich erfordern einen

Querschnitt in mm2

In diesem Bereich kann unter Beachtung
der Hinweise und der festgelegten

Einbaumaße im Gehäuse

 
 
Hinweise: 
Bei der Auswahl der zulässigen Dauerströme für die Querschnitte sind die max. Belastungsströme der verwendeten 
Klemmen und der angeschlossenen Kabel und Leitungen zu beachten. Leitungen, im Inneren der nach obiger Tabelle 
bestückten Gehäuse, müssen für eine Temperatur von 70 bis 80 Grad Celsius geeignet sein. Bei der Anwendung der 
Tabellenwerte dürfen Gleichzeitigkeits- oder Belastungsfaktoren entsprechend IEC 439 berücksichtigt werden. 
Mischbestückungen von Stromkreisen unterschiedlicher Querschnitte und Ströme sind durch anteilige Ausnutzung der 
Tabellenwerte möglich. 
 
 
Beispiel:     
(allgemein)
  
 
 
 
 
 
Bestückungsvarianten mit kleineren oder größeren Querschnitten, als in diesem Beiblatt aufgeführt, wurden nicht gemessen. 
Sie sind in Verbindung mit den zulässigen Dauerströmen gesondert zu betrachten und erfordern in vielen Fällen eine 
Messung (Erwärmungsnachweis). 
  

Querschnitt/mm2 Strom/A Anzahl     Auslastung 
2,5 16 10 (von 30) =  33 % 
16 50 12 (von 48) =  25 % 
25 63 36 (von 90) =  40 % 
   ------------- 
  Summe =  98 %   <  100 % 



 
 
BEIBLATT Nr.  19 - 54 
zur EG-Baumusterprüfbescheinigung PTB 09 ATEX 1108  
 
Bestückung der Gehäuse- und Schrank-Verteiler  Typ  8150/1-0400-0600-150 
Gehäusegröße in mm  L,B = 600 B,H = 400 H,T = 150 
 
 
Maximale Anzahl der Leiter in Abhängigkeit vom Querschnitt und dem zulässigen Dauerstrom für vorgenannte 
Gehäusegröße. 
Als Leiter zählt jeder eingeführte Leiter und jeder interne Verbindungsleiter, Brücken und Schutzleiter werden nicht gezählt. 
 
Strom

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 109
16 37 72 281
20 15 42 81
25 20 46 89
35 13 35 86
50 5 28 71
63 9 33 118
80 12 37 132

100 16 35
125 14 35
160 12 31
200 11 27 83
225 4 15 32
250 8 20 41
315 4 12 24
400 5 17 49
500 2 9

760 760 488 284 207 144 92 48 32 25 16 16 8 8 8 8

Querschnitt in mm2

In diesem Bereich kann unter Beachtung
der Hinweise und der festgelegten

Einbaumaße im Gehäuse
beliebig zusätzlich

bestückt werden.

Bestückungen in diesem
Bereich erfordern einen
gesonderten Erwärmungsnachweis.

Max. Klemmenzahl in Abhängigkeit von oben genannter Gehäusegröße und dem
Querschnitt bzw. dem max. zul. Leiterquerschnitt der eingebauten Klemmen

 
 
Hinweise: 
Bei der Auswahl der zulässigen Dauerströme für die Querschnitte sind die max. Belastungsströme der verwendeten 
Klemmen und der angeschlossenen Kabel und Leitungen zu beachten. Leitungen, im Inneren der nach obiger Tabelle 
bestückten Gehäuse, müssen für eine Temperatur von 70 bis 80 Grad Celsius geeignet sein. Bei der Anwendung der 
Tabellenwerte dürfen Gleichzeitigkeits- oder Belastungsfaktoren entsprechend IEC 439 berücksichtigt werden. 
Mischbestückungen von Stromkreisen unterschiedlicher Querschnitte und Ströme sind durch anteilige Ausnutzung der 
Tabellenwerte möglich. 
 
 
Beispiel:     
(allgemein)
  
 
 
 
 
 
Bestückungsvarianten mit kleineren oder größeren Querschnitten, als in diesem Beiblatt aufgeführt, wurden nicht gemessen. 
Sie sind in Verbindung mit den zulässigen Dauerströmen gesondert zu betrachten und erfordern in vielen Fällen eine 
Messung (Erwärmungsnachweis). 
  

Querschnitt/mm2 Strom/A Anzahl     Auslastung 
2,5 16 10 (von 30) =  33 % 
16 50 12 (von 48) =  25 % 
25 63 36 (von 90) =  40 % 
   ------------- 
  Summe =  98 %   <  100 % 



 
 
BEIBLATT Nr.  20 - 54 
zur EG-Baumusterprüfbescheinigung PTB 09 ATEX 1108  
 
Bestückung der Gehäuse- und Schrank-Verteiler  Typ  8150/1-0400-0600-210 
Gehäusegröße in mm  L,B = 600 B,H = 400 H,T = 210 
 
 
Maximale Anzahl der Leiter in Abhängigkeit vom Querschnitt und dem zulässigen Dauerstrom für vorgenannte 
Gehäusegröße. 
Als Leiter zählt jeder eingeführte Leiter und jeder interne Verbindungsleiter, Brücken und Schutzleiter werden nicht gezählt. 
 
Strom

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 126
16 43 83 325
20 18 49 94
25 23 53 103
35 15 40 100
50 6 32 83
63 11 38 136
80 14 42 152

100 18 40
125 2 16 41
160 14 36
200 13 31 96
225 5 18 37
250 9 23 48
315 4 14 28
400 6 19 57
500 2 11

760 760 488 284 207 144 92 48 32 25 16 16 8 8 8 8

gesonderten Erwärmungsnachweis.

Max. Klemmenzahl in Abhängigkeit von oben genannter Gehäusegröße und dem
Querschnitt bzw. dem max. zul. Leiterquerschnitt der eingebauten Klemmen

beliebig zusätzlich
bestückt werden.

Bestückungen in diesem
Bereich erfordern einen

Querschnitt in mm2

In diesem Bereich kann unter Beachtung
der Hinweise und der festgelegten

Einbaumaße im Gehäuse

 
 
Hinweise: 
Bei der Auswahl der zulässigen Dauerströme für die Querschnitte sind die max. Belastungsströme der verwendeten 
Klemmen und der angeschlossenen Kabel und Leitungen zu beachten. Leitungen, im Inneren der nach obiger Tabelle 
bestückten Gehäuse, müssen für eine Temperatur von 70 bis 80 Grad Celsius geeignet sein. Bei der Anwendung der 
Tabellenwerte dürfen Gleichzeitigkeits- oder Belastungsfaktoren entsprechend IEC 439 berücksichtigt werden. 
Mischbestückungen von Stromkreisen unterschiedlicher Querschnitte und Ströme sind durch anteilige Ausnutzung der 
Tabellenwerte möglich. 
 
 
Beispiel:     
(allgemein)
  
 
 
 
 
 
Bestückungsvarianten mit kleineren oder größeren Querschnitten, als in diesem Beiblatt aufgeführt, wurden nicht gemessen. 
Sie sind in Verbindung mit den zulässigen Dauerströmen gesondert zu betrachten und erfordern in vielen Fällen eine 
Messung (Erwärmungsnachweis). 
  

Querschnitt/mm2 Strom/A Anzahl     Auslastung 
2,5 16 10 (von 30) =  33 % 
16 50 12 (von 48) =  25 % 
25 63 36 (von 90) =  40 % 
   ------------- 
  Summe =  98 %   <  100 % 



 
 
BEIBLATT Nr.  21 - 54 
zur EG-Baumusterprüfbescheinigung PTB 09 ATEX 1108  
 
Bestückung der Gehäuse- und Schrank-Verteiler  Typ  8150/1-0600-0400-210 
Gehäusegröße in mm  L,B = 400 B,H = 600 H,T = 210 
 
 
Maximale Anzahl der Leiter in Abhängigkeit vom Querschnitt und dem zulässigen Dauerstrom für vorgenannte 
Gehäusegröße. 
Als Leiter zählt jeder eingeführte Leiter und jeder interne Verbindungsleiter, Brücken und Schutzleiter werden nicht gezählt. 
 
Strom

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 126
16 43 83 325
20 18 49 94
25 23 53 103
35 15 40 100
50 6 32 83
63 11 38 136
80 14 42 152

100 18 40
125 2 16 41
160 14 36
200 13 31 96
225 5 18 37
250 9 23 48
315 4 14 28
400 6 19 57
500 2 11

760 760 488 284 207 144 92 48 32 25 16 16 8 8 8 8

Querschnitt in mm2

In diesem Bereich kann unter Beachtung
der Hinweise und der festgelegten

Einbaumaße im Gehäuse
beliebig zusätzlich

bestückt werden.

Bestückungen in diesem
Bereich erfordern einen
gesonderten Erwärmungsnachweis.

Max. Klemmenzahl in Abhängigkeit von oben genannter Gehäusegröße und dem
Querschnitt bzw. dem max. zul. Leiterquerschnitt der eingebauten Klemmen

 
 
Hinweise: 
Bei der Auswahl der zulässigen Dauerströme für die Querschnitte sind die max. Belastungsströme der verwendeten 
Klemmen und der angeschlossenen Kabel und Leitungen zu beachten. Leitungen, im Inneren der nach obiger Tabelle 
bestückten Gehäuse, müssen für eine Temperatur von 70 bis 80 Grad Celsius geeignet sein. Bei der Anwendung der 
Tabellenwerte dürfen Gleichzeitigkeits- oder Belastungsfaktoren entsprechend IEC 439 berücksichtigt werden. 
Mischbestückungen von Stromkreisen unterschiedlicher Querschnitte und Ströme sind durch anteilige Ausnutzung der 
Tabellenwerte möglich. 
 
 
Beispiel:     
(allgemein)
  
 
 
 
 
 
Bestückungsvarianten mit kleineren oder größeren Querschnitten, als in diesem Beiblatt aufgeführt, wurden nicht gemessen. 
Sie sind in Verbindung mit den zulässigen Dauerströmen gesondert zu betrachten und erfordern in vielen Fällen eine 
Messung (Erwärmungsnachweis). 
  

Querschnitt/mm2 Strom/A Anzahl     Auslastung 
2,5 16 10 (von 30) =  33 % 
16 50 12 (von 48) =  25 % 
25 63 36 (von 90) =  40 % 
   ------------- 
  Summe =  98 %   <  100 % 



 
 
BEIBLATT Nr.  22 - 54 
zur EG-Baumusterprüfbescheinigung PTB 09 ATEX 1108  
 
Bestückung der Gehäuse- und Schrank-Verteiler  Typ  8150/1-0400-0600-215 
Gehäusegröße in mm  L,B = 600 B,H = 400 H,T = 215 
 
 
Maximale Anzahl der Leiter in Abhängigkeit vom Querschnitt und dem zulässigen Dauerstrom für vorgenannte 
Gehäusegröße. 
Als Leiter zählt jeder eingeführte Leiter und jeder interne Verbindungsleiter, Brücken und Schutzleiter werden nicht gezählt. 
 
Strom

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 127
16 43 84 328
20 18 49 95
25 23 54 104
35 16 40 101
50 6 33 83
63 11 39 138
80 15 43 154

100 18 40
125 2 16 41
160 14 36
200 13 31 97
225 5 18 38
250 9 23 48
315 5 14 29
400 6 20 58
500 2 11

760 760 488 284 207 144 92 48 32 25 16 16 8 8 8 8

Querschnitt in mm2

In diesem Bereich kann unter Beachtung
der Hinweise und der festgelegten

Einbaumaße im Gehäuse
beliebig zusätzlich

bestückt werden.

Bestückungen in diesem
Bereich erfordern einen
gesonderten Erwärmungsnachweis.

Max. Klemmenzahl in Abhängigkeit von oben genannter Gehäusegröße und dem
Querschnitt bzw. dem max. zul. Leiterquerschnitt der eingebauten Klemmen

 
 
Hinweise: 
Bei der Auswahl der zulässigen Dauerströme für die Querschnitte sind die max. Belastungsströme der verwendeten 
Klemmen und der angeschlossenen Kabel und Leitungen zu beachten. Leitungen, im Inneren der nach obiger Tabelle 
bestückten Gehäuse, müssen für eine Temperatur von 70 bis 80 Grad Celsius geeignet sein. Bei der Anwendung der 
Tabellenwerte dürfen Gleichzeitigkeits- oder Belastungsfaktoren entsprechend IEC 439 berücksichtigt werden. 
Mischbestückungen von Stromkreisen unterschiedlicher Querschnitte und Ströme sind durch anteilige Ausnutzung der 
Tabellenwerte möglich. 
 
 
Beispiel:     
(allgemein)
  
 
 
 
 
 
Bestückungsvarianten mit kleineren oder größeren Querschnitten, als in diesem Beiblatt aufgeführt, wurden nicht gemessen. 
Sie sind in Verbindung mit den zulässigen Dauerströmen gesondert zu betrachten und erfordern in vielen Fällen eine 
Messung (Erwärmungsnachweis). 
  

Querschnitt/mm2 Strom/A Anzahl     Auslastung 
2,5 16 10 (von 30) =  33 % 
16 50 12 (von 48) =  25 % 
25 63 36 (von 90) =  40 % 
   ------------- 
  Summe =  98 %   <  100 % 



 
 
BEIBLATT Nr.  23 - 54 
zur EG-Baumusterprüfbescheinigung PTB 09 ATEX 1108  
 
Bestückung der Gehäuse- und Schrank-Verteiler  Typ  8150/1-0360-0750-230 
Gehäusegröße in mm  L,B = 750 B,H = 360 H,T = 230 
 
 
Maximale Anzahl der Leiter in Abhängigkeit vom Querschnitt und dem zulässigen Dauerstrom für vorgenannte 
Gehäusegröße. 
Als Leiter zählt jeder eingeführte Leiter und jeder interne Verbindungsleiter, Brücken und Schutzleiter werden nicht gezählt. 
 
Strom

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 127
16 43 84 328
20 18 49 95
25 23 54 104
35 16 41 101
50 6 33 84
63 11 39 138
80 15 43 154

100 18 41
125 2 16 41
160 14 36
200 13 31 97
225 5 18 38
250 9 23 48
315 5 14 29
400 6 20 58
500 2 11

840 840 550 328 240 160 118 63 32 32 9 9 7 7 7 7

Querschnitt in mm2

In diesem Bereich kann unter Beachtung
der Hinweise und der festgelegten

Einbaumaße im Gehäuse
beliebig zusätzlich

bestückt werden.

Bestückungen in diesem
Bereich erfordern einen
gesonderten Erwärmungsnachweis.

Max. Klemmenzahl in Abhängigkeit von oben genannter Gehäusegröße und dem
Querschnitt bzw. dem max. zul. Leiterquerschnitt der eingebauten Klemmen

 
 
Hinweise: 
Bei der Auswahl der zulässigen Dauerströme für die Querschnitte sind die max. Belastungsströme der verwendeten 
Klemmen und der angeschlossenen Kabel und Leitungen zu beachten. Leitungen, im Inneren der nach obiger Tabelle 
bestückten Gehäuse, müssen für eine Temperatur von 70 bis 80 Grad Celsius geeignet sein. Bei der Anwendung der 
Tabellenwerte dürfen Gleichzeitigkeits- oder Belastungsfaktoren entsprechend IEC 439 berücksichtigt werden. 
Mischbestückungen von Stromkreisen unterschiedlicher Querschnitte und Ströme sind durch anteilige Ausnutzung der 
Tabellenwerte möglich. 
 
 
Beispiel:     
(allgemein)
  
 
 
 
 
 
Bestückungsvarianten mit kleineren oder größeren Querschnitten, als in diesem Beiblatt aufgeführt, wurden nicht gemessen. 
Sie sind in Verbindung mit den zulässigen Dauerströmen gesondert zu betrachten und erfordern in vielen Fällen eine 
Messung (Erwärmungsnachweis). 
  

Querschnitt/mm2 Strom/A Anzahl     Auslastung 
2,5 16 10 (von 30) =  33 % 
16 50 12 (von 48) =  25 % 
25 63 36 (von 90) =  40 % 
   ------------- 
  Summe =  98 %   <  100 % 



 
 
BEIBLATT Nr.  24 - 54 
zur EG-Baumusterprüfbescheinigung PTB 09 ATEX 1108  
 
Bestückung der Gehäuse- und Schrank-Verteiler  Typ  8150/1-0360-0900-230 
Gehäusegröße in mm  L,B = 900 B,H = 360 H,T = 230 
 
 
Maximale Anzahl der Leiter in Abhängigkeit vom Querschnitt und dem zulässigen Dauerstrom für vorgenannte 
Gehäusegröße. 
Als Leiter zählt jeder eingeführte Leiter und jeder interne Verbindungsleiter, Brücken und Schutzleiter werden nicht gezählt. 
 
Strom

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 127
16 44 85 329
20 18 49 95
25 23 54 104
35 16 41 101
50 6 33 84
63 11 39 138
80 15 43 155

100 18 41
125 2 16 41
160 14 36
200 13 31 97
225 5 18 38
250 9 23 48
315 5 14 29
400 6 20 58
500 2 11

1008 1008 648 369 280 192 142 84 42 39 18 18 14 14 7 7

gesonderten Erwärmungsnachweis.

Max. Klemmenzahl in Abhängigkeit von oben genannter Gehäusegröße und dem
Querschnitt bzw. dem max. zul. Leiterquerschnitt der eingebauten Klemmen

beliebig zusätzlich
bestückt werden.

Bestückungen in diesem
Bereich erfordern einen

Querschnitt in mm2

In diesem Bereich kann unter Beachtung
der Hinweise und der festgelegten

Einbaumaße im Gehäuse

 
 
Hinweise: 
Bei der Auswahl der zulässigen Dauerströme für die Querschnitte sind die max. Belastungsströme der verwendeten 
Klemmen und der angeschlossenen Kabel und Leitungen zu beachten. Leitungen, im Inneren der nach obiger Tabelle 
bestückten Gehäuse, müssen für eine Temperatur von 70 bis 80 Grad Celsius geeignet sein. Bei der Anwendung der 
Tabellenwerte dürfen Gleichzeitigkeits- oder Belastungsfaktoren entsprechend IEC 439 berücksichtigt werden. 
Mischbestückungen von Stromkreisen unterschiedlicher Querschnitte und Ströme sind durch anteilige Ausnutzung der 
Tabellenwerte möglich. 
 
 
Beispiel:     
(allgemein)
  
 
 
 
 
 
Bestückungsvarianten mit kleineren oder größeren Querschnitten, als in diesem Beiblatt aufgeführt, wurden nicht gemessen. 
Sie sind in Verbindung mit den zulässigen Dauerströmen gesondert zu betrachten und erfordern in vielen Fällen eine 
Messung (Erwärmungsnachweis). 
  

Querschnitt/mm2 Strom/A Anzahl     Auslastung 
2,5 16 10 (von 30) =  33 % 
16 50 12 (von 48) =  25 % 
25 63 36 (von 90) =  40 % 
   ------------- 
  Summe =  98 %   <  100 % 



 
 
BEIBLATT Nr.  25 - 54 
zur EG-Baumusterprüfbescheinigung PTB 09 ATEX 1108  
 
Bestückung der Gehäuse- und Schrank-Verteiler  Typ  8150/1-0600-0600-150 
Gehäusegröße in mm  L,B = 600 B,H = 600 H,T = 150 
 
 
Maximale Anzahl der Leiter in Abhängigkeit vom Querschnitt und dem zulässigen Dauerstrom für vorgenannte 
Gehäusegröße. 
Als Leiter zählt jeder eingeführte Leiter und jeder interne Verbindungsleiter, Brücken und Schutzleiter werden nicht gezählt. 
 
Strom

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 128
16 44 85 331
20 18 50 96
25 23 54 105
35 16 41 102
50 6 33 84
63 11 39 139
80 15 43 155

100 18 41
125 2 16 41
160 14 36
200 13 31 98
225 5 18 38
250 9 23 48
315 5 14 29
400 6 20 58
500 3 13

1140 1140 760 426 276 220 138 74 50 25 16 16 12 12 12 12

gesonderten Erwärmungsnachweis.

Max. Klemmenzahl in Abhängigkeit von oben genannter Gehäusegröße und dem
Querschnitt bzw. dem max. zul. Leiterquerschnitt der eingebauten Klemmen

beliebig zusätzlich
bestückt werden.

Bestückungen in diesem
Bereich erfordern einen

Querschnitt in mm2

In diesem Bereich kann unter Beachtung
der Hinweise und der festgelegten

Einbaumaße im Gehäuse

 
 
Hinweise: 
Bei der Auswahl der zulässigen Dauerströme für die Querschnitte sind die max. Belastungsströme der verwendeten 
Klemmen und der angeschlossenen Kabel und Leitungen zu beachten. Leitungen, im Inneren der nach obiger Tabelle 
bestückten Gehäuse, müssen für eine Temperatur von 70 bis 80 Grad Celsius geeignet sein. Bei der Anwendung der 
Tabellenwerte dürfen Gleichzeitigkeits- oder Belastungsfaktoren entsprechend IEC 439 berücksichtigt werden. 
Mischbestückungen von Stromkreisen unterschiedlicher Querschnitte und Ströme sind durch anteilige Ausnutzung der 
Tabellenwerte möglich. 
 
 
Beispiel:     
(allgemein)
  
 
 
 
 
 
Bestückungsvarianten mit kleineren oder größeren Querschnitten, als in diesem Beiblatt aufgeführt, wurden nicht gemessen. 
Sie sind in Verbindung mit den zulässigen Dauerströmen gesondert zu betrachten und erfordern in vielen Fällen eine 
Messung (Erwärmungsnachweis). 
  

Querschnitt/mm2 Strom/A Anzahl     Auslastung 
2,5 16 10 (von 30) =  33 % 
16 50 12 (von 48) =  25 % 
25 63 36 (von 90) =  40 % 
   ------------- 
  Summe =  98 %   <  100 % 



 
 
BEIBLATT Nr.  26 - 54 
zur EG-Baumusterprüfbescheinigung PTB 09 ATEX 1108  
 
Bestückung der Gehäuse- und Schrank-Verteiler  Typ  8150/1-0600-0600-210 
Gehäusegröße in mm  L,B = 600 B,H = 600 H,T = 210 
 
 
Maximale Anzahl der Leiter in Abhängigkeit vom Querschnitt und dem zulässigen Dauerstrom für vorgenannte 
Gehäusegröße. 
Als Leiter zählt jeder eingeführte Leiter und jeder interne Verbindungsleiter, Brücken und Schutzleiter werden nicht gezählt. 
 
Strom

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 145
16 50 97 375
20 20 56 109
25 27 62 119
35 18 46 115
50 6 37 95
63 12 44 157
80 17 49 176

100 21 46
125 2 19 47
160 16 41
200 15 36 111
225 5 20 43
250 11 26 55
315 5 16 33
400 7 22 66
500 3 13

1140 1140 760 426 276 220 138 74 50 25 16 16 12 12 12 12

Querschnitt in mm2

In diesem Bereich kann unter Beachtung
der Hinweise und der festgelegten

Einbaumaße im Gehäuse
beliebig zusätzlich

bestückt werden.

Bestückungen in diesem
Bereich erfordern einen
gesonderten Erwärmungsnachweis.

Max. Klemmenzahl in Abhängigkeit von oben genannter Gehäusegröße und dem
Querschnitt bzw. dem max. zul. Leiterquerschnitt der eingebauten Klemmen

 
 
Hinweise: 
Bei der Auswahl der zulässigen Dauerströme für die Querschnitte sind die max. Belastungsströme der verwendeten 
Klemmen und der angeschlossenen Kabel und Leitungen zu beachten. Leitungen, im Inneren der nach obiger Tabelle 
bestückten Gehäuse, müssen für eine Temperatur von 70 bis 80 Grad Celsius geeignet sein. Bei der Anwendung der 
Tabellenwerte dürfen Gleichzeitigkeits- oder Belastungsfaktoren entsprechend IEC 439 berücksichtigt werden. 
Mischbestückungen von Stromkreisen unterschiedlicher Querschnitte und Ströme sind durch anteilige Ausnutzung der 
Tabellenwerte möglich. 
 
 
Beispiel:     
(allgemein)
  
 
 
 
 
 
Bestückungsvarianten mit kleineren oder größeren Querschnitten, als in diesem Beiblatt aufgeführt, wurden nicht gemessen. 
Sie sind in Verbindung mit den zulässigen Dauerströmen gesondert zu betrachten und erfordern in vielen Fällen eine 
Messung (Erwärmungsnachweis). 
  

Querschnitt/mm2 Strom/A Anzahl     Auslastung 
2,5 16 10 (von 30) =  33 % 
16 50 12 (von 48) =  25 % 
25 63 36 (von 90) =  40 % 
   ------------- 
  Summe =  98 %   <  100 % 



 
 
BEIBLATT Nr.  27 - 54 
zur EG-Baumusterprüfbescheinigung PTB 09 ATEX 1108  
 
Bestückung der Gehäuse- und Schrank-Verteiler  Typ  8150/1-0600-0600-215 
Gehäusegröße in mm  L,B = 600 B,H = 600 H,T = 215 
 
 
Maximale Anzahl der Leiter in Abhängigkeit vom Querschnitt und dem zulässigen Dauerstrom für vorgenannte 
Gehäusegröße. 
Als Leiter zählt jeder eingeführte Leiter und jeder interne Verbindungsleiter, Brücken und Schutzleiter werden nicht gezählt. 
 
Strom

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 147
16 50 97 379
20 21 57 110
25 27 62 120
35 18 47 116
50 7 38 96
63 13 45 159
80 17 50 178

100 21 47
125 2 19 47
160 16 42
200 15 36 112
225 5 21 44
250 11 27 56
315 5 16 33
400 7 23 66
500 3 13

1140 1140 760 426 276 220 138 74 50 25 16 16 12 12 12 12

Querschnitt in mm2

In diesem Bereich kann unter Beachtung
der Hinweise und der festgelegten

Einbaumaße im Gehäuse
beliebig zusätzlich

bestückt werden.

Bestückungen in diesem
Bereich erfordern einen
gesonderten Erwärmungsnachweis.

Max. Klemmenzahl in Abhängigkeit von oben genannter Gehäusegröße und dem
Querschnitt bzw. dem max. zul. Leiterquerschnitt der eingebauten Klemmen

 
 
Hinweise: 
Bei der Auswahl der zulässigen Dauerströme für die Querschnitte sind die max. Belastungsströme der verwendeten 
Klemmen und der angeschlossenen Kabel und Leitungen zu beachten. Leitungen, im Inneren der nach obiger Tabelle 
bestückten Gehäuse, müssen für eine Temperatur von 70 bis 80 Grad Celsius geeignet sein. Bei der Anwendung der 
Tabellenwerte dürfen Gleichzeitigkeits- oder Belastungsfaktoren entsprechend IEC 439 berücksichtigt werden. 
Mischbestückungen von Stromkreisen unterschiedlicher Querschnitte und Ströme sind durch anteilige Ausnutzung der 
Tabellenwerte möglich. 
 
 
Beispiel:     
(allgemein)
  
 
 
 
 
 
Bestückungsvarianten mit kleineren oder größeren Querschnitten, als in diesem Beiblatt aufgeführt, wurden nicht gemessen. 
Sie sind in Verbindung mit den zulässigen Dauerströmen gesondert zu betrachten und erfordern in vielen Fällen eine 
Messung (Erwärmungsnachweis). 
  

Querschnitt/mm2 Strom/A Anzahl     Auslastung 
2,5 16 10 (von 30) =  33 % 
16 50 12 (von 48) =  25 % 
25 63 36 (von 90) =  40 % 
   ------------- 
  Summe =  98 %   <  100 % 



 
 
BEIBLATT Nr.  28 - 54 
zur EG-Baumusterprüfbescheinigung PTB 09 ATEX 1108  
 
Bestückung der Gehäuse- und Schrank-Verteiler  Typ  8150/1-0480-0787-230 
Gehäusegröße in mm  L,B = 787 B,H = 480 H,T = 230 
 
 
Maximale Anzahl der Leiter in Abhängigkeit vom Querschnitt und dem zulässigen Dauerstrom für vorgenannte 
Gehäusegröße. 
Als Leiter zählt jeder eingeführte Leiter und jeder interne Verbindungsleiter, Brücken und Schutzleiter werden nicht gezählt. 
 
Strom

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 146
16 50 97 378
20 21 57 109
25 27 62 119
35 18 47 116
50 7 38 96
63 13 45 158
80 17 49 177

100 21 47
125 2 19 47
160 16 42
200 15 36 111
225 5 21 44
250 11 26 55
315 5 16 33
400 7 23 66
500 3 13

1200 1200 825 470 324 222 144 98 40 40 24 21 16 16 16 16

Querschnitt in mm2

In diesem Bereich kann unter Beachtung
der Hinweise und der festgelegten

Einbaumaße im Gehäuse
beliebig zusätzlich

bestückt werden.

Bestückungen in diesem
Bereich erfordern einen
gesonderten Erwärmungsnachweis.

Max. Klemmenzahl in Abhängigkeit von oben genannter Gehäusegröße und dem
Querschnitt bzw. dem max. zul. Leiterquerschnitt der eingebauten Klemmen

 
 
Hinweise: 
Bei der Auswahl der zulässigen Dauerströme für die Querschnitte sind die max. Belastungsströme der verwendeten 
Klemmen und der angeschlossenen Kabel und Leitungen zu beachten. Leitungen, im Inneren der nach obiger Tabelle 
bestückten Gehäuse, müssen für eine Temperatur von 70 bis 80 Grad Celsius geeignet sein. Bei der Anwendung der 
Tabellenwerte dürfen Gleichzeitigkeits- oder Belastungsfaktoren entsprechend IEC 439 berücksichtigt werden. 
Mischbestückungen von Stromkreisen unterschiedlicher Querschnitte und Ströme sind durch anteilige Ausnutzung der 
Tabellenwerte möglich. 
 
 
Beispiel:     
(allgemein)
  
 
 
 
 
 
Bestückungsvarianten mit kleineren oder größeren Querschnitten, als in diesem Beiblatt aufgeführt, wurden nicht gemessen. 
Sie sind in Verbindung mit den zulässigen Dauerströmen gesondert zu betrachten und erfordern in vielen Fällen eine 
Messung (Erwärmungsnachweis). 
  

Querschnitt/mm2 Strom/A Anzahl     Auslastung 
2,5 16 10 (von 30) =  33 % 
16 50 12 (von 48) =  25 % 
25 63 36 (von 90) =  40 % 
   ------------- 
  Summe =  98 %   <  100 % 



 
 
BEIBLATT Nr.  29 - 54 
zur EG-Baumusterprüfbescheinigung PTB 09 ATEX 1108  
 
Bestückung der Gehäuse- und Schrank-Verteiler  Typ  8150/1-0360-1100-230 
Gehäusegröße in mm  L,B = 1100 B,H = 360 H,T = 230 
 
 
Maximale Anzahl der Leiter in Abhängigkeit vom Querschnitt und dem zulässigen Dauerstrom für vorgenannte 
Gehäusegröße. 
Als Leiter zählt jeder eingeführte Leiter und jeder interne Verbindungsleiter, Brücken und Schutzleiter werden nicht gezählt. 
 
Strom

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 127
16 43 85 329
20 18 49 95
25 23 54 104
35 16 41 101
50 6 33 84
63 11 39 138
80 15 43 154

100 18 41
125 2 16 41
160 14 36
200 13 31 97
225 5 18 38
250 9 23 48
315 5 14 29
400 6 20 58
500 2 11

1246 1246 810 492 320 224 174 105 48 48 18 18 14 14 14 14

gesonderten Erwärmungsnachweis.

Max. Klemmenzahl in Abhängigkeit von oben genannter Gehäusegröße und dem
Querschnitt bzw. dem max. zul. Leiterquerschnitt der eingebauten Klemmen

beliebig zusätzlich
bestückt werden.

Bestückungen in diesem
Bereich erfordern einen

Querschnitt in mm2

In diesem Bereich kann unter Beachtung
der Hinweise und der festgelegten

Einbaumaße im Gehäuse

 
 
Hinweise: 
Bei der Auswahl der zulässigen Dauerströme für die Querschnitte sind die max. Belastungsströme der verwendeten 
Klemmen und der angeschlossenen Kabel und Leitungen zu beachten. Leitungen, im Inneren der nach obiger Tabelle 
bestückten Gehäuse, müssen für eine Temperatur von 70 bis 80 Grad Celsius geeignet sein. Bei der Anwendung der 
Tabellenwerte dürfen Gleichzeitigkeits- oder Belastungsfaktoren entsprechend IEC 439 berücksichtigt werden. 
Mischbestückungen von Stromkreisen unterschiedlicher Querschnitte und Ströme sind durch anteilige Ausnutzung der 
Tabellenwerte möglich. 
 
 
Beispiel:     
(allgemein)
  
 
 
 
 
 
Bestückungsvarianten mit kleineren oder größeren Querschnitten, als in diesem Beiblatt aufgeführt, wurden nicht gemessen. 
Sie sind in Verbindung mit den zulässigen Dauerströmen gesondert zu betrachten und erfordern in vielen Fällen eine 
Messung (Erwärmungsnachweis). 
  

Querschnitt/mm2 Strom/A Anzahl     Auslastung 
2,5 16 10 (von 30) =  33 % 
16 50 12 (von 48) =  25 % 
25 63 36 (von 90) =  40 % 
   ------------- 
  Summe =  98 %   <  100 % 



 
 
BEIBLATT Nr.  30 - 54 
zur EG-Baumusterprüfbescheinigung PTB 09 ATEX 1108  
 
Bestückung der Gehäuse- und Schrank-Verteiler  Typ  8150/1-0600-0760-210 
Gehäusegröße in mm  L,B = 760 B,H = 600 H,T = 210 
 
 
Maximale Anzahl der Leiter in Abhängigkeit vom Querschnitt und dem zulässigen Dauerstrom für vorgenannte 
Gehäusegröße. 
Als Leiter zählt jeder eingeführte Leiter und jeder interne Verbindungsleiter, Brücken und Schutzleiter werden nicht gezählt. 
 
Strom

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 154
16 53 103 399
20 22 60 116
25 28 65 126
35 19 49 123
50 7 40 101
63 13 47 167
80 18 52 187

100 22 49
125 2 20 50
160 17 44
200 16 38 118
225 6 22 46
250 11 28 58
315 6 17 35
400 7 24 70
500 3 14

1452 1452 968 568 414 284 184 111 66 50 32 20 16 16 16 16

Querschnitt in mm2

In diesem Bereich kann unter Beachtung
der Hinweise und der festgelegten

Einbaumaße im Gehäuse
beliebig zusätzlich

bestückt werden.

Bestückungen in diesem
Bereich erfordern einen
gesonderten Erwärmungsnachweis.

Max. Klemmenzahl in Abhängigkeit von oben genannter Gehäusegröße und dem
Querschnitt bzw. dem max. zul. Leiterquerschnitt der eingebauten Klemmen

 
 
Hinweise: 
Bei der Auswahl der zulässigen Dauerströme für die Querschnitte sind die max. Belastungsströme der verwendeten 
Klemmen und der angeschlossenen Kabel und Leitungen zu beachten. Leitungen, im Inneren der nach obiger Tabelle 
bestückten Gehäuse, müssen für eine Temperatur von 70 bis 80 Grad Celsius geeignet sein. Bei der Anwendung der 
Tabellenwerte dürfen Gleichzeitigkeits- oder Belastungsfaktoren entsprechend IEC 439 berücksichtigt werden. 
Mischbestückungen von Stromkreisen unterschiedlicher Querschnitte und Ströme sind durch anteilige Ausnutzung der 
Tabellenwerte möglich. 
 
 
Beispiel:     
(allgemein)
  
 
 
 
 
 
Bestückungsvarianten mit kleineren oder größeren Querschnitten, als in diesem Beiblatt aufgeführt, wurden nicht gemessen. 
Sie sind in Verbindung mit den zulässigen Dauerströmen gesondert zu betrachten und erfordern in vielen Fällen eine 
Messung (Erwärmungsnachweis). 
  

Querschnitt/mm2 Strom/A Anzahl     Auslastung 
2,5 16 10 (von 30) =  33 % 
16 50 12 (von 48) =  25 % 
25 63 36 (von 90) =  40 % 
   ------------- 
  Summe =  98 %   <  100 % 



 
 
BEIBLATT Nr.  31 - 54 
zur EG-Baumusterprüfbescheinigung PTB 09 ATEX 1108  
 
Bestückung der Gehäuse- und Schrank-Verteiler  Typ  8150/1-0360-1300-230 
Gehäusegröße in mm  L,B = 1300 B,H = 360 H,T = 230 
 
 
Maximale Anzahl der Leiter in Abhängigkeit vom Querschnitt und dem zulässigen Dauerstrom für vorgenannte 
Gehäusegröße. 
Als Leiter zählt jeder eingeführte Leiter und jeder interne Verbindungsleiter, Brücken und Schutzleiter werden nicht gezählt. 
 
Strom

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 127
16 43 84 328
20 18 49 95
25 23 54 104
35 16 40 101
50 6 33 83
63 11 39 137
80 15 43 154

100 18 40
125 2 16 41
160 14 36
200 13 31 97
225 5 18 38
250 9 23 48
315 5 14 29
400 6 20 57
500 2 11

1477 1477 972 574 400 256 206 126 57 57 27 27 21 14 14 14

gesonderten Erwärmungsnachweis.

Max. Klemmenzahl in Abhängigkeit von oben genannter Gehäusegröße und dem
Querschnitt bzw. dem max. zul. Leiterquerschnitt der eingebauten Klemmen

beliebig zusätzlich
bestückt werden.

Bestückungen in diesem
Bereich erfordern einen

Querschnitt in mm2

In diesem Bereich kann unter Beachtung
der Hinweise und der festgelegten

Einbaumaße im Gehäuse

 
 
Hinweise: 
Bei der Auswahl der zulässigen Dauerströme für die Querschnitte sind die max. Belastungsströme der verwendeten 
Klemmen und der angeschlossenen Kabel und Leitungen zu beachten. Leitungen, im Inneren der nach obiger Tabelle 
bestückten Gehäuse, müssen für eine Temperatur von 70 bis 80 Grad Celsius geeignet sein. Bei der Anwendung der 
Tabellenwerte dürfen Gleichzeitigkeits- oder Belastungsfaktoren entsprechend IEC 439 berücksichtigt werden. 
Mischbestückungen von Stromkreisen unterschiedlicher Querschnitte und Ströme sind durch anteilige Ausnutzung der 
Tabellenwerte möglich. 
 
 
Beispiel:     
(allgemein)
  
 
 
 
 
 
Bestückungsvarianten mit kleineren oder größeren Querschnitten, als in diesem Beiblatt aufgeführt, wurden nicht gemessen. 
Sie sind in Verbindung mit den zulässigen Dauerströmen gesondert zu betrachten und erfordern in vielen Fällen eine 
Messung (Erwärmungsnachweis). 
  

Querschnitt/mm2 Strom/A Anzahl     Auslastung 
2,5 16 10 (von 30) =  33 % 
16 50 12 (von 48) =  25 % 
25 63 36 (von 90) =  40 % 
   ------------- 
  Summe =  98 %   <  100 % 



 
 
BEIBLATT Nr.  32 - 54 
zur EG-Baumusterprüfbescheinigung PTB 09 ATEX 1108  
 
Bestückung der Gehäuse- und Schrank-Verteiler  Typ  8150/1-0787-0600-150 
Gehäusegröße in mm  L,B = 600 B,H = 787 H,T = 150 
 
 
Maximale Anzahl der Leiter in Abhängigkeit vom Querschnitt und dem zulässigen Dauerstrom für vorgenannte 
Gehäusegröße. 
Als Leiter zählt jeder eingeführte Leiter und jeder interne Verbindungsleiter, Brücken und Schutzleiter werden nicht gezählt. 
 
Strom

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 138
16 47 92 358
20 19 54 104
25 25 59 113
35 17 44 110
50 6 36 91
63 12 42 150
80 16 47 168

100 20 44
125 2 18 45
160 15 39
200 14 34 105
225 5 19 41
250 10 25 52
315 5 15 31
400 7 21 63
500 3 12

1520 1520 1045 568 414 296 186 111 68 50 32 21 16 16 16 16

gesonderten Erwärmungsnachweis.

Max. Klemmenzahl in Abhängigkeit von oben genannter Gehäusegröße und dem
Querschnitt bzw. dem max. zul. Leiterquerschnitt der eingebauten Klemmen

beliebig zusätzlich
bestückt werden.

Bestückungen in diesem
Bereich erfordern einen

Querschnitt in mm2

In diesem Bereich kann unter Beachtung
der Hinweise und der festgelegten

Einbaumaße im Gehäuse

 
 
Hinweise: 
Bei der Auswahl der zulässigen Dauerströme für die Querschnitte sind die max. Belastungsströme der verwendeten 
Klemmen und der angeschlossenen Kabel und Leitungen zu beachten. Leitungen, im Inneren der nach obiger Tabelle 
bestückten Gehäuse, müssen für eine Temperatur von 70 bis 80 Grad Celsius geeignet sein. Bei der Anwendung der 
Tabellenwerte dürfen Gleichzeitigkeits- oder Belastungsfaktoren entsprechend IEC 439 berücksichtigt werden. 
Mischbestückungen von Stromkreisen unterschiedlicher Querschnitte und Ströme sind durch anteilige Ausnutzung der 
Tabellenwerte möglich. 
 
 
Beispiel:     
(allgemein)
  
 
 
 
 
 
Bestückungsvarianten mit kleineren oder größeren Querschnitten, als in diesem Beiblatt aufgeführt, wurden nicht gemessen. 
Sie sind in Verbindung mit den zulässigen Dauerströmen gesondert zu betrachten und erfordern in vielen Fällen eine 
Messung (Erwärmungsnachweis). 
  

Querschnitt/mm2 Strom/A Anzahl     Auslastung 
2,5 16 10 (von 30) =  33 % 
16 50 12 (von 48) =  25 % 
25 63 36 (von 90) =  40 % 
   ------------- 
  Summe =  98 %   <  100 % 



 
 
BEIBLATT Nr.  33 - 54 
zur EG-Baumusterprüfbescheinigung PTB 09 ATEX 1108  
 
Bestückung der Gehäuse- und Schrank-Verteiler  Typ  8150/1-0787-0600-210 
Gehäusegröße in mm  L,B = 600 B,H = 787 H,T = 210 
 
 
Maximale Anzahl der Leiter in Abhängigkeit vom Querschnitt und dem zulässigen Dauerstrom für vorgenannte 
Gehäusegröße. 
Als Leiter zählt jeder eingeführte Leiter und jeder interne Verbindungsleiter, Brücken und Schutzleiter werden nicht gezählt. 
 
Strom

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 155
16 53 103 401
20 22 60 116
25 28 66 127
35 19 50 123
50 7 40 102
63 13 47 168
80 18 53 189

100 22 50
125 2 20 50
160 17 44
200 16 38 118
225 6 22 46
250 11 28 59
315 6 17 35
400 8 24 70
500 3 14

1520 1520 1045 568 414 296 186 111 68 50 32 21 16 16 16 16

Querschnitt in mm2

In diesem Bereich kann unter Beachtung
der Hinweise und der festgelegten

Einbaumaße im Gehäuse
beliebig zusätzlich

bestückt werden.

Bestückungen in diesem
Bereich erfordern einen
gesonderten Erwärmungsnachweis.

Max. Klemmenzahl in Abhängigkeit von oben genannter Gehäusegröße und dem
Querschnitt bzw. dem max. zul. Leiterquerschnitt der eingebauten Klemmen

 
 
Hinweise: 
Bei der Auswahl der zulässigen Dauerströme für die Querschnitte sind die max. Belastungsströme der verwendeten 
Klemmen und der angeschlossenen Kabel und Leitungen zu beachten. Leitungen, im Inneren der nach obiger Tabelle 
bestückten Gehäuse, müssen für eine Temperatur von 70 bis 80 Grad Celsius geeignet sein. Bei der Anwendung der 
Tabellenwerte dürfen Gleichzeitigkeits- oder Belastungsfaktoren entsprechend IEC 439 berücksichtigt werden. 
Mischbestückungen von Stromkreisen unterschiedlicher Querschnitte und Ströme sind durch anteilige Ausnutzung der 
Tabellenwerte möglich. 
 
 
Beispiel:     
(allgemein)
  
 
 
 
 
 
Bestückungsvarianten mit kleineren oder größeren Querschnitten, als in diesem Beiblatt aufgeführt, wurden nicht gemessen. 
Sie sind in Verbindung mit den zulässigen Dauerströmen gesondert zu betrachten und erfordern in vielen Fällen eine 
Messung (Erwärmungsnachweis). 
  

Querschnitt/mm2 Strom/A Anzahl     Auslastung 
2,5 16 10 (von 30) =  33 % 
16 50 12 (von 48) =  25 % 
25 63 36 (von 90) =  40 % 
   ------------- 
  Summe =  98 %   <  100 % 



 
 
BEIBLATT Nr.  34 - 54 
zur EG-Baumusterprüfbescheinigung PTB 09 ATEX 1108  
 
Bestückung der Gehäuse- und Schrank-Verteiler  Typ  8150/1-0600-0800-150 
Gehäusegröße in mm  L,B = 800 B,H = 600 H,T = 150 
 
 
Maximale Anzahl der Leiter in Abhängigkeit vom Querschnitt und dem zulässigen Dauerstrom für vorgenannte 
Gehäusegröße. 
Als Leiter zählt jeder eingeführte Leiter und jeder interne Verbindungsleiter, Brücken und Schutzleiter werden nicht gezählt. 
 
Strom

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 139
16 47 92 359
20 20 54 104
25 25 59 113
35 17 44 110
50 6 36 91
63 12 42 151
80 16 47 169

100 20 44
125 2 18 45
160 15 40
200 14 34 106
225 5 15 31
250 10 25 53
315 5 15 31
400 7 21 63
500 3 12

1536 1536 1034 576 414 300 186 111 68 50 32 32 17 17 17 17

Querschnitt in mm2

In diesem Bereich kann unter Beachtung
der Hinweise und der festgelegten

Einbaumaße im Gehäuse
beliebig zusätzlich

bestückt werden.

Bestückungen in diesem
Bereich erfordern einen
gesonderten Erwärmungsnachweis.

Max. Klemmenzahl in Abhängigkeit von oben genannter Gehäusegröße und dem
Querschnitt bzw. dem max. zul. Leiterquerschnitt der eingebauten Klemmen

 
 
Hinweise: 
Bei der Auswahl der zulässigen Dauerströme für die Querschnitte sind die max. Belastungsströme der verwendeten 
Klemmen und der angeschlossenen Kabel und Leitungen zu beachten. Leitungen, im Inneren der nach obiger Tabelle 
bestückten Gehäuse, müssen für eine Temperatur von 70 bis 80 Grad Celsius geeignet sein. Bei der Anwendung der 
Tabellenwerte dürfen Gleichzeitigkeits- oder Belastungsfaktoren entsprechend IEC 439 berücksichtigt werden. 
Mischbestückungen von Stromkreisen unterschiedlicher Querschnitte und Ströme sind durch anteilige Ausnutzung der 
Tabellenwerte möglich. 
 
 
Beispiel:     
(allgemein)
  
 
 
 
 
 
Bestückungsvarianten mit kleineren oder größeren Querschnitten, als in diesem Beiblatt aufgeführt, wurden nicht gemessen. 
Sie sind in Verbindung mit den zulässigen Dauerströmen gesondert zu betrachten und erfordern in vielen Fällen eine 
Messung (Erwärmungsnachweis). 
  

Querschnitt/mm2 Strom/A Anzahl     Auslastung 
2,5 16 10 (von 30) =  33 % 
16 50 12 (von 48) =  25 % 
25 63 36 (von 90) =  40 % 
   ------------- 
  Summe =  98 %   <  100 % 



 
 
BEIBLATT Nr.  35 - 54 
zur EG-Baumusterprüfbescheinigung PTB 09 ATEX 1108  
 
Bestückung der Gehäuse- und Schrank-Verteiler  Typ  8150/1-0600-0800-215 
Gehäusegröße in mm  L,B = 800 B,H = 600 H,T = 215 
 
 
Maximale Anzahl der Leiter in Abhängigkeit vom Querschnitt und dem zulässigen Dauerstrom für vorgenannte 
Gehäusegröße. 
Als Leiter zählt jeder eingeführte Leiter und jeder interne Verbindungsleiter, Brücken und Schutzleiter werden nicht gezählt. 
 
Strom

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 157
16 54 105 406
20 22 61 118
25 29 67 128
35 19 50 125
50 7 41 103
63 14 48 171
80 18 53 191

100 23 50
125 2 20 51
160 17 45
200 16 39 120
225 6 22 47
250 12 29 60
315 6 17 36
400 8 24 71
500 3 14

1536 1536 1034 576 414 300 186 111 68 50 32 32 17 17 17 17

Querschnitt in mm2

In diesem Bereich kann unter Beachtung
der Hinweise und der festgelegten

Einbaumaße im Gehäuse
beliebig zusätzlich

bestückt werden.

Bestückungen in diesem
Bereich erfordern einen
gesonderten Erwärmungsnachweis.

Max. Klemmenzahl in Abhängigkeit von oben genannter Gehäusegröße und dem
Querschnitt bzw. dem max. zul. Leiterquerschnitt der eingebauten Klemmen

 
 
Hinweise: 
Bei der Auswahl der zulässigen Dauerströme für die Querschnitte sind die max. Belastungsströme der verwendeten 
Klemmen und der angeschlossenen Kabel und Leitungen zu beachten. Leitungen, im Inneren der nach obiger Tabelle 
bestückten Gehäuse, müssen für eine Temperatur von 70 bis 80 Grad Celsius geeignet sein. Bei der Anwendung der 
Tabellenwerte dürfen Gleichzeitigkeits- oder Belastungsfaktoren entsprechend IEC 439 berücksichtigt werden. 
Mischbestückungen von Stromkreisen unterschiedlicher Querschnitte und Ströme sind durch anteilige Ausnutzung der 
Tabellenwerte möglich. 
 
 
Beispiel:     
(allgemein)
  
 
 
 
 
 
Bestückungsvarianten mit kleineren oder größeren Querschnitten, als in diesem Beiblatt aufgeführt, wurden nicht gemessen. 
Sie sind in Verbindung mit den zulässigen Dauerströmen gesondert zu betrachten und erfordern in vielen Fällen eine 
Messung (Erwärmungsnachweis). 
  

Querschnitt/mm2 Strom/A Anzahl     Auslastung 
2,5 16 10 (von 30) =  33 % 
16 50 12 (von 48) =  25 % 
25 63 36 (von 90) =  40 % 
   ------------- 
  Summe =  98 %   <  100 % 



 
 
BEIBLATT Nr.  36 - 54 
zur EG-Baumusterprüfbescheinigung PTB 09 ATEX 1108  
 
Bestückung der Gehäuse- und Schrank-Verteiler  Typ  8150/1-0760-0760-300 
Gehäusegröße in mm  L,B = 760 B,H = 760 H,T = 300 
 
 
Maximale Anzahl der Leiter in Abhängigkeit vom Querschnitt und dem zulässigen Dauerstrom für vorgenannte 
Gehäusegröße. 
Als Leiter zählt jeder eingeführte Leiter und jeder interne Verbindungsleiter, Brücken und Schutzleiter werden nicht gezählt. 
 
Strom

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 194
16 66 129 501
20 27 75 145
25 36 82 158
35 24 62 154
50 9 50 127
63 17 59 210
80 23 66 235

100 28 62
125 3 25 63
160 21 55
200 20 48 148
225 7 27 58
250 14 35 74
315 7 21 44
400 9 30 88
500 4 17

1815 1815 1210 728 534 355 236 144 66 66 40 20 16 16 16 16

Querschnitt in mm2

In diesem Bereich kann unter Beachtung
der Hinweise und der festgelegten

Einbaumaße im Gehäuse
beliebig zusätzlich

bestückt werden.

Bestückungen in diesem
Bereich erfordern einen
gesonderten Erwärmungsnachweis.

Max. Klemmenzahl in Abhängigkeit von oben genannter Gehäusegröße und dem
Querschnitt bzw. dem max. zul. Leiterquerschnitt der eingebauten Klemmen

 
 
Hinweise: 
Bei der Auswahl der zulässigen Dauerströme für die Querschnitte sind die max. Belastungsströme der verwendeten 
Klemmen und der angeschlossenen Kabel und Leitungen zu beachten. Leitungen, im Inneren der nach obiger Tabelle 
bestückten Gehäuse, müssen für eine Temperatur von 70 bis 80 Grad Celsius geeignet sein. Bei der Anwendung der 
Tabellenwerte dürfen Gleichzeitigkeits- oder Belastungsfaktoren entsprechend IEC 439 berücksichtigt werden. 
Mischbestückungen von Stromkreisen unterschiedlicher Querschnitte und Ströme sind durch anteilige Ausnutzung der 
Tabellenwerte möglich. 
 
 
Beispiel:     
(allgemein)
  
 
 
 
 
 
Bestückungsvarianten mit kleineren oder größeren Querschnitten, als in diesem Beiblatt aufgeführt, wurden nicht gemessen. 
Sie sind in Verbindung mit den zulässigen Dauerströmen gesondert zu betrachten und erfordern in vielen Fällen eine 
Messung (Erwärmungsnachweis). 
  

Querschnitt/mm2 Strom/A Anzahl     Auslastung 
2,5 16 10 (von 30) =  33 % 
16 50 12 (von 48) =  25 % 
25 63 36 (von 90) =  40 % 
   ------------- 
  Summe =  98 %   <  100 % 



 
 
BEIBLATT Nr.  37 - 54 
zur EG-Baumusterprüfbescheinigung PTB 09 ATEX 1108  
 
Bestückung der Gehäuse- und Schrank-Verteiler  Typ  8150/1-0787-0787-210 
Gehäusegröße in mm  L,B = 787 B,H = 787 H,T = 210 
 
 
Maximale Anzahl der Leiter in Abhängigkeit vom Querschnitt und dem zulässigen Dauerstrom für vorgenannte 
Gehäusegröße. 
Als Leiter zählt jeder eingeführte Leiter und jeder interne Verbindungsleiter, Brücken und Schutzleiter werden nicht gezählt. 
 
Strom

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 172
16 59 114 144
20 24 67 129
25 32 73 140
35 21 55 137
50 8 44 113
63 15 52 186
80 20 58 209

100 25 55
125 2 22 56
160 19 49
200 17 42 131
225 6 24 51
250 13 31 65
315 6 19 39
400 8 27 78
500 3 15

2016 2016 1386 752 552 370 248 147 68 68 42 21 16 16 16 16

gesonderten Erwärmungsnachweis.

Max. Klemmenzahl in Abhängigkeit von oben genannter Gehäusegröße und dem
Querschnitt bzw. dem max. zul. Leiterquerschnitt der eingebauten Klemmen

beliebig zusätzlich
bestückt werden.

Bestückungen in diesem
Bereich erfordern einen

Querschnitt in mm2

In diesem Bereich kann unter Beachtung
der Hinweise und der festgelegten

Einbaumaße im Gehäuse

 
 
Hinweise: 
Bei der Auswahl der zulässigen Dauerströme für die Querschnitte sind die max. Belastungsströme der verwendeten 
Klemmen und der angeschlossenen Kabel und Leitungen zu beachten. Leitungen, im Inneren der nach obiger Tabelle 
bestückten Gehäuse, müssen für eine Temperatur von 70 bis 80 Grad Celsius geeignet sein. Bei der Anwendung der 
Tabellenwerte dürfen Gleichzeitigkeits- oder Belastungsfaktoren entsprechend IEC 439 berücksichtigt werden. 
Mischbestückungen von Stromkreisen unterschiedlicher Querschnitte und Ströme sind durch anteilige Ausnutzung der 
Tabellenwerte möglich. 
 
 
Beispiel:     
(allgemein)
  
 
 
 
 
 
Bestückungsvarianten mit kleineren oder größeren Querschnitten, als in diesem Beiblatt aufgeführt, wurden nicht gemessen. 
Sie sind in Verbindung mit den zulässigen Dauerströmen gesondert zu betrachten und erfordern in vielen Fällen eine 
Messung (Erwärmungsnachweis). 
  

Querschnitt/mm2 Strom/A Anzahl     Auslastung 
2,5 16 10 (von 30) =  33 % 
16 50 12 (von 48) =  25 % 
25 63 36 (von 90) =  40 % 
   ------------- 
  Summe =  98 %   <  100 % 



 
 
BEIBLATT Nr.  38 - 54 
zur EG-Baumusterprüfbescheinigung PTB 09 ATEX 1108  
 
Bestückung der Gehäuse- und Schrank-Verteiler  Typ  8150/1-0800-0800-150 
Gehäusegröße in mm  L,B = 800 B,H = 800 H,T = 150 
 
 
Maximale Anzahl der Leiter in Abhängigkeit vom Querschnitt und dem zulässigen Dauerstrom für vorgenannte 
Gehäusegröße. 
Als Leiter zählt jeder eingeführte Leiter und jeder interne Verbindungsleiter, Brücken und Schutzleiter werden nicht gezählt. 
 
Strom

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 157
16 54 104 405
20 22 61 117
25 29 66 128
35 19 50 124
50 7 40 103
63 13 48 170
80 18 53 190

100 23 50
125 2 20 51
160 17 45
200 16 39 119
225 6 22 47
250 12 28 59
315 6 17 35
400 8 24 71
500 3 14

2048 2048 1408 768 558 375 248 150 68 68 42 42 17 17 17 17

Querschnitt in mm2

In diesem Bereich kann unter Beachtung
der Hinweise und der festgelegten

Einbaumaße im Gehäuse
beliebig zusätzlich

bestückt werden.

Bestückungen in diesem
Bereich erfordern einen
gesonderten Erwärmungsnachweis.

Max. Klemmenzahl in Abhängigkeit von oben genannter Gehäusegröße und dem
Querschnitt bzw. dem max. zul. Leiterquerschnitt der eingebauten Klemmen

 
 
Hinweise: 
Bei der Auswahl der zulässigen Dauerströme für die Querschnitte sind die max. Belastungsströme der verwendeten 
Klemmen und der angeschlossenen Kabel und Leitungen zu beachten. Leitungen, im Inneren der nach obiger Tabelle 
bestückten Gehäuse, müssen für eine Temperatur von 70 bis 80 Grad Celsius geeignet sein. Bei der Anwendung der 
Tabellenwerte dürfen Gleichzeitigkeits- oder Belastungsfaktoren entsprechend IEC 439 berücksichtigt werden. 
Mischbestückungen von Stromkreisen unterschiedlicher Querschnitte und Ströme sind durch anteilige Ausnutzung der 
Tabellenwerte möglich. 
 
 
Beispiel:     
(allgemein)
  
 
 
 
 
 
Bestückungsvarianten mit kleineren oder größeren Querschnitten, als in diesem Beiblatt aufgeführt, wurden nicht gemessen. 
Sie sind in Verbindung mit den zulässigen Dauerströmen gesondert zu betrachten und erfordern in vielen Fällen eine 
Messung (Erwärmungsnachweis). 
  

Querschnitt/mm2 Strom/A Anzahl     Auslastung 
2,5 16 10 (von 30) =  33 % 
16 50 12 (von 48) =  25 % 
25 63 36 (von 90) =  40 % 
   ------------- 
  Summe =  98 %   <  100 % 



 
 
BEIBLATT Nr.  39 - 54 
zur EG-Baumusterprüfbescheinigung PTB 09 ATEX 1108  
 
Bestückung der Gehäuse- und Schrank-Verteiler  Typ  8150/1-0800-0800-215 
Gehäusegröße in mm  L,B = 800 B,H = 800 H,T = 215 
 
 
Maximale Anzahl der Leiter in Abhängigkeit vom Querschnitt und dem zulässigen Dauerstrom für vorgenannte 
Gehäusegröße. 
Als Leiter zählt jeder eingeführte Leiter und jeder interne Verbindungsleiter, Brücken und Schutzleiter werden nicht gezählt. 
 
Strom

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 175
16 60 116 453
20 25 68 131
25 32 74 143
35 22 56 139
50 8 45 115
63 15 53 190
80 20 59 213

100 25 56
125 2 22 57
160 19 50
200 18 43 134
225 6 25 52
250 13 32 66
315 6 19 40
400 9 27 79
500 4 16

2048 2048 1408 768 558 375 248 150 68 68 42 42 17 17 17 17

Querschnitt in mm2

In diesem Bereich kann unter Beachtung
der Hinweise und der festgelegten

Einbaumaße im Gehäuse
beliebig zusätzlich

bestückt werden.

Bestückungen in diesem
Bereich erfordern einen
gesonderten Erwärmungsnachweis.

Max. Klemmenzahl in Abhängigkeit von oben genannter Gehäusegröße und dem
Querschnitt bzw. dem max. zul. Leiterquerschnitt der eingebauten Klemmen

 
 
Hinweise: 
Bei der Auswahl der zulässigen Dauerströme für die Querschnitte sind die max. Belastungsströme der verwendeten 
Klemmen und der angeschlossenen Kabel und Leitungen zu beachten. Leitungen, im Inneren der nach obiger Tabelle 
bestückten Gehäuse, müssen für eine Temperatur von 70 bis 80 Grad Celsius geeignet sein. Bei der Anwendung der 
Tabellenwerte dürfen Gleichzeitigkeits- oder Belastungsfaktoren entsprechend IEC 439 berücksichtigt werden. 
Mischbestückungen von Stromkreisen unterschiedlicher Querschnitte und Ströme sind durch anteilige Ausnutzung der 
Tabellenwerte möglich. 
 
 
Beispiel:     
(allgemein)
  
 
 
 
 
 
Bestückungsvarianten mit kleineren oder größeren Querschnitten, als in diesem Beiblatt aufgeführt, wurden nicht gemessen. 
Sie sind in Verbindung mit den zulässigen Dauerströmen gesondert zu betrachten und erfordern in vielen Fällen eine 
Messung (Erwärmungsnachweis). 
  

Querschnitt/mm2 Strom/A Anzahl     Auslastung 
2,5 16 10 (von 30) =  33 % 
16 50 12 (von 48) =  25 % 
25 63 36 (von 90) =  40 % 
   ------------- 
  Summe =  98 %   <  100 % 



 
 
BEIBLATT Nr.  40 - 54 
zur EG-Baumusterprüfbescheinigung PTB 09 ATEX 1108  
 
Bestückung der Gehäuse- und Schrank-Verteiler  Typ  8150/1-0800-1000-150 
Gehäusegröße in mm  L,B = 1000 B,H = 800 H,T = 150 
 
 
Maximale Anzahl der Leiter in Abhängigkeit vom Querschnitt und dem zulässigen Dauerstrom für vorgenannte 
Gehäusegröße. 
Als Leiter zählt jeder eingeführte Leiter und jeder interne Verbindungsleiter, Brücken und Schutzleiter werden nicht gezählt. 
 
Strom

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 168
16 58 112 435
20 24 65 126
25 31 71 138
35 21 54 134
50 8 44 111
63 15 51 182
80 20 57 204

100 24 54
125 2 22 54
160 19 48
200 17 41 128
225 6 24 50
250 12 31 64
315 6 18 38
400 8 26 76
500 3 15

2576 2576 1792 968 744 470 372 200 102 102 54 54 34 34 34 34

Bestückungen in diesem
Bereich erfordern einen
gesonderten Erwärmungsnachweis.

Max. Klemmenzahl in Abhängigkeit von oben genannter Gehäusegröße und dem
Querschnitt bzw. dem max. zul. Leiterquerschnitt der eingebauten Klemmen

Querschnitt in mm2

In diesem Bereich kann unter Beachtung
der Hinweise und der festgelegten

Einbaumaße im Gehäuse
beliebig zusätzlich

bestückt werden.

 
 
Hinweise: 
Bei der Auswahl der zulässigen Dauerströme für die Querschnitte sind die max. Belastungsströme der verwendeten 
Klemmen und der angeschlossenen Kabel und Leitungen zu beachten. Leitungen, im Inneren der nach obiger Tabelle 
bestückten Gehäuse, müssen für eine Temperatur von 70 bis 80 Grad Celsius geeignet sein. Bei der Anwendung der 
Tabellenwerte dürfen Gleichzeitigkeits- oder Belastungsfaktoren entsprechend IEC 439 berücksichtigt werden. 
Mischbestückungen von Stromkreisen unterschiedlicher Querschnitte und Ströme sind durch anteilige Ausnutzung der 
Tabellenwerte möglich. 
 
 
Beispiel:     
(allgemein)
  
 
 
 
 
 
Bestückungsvarianten mit kleineren oder größeren Querschnitten, als in diesem Beiblatt aufgeführt, wurden nicht gemessen. 
Sie sind in Verbindung mit den zulässigen Dauerströmen gesondert zu betrachten und erfordern in vielen Fällen eine 
Messung (Erwärmungsnachweis). 
  

Querschnitt/mm2 Strom/A Anzahl     Auslastung 
2,5 16 10 (von 30) =  33 % 
16 50 12 (von 48) =  25 % 
25 63 36 (von 90) =  40 % 
   ------------- 
  Summe =  98 %   <  100 % 



 
 
BEIBLATT Nr.  41 - 54 
zur EG-Baumusterprüfbescheinigung PTB 09 ATEX 1108  
 
Bestückung der Gehäuse- und Schrank-Verteiler  Typ  8150/1-0800-1000-300 
Gehäusegröße in mm  L,B = 1000 B,H = 800 H,T = 300 
 
 
Maximale Anzahl der Leiter in Abhängigkeit vom Querschnitt und dem zulässigen Dauerstrom für vorgenannte 
Gehäusegröße. 
Als Leiter zählt jeder eingeführte Leiter und jeder interne Verbindungsleiter, Brücken und Schutzleiter werden nicht gezählt. 
 
Strom

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 211
16 72 40 545
20 30 82 158
25 39 90 172
35 26 67 168
50 10 55 139
63 18 64 229
80 25 71 256

100 31 67
125 2 27 68
160 23 60
200 21 52 161
225 8 30 63
250 16 38 80
315 8 23 48
400 10 33 96
500 4 19

2576 2576 1792 968 744 470 372 200 102 102 54 54 34 34 34 34

Bestückungen in diesem
Bereich erfordern einen
gesonderten Erwärmungsnachweis.

Max. Klemmenzahl in Abhängigkeit von oben genannter Gehäusegröße und dem
Querschnitt bzw. dem max. zul. Leiterquerschnitt der eingebauten Klemmen

Querschnitt in mm2

In diesem Bereich kann unter Beachtung
der Hinweise und der festgelegten

Einbaumaße im Gehäuse
beliebig zusätzlich

bestückt werden.

 
 
Hinweise: 
Bei der Auswahl der zulässigen Dauerströme für die Querschnitte sind die max. Belastungsströme der verwendeten 
Klemmen und der angeschlossenen Kabel und Leitungen zu beachten. Leitungen, im Inneren der nach obiger Tabelle 
bestückten Gehäuse, müssen für eine Temperatur von 70 bis 80 Grad Celsius geeignet sein. Bei der Anwendung der 
Tabellenwerte dürfen Gleichzeitigkeits- oder Belastungsfaktoren entsprechend IEC 439 berücksichtigt werden. 
Mischbestückungen von Stromkreisen unterschiedlicher Querschnitte und Ströme sind durch anteilige Ausnutzung der 
Tabellenwerte möglich. 
 
 
Beispiel:     
(allgemein)
  
 
 
 
 
 
Bestückungsvarianten mit kleineren oder größeren Querschnitten, als in diesem Beiblatt aufgeführt, wurden nicht gemessen. 
Sie sind in Verbindung mit den zulässigen Dauerströmen gesondert zu betrachten und erfordern in vielen Fällen eine 
Messung (Erwärmungsnachweis). 
  

Querschnitt/mm2 Strom/A Anzahl     Auslastung 
2,5 16 10 (von 30) =  33 % 
16 50 12 (von 48) =  25 % 
25 63 36 (von 90) =  40 % 
   ------------- 
  Summe =  98 %   <  100 % 



 
 
BEIBLATT Nr.  42 - 54 
zur EG-Baumusterprüfbescheinigung PTB 09 ATEX 1108  
 
Bestückung der Gehäuse- und Schrank-Verteiler  Typ  8150/1-0800-1200-300 
Gehäusegröße in mm  L,B = 1200 B,H = 800 H,T = 300 
 
 
Maximale Anzahl der Leiter in Abhängigkeit vom Querschnitt und dem zulässigen Dauerstrom für vorgenannte 
Gehäusegröße. 
Als Leiter zählt jeder eingeführte Leiter und jeder interne Verbindungsleiter, Brücken und Schutzleiter werden nicht gezählt. 
 
Strom

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 218
16 75 145 563
20 31 85 163
25 40 93 178
35 27 70 173
50 10 56 143
63 19 67 236
80 25 74 265

100 32 70
125 3 28 71
160 24 62
200 22 54 166
225 8 31 65
250 16 40 83
315 8 24 49
400 11 34 99
500 5 19

3200 3200 2176 1248 852 600 434 250 136 103 66 66 34 34 34 34

Querschnitt in mm2

In diesem Bereich kann unter Beachtung
der Hinweise und der festgelegten

Einbaumaße im Gehäuse
beliebig zusätzlich

bestückt werden.

Bestückungen in diesem
Bereich erfordern einen
gesonderten Erwärmungsnachweis.

Max. Klemmenzahl in Abhängigkeit von oben genannter Gehäusegröße und dem
Querschnitt bzw. dem max. zul. Leiterquerschnitt der eingebauten Klemmen

 
 
Hinweise: 
Bei der Auswahl der zulässigen Dauerströme für die Querschnitte sind die max. Belastungsströme der verwendeten 
Klemmen und der angeschlossenen Kabel und Leitungen zu beachten. Leitungen, im Inneren der nach obiger Tabelle 
bestückten Gehäuse, müssen für eine Temperatur von 70 bis 80 Grad Celsius geeignet sein. Bei der Anwendung der 
Tabellenwerte dürfen Gleichzeitigkeits- oder Belastungsfaktoren entsprechend IEC 439 berücksichtigt werden. 
Mischbestückungen von Stromkreisen unterschiedlicher Querschnitte und Ströme sind durch anteilige Ausnutzung der 
Tabellenwerte möglich. 
 
 
Beispiel:     
(allgemein)
  
 
 
 
 
 
Bestückungsvarianten mit kleineren oder größeren Querschnitten, als in diesem Beiblatt aufgeführt, wurden nicht gemessen. 
Sie sind in Verbindung mit den zulässigen Dauerströmen gesondert zu betrachten und erfordern in vielen Fällen eine 
Messung (Erwärmungsnachweis). 
  

Querschnitt/mm2 Strom/A Anzahl     Auslastung 
2,5 16 10 (von 30) =  33 % 
16 50 12 (von 48) =  25 % 
25 63 36 (von 90) =  40 % 
   ------------- 
  Summe =  98 %   <  100 % 



 
 
BEIBLATT Nr.  43 - 54 
zur EG-Baumusterprüfbescheinigung PTB 09 ATEX 1108  
 
Bestückung der Gehäuse- und Schrank-Verteiler  Typ  8150/1-1000-1200-300 
Gehäusegröße in mm  L,B = 1200 B,H = 1000 H,T = 300 
 
 
Maximale Anzahl der Leiter in Abhängigkeit vom Querschnitt und dem zulässigen Dauerstrom für vorgenannte 
Gehäusegröße. 
Als Leiter zählt jeder eingeführte Leiter und jeder interne Verbindungsleiter, Brücken und Schutzleiter werden nicht gezählt. 
 
Strom

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 240
16 82 160 620
20 34 93 180
25 44 102 196
35 30 77 191
50 11 62 158
63 21 73 260
80 28 81 291

100 35 77
125 3 31 78
160 27 69
200 24 59 183
225 9 34 72
250 18 44 91
315 9 26 54
400 12 37 109
500 5 21

4025 4025 2737 1573 1136 752 570 315 176 159 81 81 50 50 50 50

Bestückungen in diesem
Bereich erfordern einen
gesonderten Erwärmungsnachweis.

Max. Klemmenzahl in Abhängigkeit von oben genannter Gehäusegröße und dem
Querschnitt bzw. dem max. zul. Leiterquerschnitt der eingebauten Klemmen

Querschnitt in mm2

In diesem Bereich kann unter Beachtung
der Hinweise und der festgelegten

Einbaumaße im Gehäuse
beliebig zusätzlich

bestückt werden.

 
 
Hinweise: 
Bei der Auswahl der zulässigen Dauerströme für die Querschnitte sind die max. Belastungsströme der verwendeten 
Klemmen und der angeschlossenen Kabel und Leitungen zu beachten. Leitungen, im Inneren der nach obiger Tabelle 
bestückten Gehäuse, müssen für eine Temperatur von 70 bis 80 Grad Celsius geeignet sein. Bei der Anwendung der 
Tabellenwerte dürfen Gleichzeitigkeits- oder Belastungsfaktoren entsprechend IEC 439 berücksichtigt werden. 
Mischbestückungen von Stromkreisen unterschiedlicher Querschnitte und Ströme sind durch anteilige Ausnutzung der 
Tabellenwerte möglich. 
 
 
Beispiel:     
(allgemein)
  
 
 
 
 
 
Bestückungsvarianten mit kleineren oder größeren Querschnitten, als in diesem Beiblatt aufgeführt, wurden nicht gemessen. 
Sie sind in Verbindung mit den zulässigen Dauerströmen gesondert zu betrachten und erfordern in vielen Fällen eine 
Messung (Erwärmungsnachweis). 
  

Querschnitt/mm2 Strom/A Anzahl     Auslastung 
2,5 16 10 (von 30) =  33 % 
16 50 12 (von 48) =  25 % 
25 63 36 (von 90) =  40 % 
   ------------- 
  Summe =  98 %   <  100 % 



 
 
BEIBLATT Nr.  44 - 54 
zur EG-Baumusterprüfbescheinigung PTB 09 ATEX 1108  
 
Bestückung der Gehäuse- und Schrank-Verteiler  Typ  8150/1-0800-1600-300 
Gehäusegröße in mm  L,B = 1600 B,H = 800 H,T = 300 
 
 
Maximale Anzahl der Leiter in Abhängigkeit vom Querschnitt und dem zulässigen Dauerstrom für vorgenannte 
Gehäusegröße. 
Als Leiter zählt jeder eingeführte Leiter und jeder interne Verbindungsleiter, Brücken und Schutzleiter werden nicht gezählt. 
 
Strom

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 225
16 77 150 582
20 32 88 169
25 41 96 184
35 28 72 179
50 10 58 148
63 20 69 244
80 26 76 274

100 33 72
125 3 29 73
160 25 64
200 23 56 172
225 8 32 67
250 17 41 86
315 8 25 51
400 11 35 102
500 5 20

4224 4224 2871 1632 1209 765 558 350 170 142 88 88 51 51 51 51

Querschnitt in mm2

In diesem Bereich kann unter Beachtung
der Hinweise und der festgelegten

Einbaumaße im Gehäuse
beliebig zusätzlich

bestückt werden.

Bestückungen in diesem
Bereich erfordern einen
gesonderten Erwärmungsnachweis.

Max. Klemmenzahl in Abhängigkeit von oben genannter Gehäusegröße und dem
Querschnitt bzw. dem max. zul. Leiterquerschnitt der eingebauten Klemmen

 
 
Hinweise: 
Bei der Auswahl der zulässigen Dauerströme für die Querschnitte sind die max. Belastungsströme der verwendeten 
Klemmen und der angeschlossenen Kabel und Leitungen zu beachten. Leitungen, im Inneren der nach obiger Tabelle 
bestückten Gehäuse, müssen für eine Temperatur von 70 bis 80 Grad Celsius geeignet sein. Bei der Anwendung der 
Tabellenwerte dürfen Gleichzeitigkeits- oder Belastungsfaktoren entsprechend IEC 439 berücksichtigt werden. 
Mischbestückungen von Stromkreisen unterschiedlicher Querschnitte und Ströme sind durch anteilige Ausnutzung der 
Tabellenwerte möglich. 
 
 
Beispiel:     
(allgemein)
  
 
 
 
 
 
Bestückungsvarianten mit kleineren oder größeren Querschnitten, als in diesem Beiblatt aufgeführt, wurden nicht gemessen. 
Sie sind in Verbindung mit den zulässigen Dauerströmen gesondert zu betrachten und erfordern in vielen Fällen eine 
Messung (Erwärmungsnachweis). 
  

Querschnitt/mm2 Strom/A Anzahl     Auslastung 
2,5 16 10 (von 30) =  33 % 
16 50 12 (von 48) =  25 % 
25 63 36 (von 90) =  40 % 
   ------------- 
  Summe =  98 %   <  100 % 



 
 
BEIBLATT Nr.  45 - 54 
zur EG-Baumusterprüfbescheinigung PTB 09 ATEX 1108  
 
Bestückung der Gehäuse- und Schrank-Verteiler  Typ  8150/1-0116-0176-091 
Gehäusegröße in mm  L,B = 176,5 B,H = 116,5 H,T = 91 
 
 
Maximale Anzahl der Leiter in Abhängigkeit vom Querschnitt und dem zulässigen Dauerstrom für vorgenannte 
Gehäusegröße. 
Als Leiter zählt jeder eingeführte Leiter und jeder interne Verbindungsleiter, Brücken und Schutzleiter werden nicht gezählt. 
 
Strom

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 45
16 15 30 116
20 6 17 33
25 8 19 36
35 5 14 35
50 2 11 29
63 4 13 48
80 5 15 54

100 6 14
125 5 14
160 5 12
200 4 11 34
225 6 13
250 3 8 17
315 5 10
400 2 7 20
500 4

42 42 28 18 10 8 7 0 0 0 0 0 0 0 0 0

Bestückungen in diesem
Bereich erfordern einen
gesonderten Erwärmungsnachweis.

Max. Klemmenzahl in Abhängigkeit von oben genannter Gehäusegröße und dem
Querschnitt bzw. dem max. zul. Leiterquerschnitt der eingebauten Klemmen

Querschnitt in mm2

In diesem Bereich kann unter Beachtung
der Hinweise und der festgelegten

Einbaumaße im Gehäuse
beliebig zusätzlich

bestückt werden.

 
 
Hinweise: 
Bei der Auswahl der zulässigen Dauerströme für die Querschnitte sind die max. Belastungsströme der verwendeten 
Klemmen und der angeschlossenen Kabel und Leitungen zu beachten. Leitungen, im Inneren der nach obiger Tabelle 
bestückten Gehäuse, müssen für eine Temperatur von 70 bis 80 Grad Celsius geeignet sein. Bei der Anwendung der 
Tabellenwerte dürfen Gleichzeitigkeits- oder Belastungsfaktoren entsprechend IEC 439 berücksichtigt werden. 
Mischbestückungen von Stromkreisen unterschiedlicher Querschnitte und Ströme sind durch anteilige Ausnutzung der 
Tabellenwerte möglich. 
 
 
Beispiel:     
(allgemein)
  
 
 
 
 
 
Bestückungsvarianten mit kleineren oder größeren Querschnitten, als in diesem Beiblatt aufgeführt, wurden nicht gemessen. 
Sie sind in Verbindung mit den zulässigen Dauerströmen gesondert zu betrachten und erfordern in vielen Fällen eine 
Messung (Erwärmungsnachweis). 
  

Querschnitt/mm2 Strom/A Anzahl     Auslastung 
2,5 16 10 (von 30) =  33 % 
16 50 12 (von 48) =  25 % 
25 63 36 (von 90) =  40 % 
   ------------- 
  Summe =  98 %   <  100 % 



 
 
BEIBLATT Nr.  46 - 54 
zur EG-Baumusterprüfbescheinigung PTB 09 ATEX 1108  
 
Bestückung der Gehäuse- und Schrank-Verteiler  Typ  8150/1-0176-0176-091 
Gehäusegröße in mm  L,B = 176,5 B,H = 176,5 H,T = 91 
 
 
Maximale Anzahl der Leiter in Abhängigkeit vom Querschnitt und dem zulässigen Dauerstrom für vorgenannte 
Gehäusegröße. 
Als Leiter zählt jeder eingeführte Leiter und jeder interne Verbindungsleiter, Brücken und Schutzleiter werden nicht gezählt. 
 
Strom

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 51
16 17 34 132
20 7 19 38
25 9 21 41
35 6 16 40
50 2 13 33
63 4 15 55
80 6 17 62

100 7 16
125 6 16
160 5 14
200 5 12 39
225 2 7 15
250 3 9 19
315 2 5 11
400 2 8 23
500 4

72 72 48 18 17 14 12 0 0 0 0 0 0 0 0 0

Querschnitt in mm2

In diesem Bereich kann unter Beachtung
der Hinweise und der festgelegten

Einbaumaße im Gehäuse
beliebig zusätzlich

bestückt werden.

Bestückungen in diesem
Bereich erfordern einen
gesonderten Erwärmungsnachweis.

Max. Klemmenzahl in Abhängigkeit von oben genannter Gehäusegröße und dem
Querschnitt bzw. dem max. zul. Leiterquerschnitt der eingebauten Klemmen

 
 
Hinweise: 
Bei der Auswahl der zulässigen Dauerströme für die Querschnitte sind die max. Belastungsströme der verwendeten 
Klemmen und der angeschlossenen Kabel und Leitungen zu beachten. Leitungen, im Inneren der nach obiger Tabelle 
bestückten Gehäuse, müssen für eine Temperatur von 70 bis 80 Grad Celsius geeignet sein. Bei der Anwendung der 
Tabellenwerte dürfen Gleichzeitigkeits- oder Belastungsfaktoren entsprechend IEC 439 berücksichtigt werden. 
Mischbestückungen von Stromkreisen unterschiedlicher Querschnitte und Ströme sind durch anteilige Ausnutzung der 
Tabellenwerte möglich. 
 
 
Beispiel:     
(allgemein)
  
 
 
 
 
 
Bestückungsvarianten mit kleineren oder größeren Querschnitten, als in diesem Beiblatt aufgeführt, wurden nicht gemessen. 
Sie sind in Verbindung mit den zulässigen Dauerströmen gesondert zu betrachten und erfordern in vielen Fällen eine 
Messung (Erwärmungsnachweis). 
  

Querschnitt/mm2 Strom/A Anzahl     Auslastung 
2,5 16 10 (von 30) =  33 % 
16 50 12 (von 48) =  25 % 
25 63 36 (von 90) =  40 % 
   ------------- 
  Summe =  98 %   <  100 % 



 
 
BEIBLATT Nr.  47 - 54 
zur EG-Baumusterprüfbescheinigung PTB 09 ATEX 1108  
 
Bestückung der Gehäuse- und Schrank-Verteiler  Typ  8150/1-0176-0236-091 
Gehäusegröße in mm  L,B = 236,5 B,H = 176,5 H,T = 91 
 
 
Maximale Anzahl der Leiter in Abhängigkeit vom Querschnitt und dem zulässigen Dauerstrom für vorgenannte 
Gehäusegröße. 
Als Leiter zählt jeder eingeführte Leiter und jeder interne Verbindungsleiter, Brücken und Schutzleiter werden nicht gezählt. 
 
Strom

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 54
16 18 36 140
20 7 21 40
25 10 23 44
35 6 17 43
50 2 14 35
63 4 16 58
80 6 18 65

100 7 17
125 7 17
160 6 15
200 5 13 41
225 2 7 16
250 4 9 20
315 2 6 12
400 2 8 24
500 4

102 102 72 36 25 20 16 9 0 0 0 0 0 0 0 0

Bestückungen in diesem
Bereich erfordern einen
gesonderten Erwärmungsnachweis.

Max. Klemmenzahl in Abhängigkeit von oben genannter Gehäusegröße und dem
Querschnitt bzw. dem max. zul. Leiterquerschnitt der eingebauten Klemmen

Querschnitt in mm2

In diesem Bereich kann unter Beachtung
der Hinweise und der festgelegten

Einbaumaße im Gehäuse
beliebig zusätzlich

bestückt werden.

 
 
Hinweise: 
Bei der Auswahl der zulässigen Dauerströme für die Querschnitte sind die max. Belastungsströme der verwendeten 
Klemmen und der angeschlossenen Kabel und Leitungen zu beachten. Leitungen, im Inneren der nach obiger Tabelle 
bestückten Gehäuse, müssen für eine Temperatur von 70 bis 80 Grad Celsius geeignet sein. Bei der Anwendung der 
Tabellenwerte dürfen Gleichzeitigkeits- oder Belastungsfaktoren entsprechend IEC 439 berücksichtigt werden. 
Mischbestückungen von Stromkreisen unterschiedlicher Querschnitte und Ströme sind durch anteilige Ausnutzung der 
Tabellenwerte möglich. 
 
 
Beispiel:     
(allgemein)
  
 
 
 
 
 
Bestückungsvarianten mit kleineren oder größeren Querschnitten, als in diesem Beiblatt aufgeführt, wurden nicht gemessen. 
Sie sind in Verbindung mit den zulässigen Dauerströmen gesondert zu betrachten und erfordern in vielen Fällen eine 
Messung (Erwärmungsnachweis). 
  

Querschnitt/mm2 Strom/A Anzahl     Auslastung 
2,5 16 10 (von 30) =  33 % 
16 50 12 (von 48) =  25 % 
25 63 36 (von 90) =  40 % 
   ------------- 
  Summe =  98 %   <  100 % 



 
 
BEIBLATT Nr.  48 - 54 
zur EG-Baumusterprüfbescheinigung PTB 09 ATEX 1108  
 
Bestückung der Gehäuse- und Schrank-Verteiler  Typ  8150/1-0176-0236-150 
Gehäusegröße in mm  L,B = 236,5 B,H = 176,5 H,T =150 
 
 
Maximale Anzahl der Leiter in Abhängigkeit vom Querschnitt und dem zulässigen Dauerstrom für vorgenannte 
Gehäusegröße. 
Als Leiter zählt jeder eingeführte Leiter und jeder interne Verbindungsleiter, Brücken und Schutzleiter werden nicht gezählt. 
 
Strom

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 71
16 24 47 183
20 10 27 53
25 13 30 58
35 8 22 56
50 3 18 46
63 6 21 76
80 8 24 86

100 10 22
125 9 23
160 8 20
200 7 17 54
225 2 10 21
250 5 13 27
315 2 7 16
400 3 11 32
500 6

102 102 72 36 25 20 16 9 0 0 0 0 0 0 0 0

Querschnitt in mm2

In diesem Bereich kann unter Beachtung
der Hinweise und der festgelegten

Einbaumaße im Gehäuse
beliebig zusätzlich

bestückt werden.

Bestückungen in diesem
Bereich erfordern einen
gesonderten Erwärmungsnachweis.

Max. Klemmenzahl in Abhängigkeit von oben genannter Gehäusegröße und dem
Querschnitt bzw. dem max. zul. Leiterquerschnitt der eingebauten Klemmen

 
 
Hinweise: 
Bei der Auswahl der zulässigen Dauerströme für die Querschnitte sind die max. Belastungsströme der verwendeten 
Klemmen und der angeschlossenen Kabel und Leitungen zu beachten. Leitungen, im Inneren der nach obiger Tabelle 
bestückten Gehäuse, müssen für eine Temperatur von 70 bis 80 Grad Celsius geeignet sein. Bei der Anwendung der 
Tabellenwerte dürfen Gleichzeitigkeits- oder Belastungsfaktoren entsprechend IEC 439 berücksichtigt werden. 
Mischbestückungen von Stromkreisen unterschiedlicher Querschnitte und Ströme sind durch anteilige Ausnutzung der 
Tabellenwerte möglich. 
 
 
Beispiel:     
(allgemein)
  
 
 
 
 
 
Bestückungsvarianten mit kleineren oder größeren Querschnitten, als in diesem Beiblatt aufgeführt, wurden nicht gemessen. 
Sie sind in Verbindung mit den zulässigen Dauerströmen gesondert zu betrachten und erfordern in vielen Fällen eine 
Messung (Erwärmungsnachweis). 
  

Querschnitt/mm2 Strom/A Anzahl     Auslastung 
2,5 16 10 (von 30) =  33 % 
16 50 12 (von 48) =  25 % 
25 63 36 (von 90) =  40 % 
   ------------- 
  Summe =  98 %   <  100 % 



 
 
BEIBLATT Nr.  49 - 54 
zur EG-Baumusterprüfbescheinigung PTB 09 ATEX 1108  
 
Bestückung der Gehäuse- und Schrank-Verteiler  Typ  8150/1-0176-0360-091 
Gehäusegröße in mm  L,B = 360 B,H = 176,5 H,T =91 
 
 
Maximale Anzahl der Leiter in Abhängigkeit vom Querschnitt und dem zulässigen Dauerstrom für vorgenannte 
Gehäusegröße. 
Als Leiter zählt jeder eingeführte Leiter und jeder interne Verbindungsleiter, Brücken und Schutzleiter werden nicht gezählt. 
 
Strom

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 56
16 19 37 146
20 8 22 42
25 10 24 46
35 7 18 45
50 2 14 37
63 5 17 61
80 6 19 68

100 8 18
125 7 18
160 6 16
200 5 14 43
225 2 8 17
250 4 10 21
315 2 6 12
400 2 8 25
500 5

168 168 110 54 40 32 27 9 0 0 0 0 0 0 0 0

Bestückungen in diesem
Bereich erfordern einen
gesonderten Erwärmungsnachweis.

Max. Klemmenzahl in Abhängigkeit von oben genannter Gehäusegröße und dem
Querschnitt bzw. dem max. zul. Leiterquerschnitt der eingebauten Klemmen

Querschnitt in mm2

In diesem Bereich kann unter Beachtung
der Hinweise und der festgelegten

Einbaumaße im Gehäuse
beliebig zusätzlich

bestückt werden.

 
 
Hinweise: 
Bei der Auswahl der zulässigen Dauerströme für die Querschnitte sind die max. Belastungsströme der verwendeten 
Klemmen und der angeschlossenen Kabel und Leitungen zu beachten. Leitungen, im Inneren der nach obiger Tabelle 
bestückten Gehäuse, müssen für eine Temperatur von 70 bis 80 Grad Celsius geeignet sein. Bei der Anwendung der 
Tabellenwerte dürfen Gleichzeitigkeits- oder Belastungsfaktoren entsprechend IEC 439 berücksichtigt werden. 
Mischbestückungen von Stromkreisen unterschiedlicher Querschnitte und Ströme sind durch anteilige Ausnutzung der 
Tabellenwerte möglich. 
 
 
Beispiel:     
(allgemein)
  
 
 
 
 
 
Bestückungsvarianten mit kleineren oder größeren Querschnitten, als in diesem Beiblatt aufgeführt, wurden nicht gemessen. 
Sie sind in Verbindung mit den zulässigen Dauerströmen gesondert zu betrachten und erfordern in vielen Fällen eine 
Messung (Erwärmungsnachweis). 
  

Querschnitt/mm2 Strom/A Anzahl     Auslastung 
2,5 16 10 (von 30) =  33 % 
16 50 12 (von 48) =  25 % 
25 63 36 (von 90) =  40 % 
   ------------- 
  Summe =  98 %   <  100 % 



 
 
BEIBLATT Nr.  50 - 54 
zur EG-Baumusterprüfbescheinigung PTB 09 ATEX 1108  
 
Bestückung der Gehäuse- und Schrank-Verteiler  Typ  8150/1-0176-0360-150 
Gehäusegröße in mm  L,B = 360 B,H = 176,5 H,T =150 
 
 
Maximale Anzahl der Leiter in Abhängigkeit vom Querschnitt und dem zulässigen Dauerstrom für vorgenannte 
Gehäusegröße. 
Als Leiter zählt jeder eingeführte Leiter und jeder interne Verbindungsleiter, Brücken und Schutzleiter werden nicht gezählt. 
 
Strom

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 72
16 24 48 187
20 10 28 54
25 13 30 59
35 9 23 57
50 3 18 47
63 6 22 78
80 8 24 88

100 10 23
125 9 23
160 8 20
200 7 18 55
225 2 10 21
250 5 13 27
315 2 8 16
400 3 11 33
500 6

168 168 110 54 40 32 27 9 6 6 0 0 0 0 0 0

Querschnitt in mm2

In diesem Bereich kann unter Beachtung
der Hinweise und der festgelegten

Einbaumaße im Gehäuse
beliebig zusätzlich

bestückt werden.

Bestückungen in diesem
Bereich erfordern einen
gesonderten Erwärmungsnachweis.

Max. Klemmenzahl in Abhängigkeit von oben genannter Gehäusegröße und dem
Querschnitt bzw. dem max. zul. Leiterquerschnitt der eingebauten Klemmen

 
 
Hinweise: 
Bei der Auswahl der zulässigen Dauerströme für die Querschnitte sind die max. Belastungsströme der verwendeten 
Klemmen und der angeschlossenen Kabel und Leitungen zu beachten. Leitungen, im Inneren der nach obiger Tabelle 
bestückten Gehäuse, müssen für eine Temperatur von 70 bis 80 Grad Celsius geeignet sein. Bei der Anwendung der 
Tabellenwerte dürfen Gleichzeitigkeits- oder Belastungsfaktoren entsprechend IEC 439 berücksichtigt werden. 
Mischbestückungen von Stromkreisen unterschiedlicher Querschnitte und Ströme sind durch anteilige Ausnutzung der 
Tabellenwerte möglich. 
 
 
Beispiel:     
(allgemein)
  
 
 
 
 
 
Bestückungsvarianten mit kleineren oder größeren Querschnitten, als in diesem Beiblatt aufgeführt, wurden nicht gemessen. 
Sie sind in Verbindung mit den zulässigen Dauerströmen gesondert zu betrachten und erfordern in vielen Fällen eine 
Messung (Erwärmungsnachweis). 
  

Querschnitt/mm2 Strom/A Anzahl     Auslastung 
2,5 16 10 (von 30) =  33 % 
16 50 12 (von 48) =  25 % 
25 63 36 (von 90) =  40 % 
   ------------- 
  Summe =  98 %   <  100 % 



 
 
BEIBLATT Nr.  51 - 54 
zur EG-Baumusterprüfbescheinigung PTB 09 ATEX 1108  
 
Bestückung der Gehäuse- und Schrank-Verteiler  Typ  8150/1-0360-0360-091 
Gehäusegröße in mm  L,B = 360 B,H = 360 H,T =91 
 
 
Maximale Anzahl der Leiter in Abhängigkeit vom Querschnitt und dem zulässigen Dauerstrom für vorgenannte 
Gehäusegröße. 
Als Leiter zählt jeder eingeführte Leiter und jeder interne Verbindungsleiter, Brücken und Schutzleiter werden nicht gezählt. 
 
Strom

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 77
16 26 51 199
20 11 30 58
25 14 32 63
35 9 24 61
50 3 20 50
63 6 23 83
80 9 26 93

100 11 24
125 10 25
160 8 22
200 8 19 59
225 3 11 23
250 5 14 29
315 3 8 17
400 3 12 35
500 7

385 385 220 123 80 64 54 21 0 0 0 0 0 0 0 0

Bestückungen in diesem
Bereich erfordern einen
gesonderten Erwärmungsnachweis.

Max. Klemmenzahl in Abhängigkeit von oben genannter Gehäusegröße und dem
Querschnitt bzw. dem max. zul. Leiterquerschnitt der eingebauten Klemmen

Querschnitt in mm2

In diesem Bereich kann unter Beachtung
der Hinweise und der festgelegten

Einbaumaße im Gehäuse
beliebig zusätzlich

bestückt werden.

 
 
Hinweise: 
Bei der Auswahl der zulässigen Dauerströme für die Querschnitte sind die max. Belastungsströme der verwendeten 
Klemmen und der angeschlossenen Kabel und Leitungen zu beachten. Leitungen, im Inneren der nach obiger Tabelle 
bestückten Gehäuse, müssen für eine Temperatur von 70 bis 80 Grad Celsius geeignet sein. Bei der Anwendung der 
Tabellenwerte dürfen Gleichzeitigkeits- oder Belastungsfaktoren entsprechend IEC 439 berücksichtigt werden. 
Mischbestückungen von Stromkreisen unterschiedlicher Querschnitte und Ströme sind durch anteilige Ausnutzung der 
Tabellenwerte möglich. 
 
 
Beispiel:     
(allgemein)
  
 
 
 
 
 
Bestückungsvarianten mit kleineren oder größeren Querschnitten, als in diesem Beiblatt aufgeführt, wurden nicht gemessen. 
Sie sind in Verbindung mit den zulässigen Dauerströmen gesondert zu betrachten und erfordern in vielen Fällen eine 
Messung (Erwärmungsnachweis). 
  

Querschnitt/mm2 Strom/A Anzahl     Auslastung 
2,5 16 10 (von 30) =  33 % 
16 50 12 (von 48) =  25 % 
25 63 36 (von 90) =  40 % 
   ------------- 
  Summe =  98 %   <  100 % 



 
 
BEIBLATT Nr.  52 - 54 
zur EG-Baumusterprüfbescheinigung PTB 09 ATEX 1108  
 
Bestückung der Gehäuse- und Schrank-Verteiler  Typ  8150/1-0360-0360-150 
Gehäusegröße in mm  L,B = 360 B,H = 360 H,T =150 
 
 
Maximale Anzahl der Leiter in Abhängigkeit vom Querschnitt und dem zulässigen Dauerstrom für vorgenannte 
Gehäusegröße. 
Als Leiter zählt jeder eingeführte Leiter und jeder interne Verbindungsleiter, Brücken und Schutzleiter werden nicht gezählt. 
 
Strom

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 94
16 32 62 243
20 13 36 70
25 17 40 77
35 11 30 74
50 4 24 62
63 8 28 102
80 11 32 114

100 13 30
125 12 30
160 10 27
200 9 23 71
225 3 13 28
250 7 17 35
315 3 10 21
400 4 14 42
500 2 8

385 385 220 123 80 64 54 21 15 15 0 0 0 0 0 0

Bestückungen in diesem
Bereich erfordern einen
gesonderten Erwärmungsnachweis.

Max. Klemmenzahl in Abhängigkeit von oben genannter Gehäusegröße und dem
Querschnitt bzw. dem max. zul. Leiterquerschnitt der eingebauten Klemmen

Querschnitt in mm2

In diesem Bereich kann unter Beachtung
der Hinweise und der festgelegten

Einbaumaße im Gehäuse
beliebig zusätzlich

bestückt werden.

 
 
Hinweise: 
Bei der Auswahl der zulässigen Dauerströme für die Querschnitte sind die max. Belastungsströme der verwendeten 
Klemmen und der angeschlossenen Kabel und Leitungen zu beachten. Leitungen, im Inneren der nach obiger Tabelle 
bestückten Gehäuse, müssen für eine Temperatur von 70 bis 80 Grad Celsius geeignet sein. Bei der Anwendung der 
Tabellenwerte dürfen Gleichzeitigkeits- oder Belastungsfaktoren entsprechend IEC 439 berücksichtigt werden. 
Mischbestückungen von Stromkreisen unterschiedlicher Querschnitte und Ströme sind durch anteilige Ausnutzung der 
Tabellenwerte möglich. 
 
 
Beispiel:     
(allgemein)
  
 
 
 
 
 
Bestückungsvarianten mit kleineren oder größeren Querschnitten, als in diesem Beiblatt aufgeführt, wurden nicht gemessen. 
Sie sind in Verbindung mit den zulässigen Dauerströmen gesondert zu betrachten und erfordern in vielen Fällen eine 
Messung (Erwärmungsnachweis).   

Querschnitt/mm2 Strom/A Anzahl     Auslastung 
2,5 16 10 (von 30) =  33 % 
16 50 12 (von 48) =  25 % 
25 63 36 (von 90) =  40 % 
   ------------- 
  Summe =  98 %   <  100 % 



 
 
BEIBLATT Nr.  53 - 54 
zur EG-Baumusterprüfbescheinigung PTB 09 ATEX 1108  
 
Bestückung der Gehäuse- und Schrank-Verteiler  Typ  8150/1-0360-0360-190 
Gehäusegröße in mm  L,B = 360 B,H = 360 H,T =190 
 
 
Maximale Anzahl der Leiter in Abhängigkeit vom Querschnitt und dem zulässigen Dauerstrom für vorgenannte 
Gehäusegröße. 
Als Leiter zählt jeder eingeführte Leiter und jeder interne Verbindungsleiter, Brücken und Schutzleiter werden nicht gezählt. 
 
Strom

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 5
16 36 70 272
20 15 41 79
25 19 45 86
35 13 33 84
50 5 27 69
63 9 32 114
80 12 36 128

100 15 33
125 13 34
160 11 30
200 10 26 80
225 4 15 31
250 8 19 40
315 4 11 24
400 5 16 48
500 2 9

385 385 220 123 80 64 54 21 15 15 0 0 0 0 0 0

Querschnitt in mm2

In diesem Bereich kann unter Beachtung
der Hinweise und der festgelegten

Einbaumaße im Gehäuse
beliebig zusätzlich

bestückt werden.

Bestückungen in diesem
Bereich erfordern einen
gesonderten Erwärmungsnachweis.

Max. Klemmenzahl in Abhängigkeit von oben genannter Gehäusegröße und dem
Querschnitt bzw. dem max. zul. Leiterquerschnitt der eingebauten Klemmen

 
 
Hinweise: 
Bei der Auswahl der zulässigen Dauerströme für die Querschnitte sind die max. Belastungsströme der verwendeten 
Klemmen und der angeschlossenen Kabel und Leitungen zu beachten. Leitungen, im Inneren der nach obiger Tabelle 
bestückten Gehäuse, müssen für eine Temperatur von 70 bis 80 Grad Celsius geeignet sein. Bei der Anwendung der 
Tabellenwerte dürfen Gleichzeitigkeits- oder Belastungsfaktoren entsprechend IEC 439 berücksichtigt werden. 
Mischbestückungen von Stromkreisen unterschiedlicher Querschnitte und Ströme sind durch anteilige Ausnutzung der 
Tabellenwerte möglich. 
 
 
Beispiel:     
(allgemein)
  
 
 
 
 
 
Bestückungsvarianten mit kleineren oder größeren Querschnitten, als in diesem Beiblatt aufgeführt, wurden nicht gemessen. 
Sie sind in Verbindung mit den zulässigen Dauerströmen gesondert zu betrachten und erfordern in vielen Fällen eine 
Messung (Erwärmungsnachweis). 
  

Querschnitt/mm2 Strom/A Anzahl     Auslastung 
2,5 16 10 (von 30) =  33 % 
16 50 12 (von 48) =  25 % 
25 63 36 (von 90) =  40 % 
   ------------- 
  Summe =  98 %   <  100 % 



 
 
BEIBLATT Nr.  54 - 54 
zur EG-Baumusterprüfbescheinigung PTB 09 ATEX 1108  
 
Bestückung der Gehäuse- und Schrank-Verteiler  Typ  8150/1-0360-0727-150 
Gehäusegröße in mm  L,B = 727 B,H = 360 H,T =150 
 
 
Maximale Anzahl der Leiter in Abhängigkeit vom Querschnitt und dem zulässigen Dauerstrom für vorgenannte 
Gehäusegröße. 
Als Leiter zählt jeder eingeführte Leiter und jeder interne Verbindungsleiter, Brücken und Schutzleiter werden nicht gezählt. 
 
Strom

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 105
16 36 70 272
20 15 41 79
25 19 45 86
35 13 34 84
50 5 27 69
63 9 32 114
80 12 36 128

100 15 34
125 13 34
160 11 30
200 10 26 80
225 4 15 31
250 8 19 40
315 4 11 24
400 5 16 48
500 2 9

812 812 550 287 200 136 114 63 31 31 9 9 7 7 7 7

Bestückungen in diesem
Bereich erfordern einen
gesonderten Erwärmungsnachweis.

Max. Klemmenzahl in Abhängigkeit von oben genannter Gehäusegröße und dem
Querschnitt bzw. dem max. zul. Leiterquerschnitt der eingebauten Klemmen

Querschnitt in mm2

In diesem Bereich kann unter Beachtung
der Hinweise und der festgelegten

Einbaumaße im Gehäuse
beliebig zusätzlich

bestückt werden.

 
 
Hinweise: 
Bei der Auswahl der zulässigen Dauerströme für die Querschnitte sind die max. Belastungsströme der verwendeten 
Klemmen und der angeschlossenen Kabel und Leitungen zu beachten. Leitungen, im Inneren der nach obiger Tabelle 
bestückten Gehäuse, müssen für eine Temperatur von 70 bis 80 Grad Celsius geeignet sein. Bei der Anwendung der 
Tabellenwerte dürfen Gleichzeitigkeits- oder Belastungsfaktoren entsprechend IEC 439 berücksichtigt werden. 
Mischbestückungen von Stromkreisen unterschiedlicher Querschnitte und Ströme sind durch anteilige Ausnutzung der 
Tabellenwerte möglich. 
 
 
Beispiel:     
(allgemein)
  
 
 
 
 
 
Bestückungsvarianten mit kleineren oder größeren Querschnitten, als in diesem Beiblatt aufgeführt, wurden nicht gemessen. 
Sie sind in Verbindung mit den zulässigen Dauerströmen gesondert zu betrachten und erfordern in vielen Fällen eine 
Messung (Erwärmungsnachweis). 

Querschnitt/mm2 Strom/A Anzahl     Auslastung 
2,5 16 10 (von 30) =  33 % 
16 50 12 (von 48) =  25 % 
25 63 36 (von 90) =  40 % 
   ------------- 
  Summe =  98 %   <  100 % 



















 
 
SUPPLEMENTARY SHEET  1 - 54 
to EC Type Examination Certificate PTB 09 ATEX 1108 

Notes: 
 
For selection of the permissible constant currents for the cross sections, please observe the maximum load currents of the 
terminals that are used and of the cables and wires that are connected. Wires inside the enclosures, fitted according to the 
above table, have to be suitable for a temperature ranging from 70 to 80 degrees Celsius. Simultaneity factors and load 
factors may be taken into account according to IEC 439 when the table values are applied. Mixed assembly of circuits with 
different cross sections and currents are possible with a proportionate use of the table values. 

Example: 
(general)  
 
 
 
 
 
Assembly variants having smaller or larger cross sections than the ones stated in this supplementary sheet have not been 
measured. 
They require special consideration in connection with the permissible constant currents and they require measurement in 
many cases (heating analysis). 

cross section/mm2 current/A number of conductors     utilization 
2,5 16 10 (of 30) =  33 % 
16 50 12 (of 48) =  25 % 
25 63 36 (of 90) =  40 % 
   ------------- 
  total =  98 %   <  100 % 

 
Fitting of the terminal box  Type  8150/1-0200-0200-100 
Enclosure size in mm  L,B = 200 B,H = 200 H,T = 100 
 
 
Max. Number of conductors depending on cross section and the permissible continuous current: 
Each incoming conductor and each internal connection wire is counted as a conductor. 
Bridges and earthing conductors are not counted. 
 
current

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 57
16 19 38 147
20 8 22 42
25 10 24 46
35 7 18 45
50 2 14 37
63 5 17 61
80 6 19 69

100 8 18
125 7 18
160 6 16
200 5 14 43
225 2 8 17
250 4 10 21
315 2 6 13
400 2 9 26
500 5

84 84 56 42 20 16 13 0 0 0 0 0 0 0 0 0

cross section / mm2

max. number of terminals depending on the above mentioned enclosure size and the cross section 
resp. max. permissible conductor cross section of the built-in terminals

additional conductors 
optional

to be specified by the 
manufacturer
(including temperature rise test)

 
 
  



 
 
SUPPLEMENTARY SHEET  2 - 54 
to EC Type Examination Certificate PTB 09 ATEX 1108 

Notes: 
 
For selection of the permissible constant currents for the cross sections, please observe the maximum load currents of the 
terminals that are used and of the cables and wires that are connected. Wires inside the enclosures, fitted according to the 
above table, have to be suitable for a temperature ranging from 70 to 80 degrees Celsius. Simultaneity factors and load 
factors may be taken into account according to IEC 439 when the table values are applied. Mixed assembly of circuits with 
different cross sections and currents are possible with a proportionate use of the table values. 

Example: 
(general)  
 
 
 
 
 
Assembly variants having smaller or larger cross sections than the ones stated in this supplementary sheet have not been 
measured. 
They require special consideration in connection with the permissible constant currents and they require measurement in 
many cases (heating analysis). 

cross section/mm2 current/A number of conductors     utilization 
2,5 16 10 (of 30) =  33 % 
16 50 12 (of 48) =  25 % 
25 63 36 (of 90) =  40 % 
   ------------- 
  total =  98 %   <  100 % 

 
Fitting of the terminal box  Type  8150/1-0250-0180-120 
Enclosure size in mm  L,B = 180 B,H = 250 H,T = 120 
 
 
Max. Number of conductors depending on cross section and the permissible continuous current: 
Each incoming conductor and each internal connection wire is counted as a conductor. 
Bridges and earthing conductors are not counted. 
 

current
/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 63
16 21 42 163
20 9 24 47
25 11 26 51
35 7 20 50
50 3 16 41
63 5 19 68
80 7 21 76

100 9 20
125 8 20
160 7 18
200 6 15 48
225 2 9 19
250 4 11 24
315 2 7 14
400 3 9 28
500 5

108 108 75 36 36 21 18 9 0 0 0 0 0 0 0 0
max. number of terminals depending on the above mentioned enclosure size and the cross section 

resp. max. permissible conductor cross section of the built-in terminals

cross section / mm2

additional conductors 
optional

to be specified by the 
manufacturer
(including temperature rise test)

 
 
  



 
 
SUPPLEMENTARY SHEET  3 - 54 
to EC Type Examination Certificate PTB 09 ATEX 1108 

Notes: 
 
For selection of the permissible constant currents for the cross sections, please observe the maximum load currents of the 
terminals that are used and of the cables and wires that are connected. Wires inside the enclosures, fitted according to the 
above table, have to be suitable for a temperature ranging from 70 to 80 degrees Celsius. Simultaneity factors and load 
factors may be taken into account according to IEC 439 when the table values are applied. Mixed assembly of circuits with 
different cross sections and currents are possible with a proportionate use of the table values. 

Example: 
(general)  
 
 
 
 
 
Assembly variants having smaller or larger cross sections than the ones stated in this supplementary sheet have not been 
measured. 
They require special consideration in connection with the permissible constant currents and they require measurement in 
many cases (heating analysis). 

cross section/mm2 current/A number of conductors     utilization 
2,5 16 10 (of 30) =  33 % 
16 50 12 (of 48) =  25 % 
25 63 36 (of 90) =  40 % 
   ------------- 
  total =  98 %   <  100 % 

 
Fitting of the terminal box  Type  8150/1-0200-0300-100 
Enclosure size in mm  L,B = 300 B,H = 200 H,T = 100 
 
 
Max. Number of conductors depending on cross section and the permissible continuous current: 
Each incoming conductor and each internal connection wire is counted as a conductor. 
Bridges and earthing conductors are not counted. 
 

current
/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 61
16 21 41 158
20 8 24 46
25 11 26 50
35 7 19 49
50 2 16 40
63 5 18 66
80 7 20 74

100 9 19
125 8 20
160 6 17
200 6 15 47
225 2 8 18
250 4 11 23
315 2 6 14
400 3 9 28
500 5

140 140 112 66 40 32 22 11 7 0 0 0 0 0 0 0

cross section / mm2

max. number of terminals depending on the above mentioned enclosure size and the cross section 
resp. max. permissible conductor cross section of the built-in terminals

additional conductors 
optional

to be specified by the 
manufacturer
(including temperature rise test)

 
 
  



 
 
SUPPLEMENTARY SHEET  4 - 54 
to EC Type Examination Certificate PTB 09 ATEX 1108 

Notes: 
 
For selection of the permissible constant currents for the cross sections, please observe the maximum load currents of the 
terminals that are used and of the cables and wires that are connected. Wires inside the enclosures, fitted according to the 
above table, have to be suitable for a temperature ranging from 70 to 80 degrees Celsius. Simultaneity factors and load 
factors may be taken into account according to IEC 439 when the table values are applied. Mixed assembly of circuits with 
different cross sections and currents are possible with a proportionate use of the table values. 

Example: 
(general)  
 
 
 
 
 
Assembly variants having smaller or larger cross sections than the ones stated in this supplementary sheet have not been 
measured. 
They require special consideration in connection with the permissible constant currents and they require measurement in 
many cases (heating analysis). 

cross section/mm2 current/A number of conductors     utilization 
2,5 16 10 (of 30) =  33 % 
16 50 12 (of 48) =  25 % 
25 63 36 (of 90) =  40 % 
   ------------- 
  total =  98 %   <  100 % 

 
Fitting of the terminal box  Type  8150/1-0200-0300-150 
Enclosure size in mm  L,B = 300 B,H = 200 H,T = 150 
 
 
Max. Number of conductors depending on cross section and the permissible continuous current: 
Each incoming conductor and each internal connection wire is counted as a conductor. 
Bridges and earthing conductors are not counted. 
 
current

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6
10 75
16 26 50 195
20 10 29 56
25 14 32 61
35 9 24 60
50 3 19 49
63 6 23 81
80 8 25 91

100 11 24
125 9 24
160 8 21
200 7 18 57
225 3 10 22
250 5 13 28
315 2 8 17
400 3 11 34
500 6

140 140 112 66 40 32 22 11 7 0 0 0 0 0 0 0
max. number of terminals depending on the above mentioned enclosure size and the cross section 

resp. max. permissible conductor cross section of the built-in terminals

cross section / mm2

additional conductors 
optional

to be specified by the 
manufacturer
(including temperature rise test)

 
 
  



 
 
SUPPLEMENTARY SHEET  5 - 54 
to EC Type Examination Certificate PTB 09 ATEX 1108 

Notes: 
 
For selection of the permissible constant currents for the cross sections, please observe the maximum load currents of the 
terminals that are used and of the cables and wires that are connected. Wires inside the enclosures, fitted according to the 
above table, have to be suitable for a temperature ranging from 70 to 80 degrees Celsius. Simultaneity factors and load 
factors may be taken into account according to IEC 439 when the table values are applied. Mixed assembly of circuits with 
different cross sections and currents are possible with a proportionate use of the table values. 

Example: 
(general)  
 
 
 
 
 
Assembly variants having smaller or larger cross sections than the ones stated in this supplementary sheet have not been 
measured. 
They require special consideration in connection with the permissible constant currents and they require measurement in 
many cases (heating analysis). 

cross section/mm2 current/A number of conductors     utilization 
2,5 16 10 (of 30) =  33 % 
16 50 12 (of 48) =  25 % 
25 63 36 (of 90) =  40 % 
   ------------- 
  total =  98 %   <  100 % 

 
Fitting of the terminal box  Type  8150/1-0200-0300-155 
Enclosure size in mm  L,B = 300 B,H = 200 H,T = 155 
 
 
Max. Number of conductors depending on cross section and the permissible continuous current: 
Each incoming conductor and each internal connection wire is counted as a conductor. 
Bridges and earthing conductors are not counted. 
 
current

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 77
16 26 51 198
20 11 30 57
25 14 32 62
35 9 24 61
50 3 20 50
63 6 23 83
80 9 26 93

100 11 24
125 10 25
160 8 22
200 7 19 58
225 3 11 23
250 5 14 29
315 3 8 17
400 3 12 35
500 7

140 140 112 66 40 32 22 11 7 0 0 0 0 0 0 0
max. number of terminals depending on the above mentioned enclosure size and the cross section 

resp. max. permissible conductor cross section of the built-in terminals

cross section / mm2

additional conductors 
optional

to be specified by the 
manufacturer
(including temperature rise test)

 
 
  



 
 
SUPPLEMENTARY SHEET  6 - 54 
to EC Type Examination Certificate PTB 09 ATEX 1108 

Notes: 
 
For selection of the permissible constant currents for the cross sections, please observe the maximum load currents of the 
terminals that are used and of the cables and wires that are connected. Wires inside the enclosures, fitted according to the 
above table, have to be suitable for a temperature ranging from 70 to 80 degrees Celsius. Simultaneity factors and load 
factors may be taken into account according to IEC 439 when the table values are applied. Mixed assembly of circuits with 
different cross sections and currents are possible with a proportionate use of the table values. 

Example: 
(general)  
 
 
 
 
 
Assembly variants having smaller or larger cross sections than the ones stated in this supplementary sheet have not been 
measured. 
They require special consideration in connection with the permissible constant currents and they require measurement in 
many cases (heating analysis). 

cross section/mm2 current/A number of conductors     utilization 
2,5 16 10 (of 30) =  33 % 
16 50 12 (of 48) =  25 % 
25 63 36 (of 90) =  40 % 
   ------------- 
  total =  98 %   <  100 % 

 
Fitting of the terminal box  Type  8150/1-0300-0300-100 
Enclosure size in mm  L,B = 300 B,H = 300 H,T = 100 
 
 
Max. Number of conductors depending on cross section and the permissible continuous current: 
Each incoming conductor and each internal connection wire is counted as a conductor. 
Bridges and earthing conductors are not counted. 
 
current

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 71
16 24 47 184
20 10 27 53
25 13 30 58
35 9 22 56
50 3 18 47
63 6 21 77
80 8 24 86

100 10 22
125 9 23
160 8 20
200 7 17 54
225 2 10 21
250 5 13 27
315 2 7 16
400 3 11 32
500 6

225 225 180 99 64 52 22 17 12 0 0 0 0 0 0 0

cross section / mm2

max. number of terminals depending on the above mentioned enclosure size and the cross section 
resp. max. permissible conductor cross section of the built-in terminals

additional conductors 
optional

to be specified by the 
manufacturer
(including temperature rise test)

 
 
  



 
 
SUPPLEMENTARY SHEET  7 - 54 
to EC Type Examination Certificate PTB 09 ATEX 1108 

Notes: 
 
For selection of the permissible constant currents for the cross sections, please observe the maximum load currents of the 
terminals that are used and of the cables and wires that are connected. Wires inside the enclosures, fitted according to the 
above table, have to be suitable for a temperature ranging from 70 to 80 degrees Celsius. Simultaneity factors and load 
factors may be taken into account according to IEC 439 when the table values are applied. Mixed assembly of circuits with 
different cross sections and currents are possible with a proportionate use of the table values. 

Example: 
(general)  
 
 
 
 
 
Assembly variants having smaller or larger cross sections than the ones stated in this supplementary sheet have not been 
measured. 
They require special consideration in connection with the permissible constant currents and they require measurement in 
many cases (heating analysis). 

cross section/mm2 current/A number of conductors     utilization 
2,5 16 10 (of 30) =  33 % 
16 50 12 (of 48) =  25 % 
25 63 36 (of 90) =  40 % 
   ------------- 
  total =  98 %   <  100 % 

 
Fitting of the terminal box  Type  8150/1-0300-0300-150 
Enclosure size in mm  L,B = 300 B,H = 300 H,T = 150 
 
 
Max. Number of conductors depending on cross section and the permissible continuous current: 
Each incoming conductor and each internal connection wire is counted as a conductor. 
Bridges and earthing conductors are not counted. 
 
current

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6
10 85
16 29 57 221
20 12 33 64
25 15 36 70
35 10 27 68
50 4 22 56
63 7 26 92
80 10 29 103

100 12 27
125 11 27
160 9 24
200 8 21 65
225 3 12 25
250 6 15 32
315 3 9 19
400 4 13 39
500 7

225 225 180 99 64 52 22 17 12 0 0 0 0 0 0 0

cross section / mm2

max. number of terminals depending on the above mentioned enclosure size and the cross section 
resp. max. permissible conductor cross section of the built-in terminals

additional conductors 
optional

to be specified by the 
manufacturer
(including temperature rise test)

 
 
  



 
 
SUPPLEMENTARY SHEET  8 - 54 
to EC Type Examination Certificate PTB 09 ATEX 1108 

Notes: 
 
For selection of the permissible constant currents for the cross sections, please observe the maximum load currents of the 
terminals that are used and of the cables and wires that are connected. Wires inside the enclosures, fitted according to the 
above table, have to be suitable for a temperature ranging from 70 to 80 degrees Celsius. Simultaneity factors and load 
factors may be taken into account according to IEC 439 when the table values are applied. Mixed assembly of circuits with 
different cross sections and currents are possible with a proportionate use of the table values. 

Example: 
(general)  
 
 
 
 
 
Assembly variants having smaller or larger cross sections than the ones stated in this supplementary sheet have not been 
measured. 
They require special consideration in connection with the permissible constant currents and they require measurement in 
many cases (heating analysis). 

cross section/mm2 current/A number of conductors     utilization 
2,5 16 10 (of 30) =  33 % 
16 50 12 (of 48) =  25 % 
25 63 36 (of 90) =  40 % 
   ------------- 
  total =  98 %   <  100 % 

 
Bestückung der Gehäuse- und Schrank-Verteiler  Ty p  8150/1-0380-0300-155 
Enclosure size in mm  L,B = 300 B,H = 380 H,T = 155 
 
 
Max. Number of conductors depending on cross section and the permissible continuous current: 
Each incoming conductor and each internal connection wire is counted as a conductor. 
Bridges and earthing conductors are not counted. 
 
current

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6
10 91
16 31 60 236
20 13 35 68
25 16 38 74
35 11 29 72
50 4 23 60
63 8 28 99
80 10 31 111

100 13 29
125 11 29
160 10 26
200 9 22 69
225 3 13 27
250 7 16 34
315 3 10 20
400 4 14 41
500 2 8

315 315 232 132 96 68 44 23 15 12 7 0 0 0 0 0
max. number of terminals depending on the above mentioned enclosure size and the cross section 

resp. max. permissible conductor cross section of the built-in terminals

cross section / mm2

additional conductors 
optional

to be specified by the 
manufacturer
(including temperature rise test)

 
 
  



 
 
SUPPLEMENTARY SHEET  9 - 54 
to EC Type Examination Certificate PTB 09 ATEX 1108 

Notes: 
 
For selection of the permissible constant currents for the cross sections, please observe the maximum load currents of the 
terminals that are used and of the cables and wires that are connected. Wires inside the enclosures, fitted according to the 
above table, have to be suitable for a temperature ranging from 70 to 80 degrees Celsius. Simultaneity factors and load 
factors may be taken into account according to IEC 439 when the table values are applied. Mixed assembly of circuits with 
different cross sections and currents are possible with a proportionate use of the table values. 

Example: 
(general)  
 
 
 
 
 
Assembly variants having smaller or larger cross sections than the ones stated in this supplementary sheet have not been 
measured. 
They require special consideration in connection with the permissible constant currents and they require measurement in 
many cases (heating analysis). 

cross section/mm2 current/A number of conductors     utilization 
2,5 16 10 (of 30) =  33 % 
16 50 12 (of 48) =  25 % 
25 63 36 (of 90) =  40 % 
   ------------- 
  total =  98 %   <  100 % 

 
Fitting of the terminal box  Type  8150/1-0380-0300-210 
Enclosure size in mm  L,B = 300 B,H = 380 H,T = 210 
 
 
Max. Number of conductors depending on cross section and the permissible continuous current: 
Each incoming conductor and each internal connection wire is counted as a conductor. 
Bridges and earthing conductors are not counted. 
 

current
/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 107
16 36 71 276
20 15 41 80
25 19 45 87
35 13 34 85
50 5 27 70
63 9 32 116
80 12 36 130

100 15 34
125 13 34
160 12 30
200 11 26 81
225 4 15 32
250 8 19 40
315 4 11 24
400 5 16 48
500 2 9

315 315 232 132 96 68 44 23 15 12 7 0 0 0 0 0

cross section / mm2

max. number of terminals depending on the above mentioned enclosure size and the cross section 
resp. max. permissible conductor cross section of the built-in terminals

additional conductors 
optional

to be specified by the 
manufacturer
(including temperature rise test)

 
 
  



 
 
SUPPLEMENTARY SHEET  10 - 54 
to EC Type Examination Certificate PTB 09 ATEX 1108 

Notes: 
 
For selection of the permissible constant currents for the cross sections, please observe the maximum load currents of the 
terminals that are used and of the cables and wires that are connected. Wires inside the enclosures, fitted according to the 
above table, have to be suitable for a temperature ranging from 70 to 80 degrees Celsius. Simultaneity factors and load 
factors may be taken into account according to IEC 439 when the table values are applied. Mixed assembly of circuits with 
different cross sections and currents are possible with a proportionate use of the table values. 

Example: 
(general)  
 
 
 
 
 
Assembly variants having smaller or larger cross sections than the ones stated in this supplementary sheet have not been 
measured. 
They require special consideration in connection with the permissible constant currents and they require measurement in 
many cases (heating analysis). 

cross section/mm2 current/A number of conductors     utilization 
2,5 16 10 (of 30) =  33 % 
16 50 12 (of 48) =  25 % 
25 63 36 (of 90) =  40 % 
   ------------- 
  total =  98 %   <  100 % 

 
Fitting of the terminal box  Type  8150/1-0300-0400-150 
Enclosure size in mm  L,B = 400 B,H = 300 H,T = 150 
 
 
Max. Number of conductors depending on cross section and the permissible continuous current: 
Each incoming conductor and each internal connection wire is counted as a conductor. 
Bridges and earthing conductors are not counted. 
 

current
/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 90
16 31 60 234
20 13 35 68
25 16 38 74
35 11 29 72
50 4 23 59
63 8 27 98
80 10 30 110

100 13 29
125 11 29
160 10 26
200 9 22 69
225 3 13 27
250 6 16 34
315 3 10 20
400 4 14 41
500 2 9

360 360 244 138 96 72 44 24 16 12 7 7 0 0 0 0

cross section / mm2

max. number of terminals depending on the above mentioned enclosure size and the cross section 
resp. max. permissible conductor cross section of the built-in terminals

additional conductors 
optional

to be specified by the 
manufacturer
(including temperature rise test)

 
 
  



 
 
SUPPLEMENTARY SHEET  11 - 54 
to EC Type Examination Certificate PTB 09 ATEX 1108 

Notes: 
 
For selection of the permissible constant currents for the cross sections, please observe the maximum load currents of the 
terminals that are used and of the cables and wires that are connected. Wires inside the enclosures, fitted according to the 
above table, have to be suitable for a temperature ranging from 70 to 80 degrees Celsius. Simultaneity factors and load 
factors may be taken into account according to IEC 439 when the table values are applied. Mixed assembly of circuits with 
different cross sections and currents are possible with a proportionate use of the table values. 

Example: 
(general)  
 
 
 
 
 
Assembly variants having smaller or larger cross sections than the ones stated in this supplementary sheet have not been 
measured. 
They require special consideration in connection with the permissible constant currents and they require measurement in 
many cases (heating analysis). 

cross section/mm2 current/A number of conductors     utilization 
2,5 16 10 (of 30) =  33 % 
16 50 12 (of 48) =  25 % 
25 63 36 (of 90) =  40 % 
   ------------- 
  total =  98 %   <  100 % 

 
Fitting of the terminal box  Type  8150/1-0300-0400-210 
Enclosure size in mm  L,B = 400 B,H = 300 H,T = 210 
 
 
Max. Number of conductors depending on cross section and the permissible continuous current: 
Each incoming conductor and each internal connection wire is counted as a conductor. 
Bridges and earthing conductors are not counted. 
 
current

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 107
16 37 71 278
20 15 42 80
25 20 45 88
35 13 34 85
50 5 28 71
63 9 33 116
80 12 34 130

100 15 34
125 14 35
160 12 30
200 11 26 82
225 4 15 32
250 8 19 41
315 4 11 24
400 5 17 49
500 2 9

360 360 244 138 96 72 44 24 16 12 7 7 0 0 0 0
max. number of terminals depending on the above mentioned enclosure size and the cross section 

resp. max. permissible conductor cross section of the built-in terminals

cross section / mm2

additional conductors 
optional

to be specified by the 
manufacturer
(including temperature rise test)

 
 
  



 
 
SUPPLEMENTARY SHEET  12 - 54 
to EC Type Examination Certificate PTB 09 ATEX 1108 

Notes: 
 
For selection of the permissible constant currents for the cross sections, please observe the maximum load currents of the 
terminals that are used and of the cables and wires that are connected. Wires inside the enclosures, fitted according to the 
above table, have to be suitable for a temperature ranging from 70 to 80 degrees Celsius. Simultaneity factors and load 
factors may be taken into account according to IEC 439 when the table values are applied. Mixed assembly of circuits with 
different cross sections and currents are possible with a proportionate use of the table values. 

Example: 
(general)  
 
 
 
 
 
Assembly variants having smaller or larger cross sections than the ones stated in this supplementary sheet have not been 
measured. 
They require special consideration in connection with the permissible constant currents and they require measurement in 
many cases (heating analysis). 

cross section/mm2 current/A number of conductors     utilization 
2,5 16 10 (of 30) =  33 % 
16 50 12 (of 48) =  25 % 
25 63 36 (of 90) =  40 % 
   ------------- 
  total =  98 %   <  100 % 

 
Fitting of the terminal box  Type  8150/1-0300-0400-215 
Enclosure size in mm  L,B = 400 B,H = 300 H,T = 215 
 
 
Max. Number of conductors depending on cross section and the permissible continuous current: 
Each incoming conductor and each internal connection wire is counted as a conductor. 
Bridges and earthing conductors are not counted. 
 

current
/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 109
16 37 72 281
20 15 42 81
25 20 46 89
35 13 35 86
50 5 28 71
63 9 33 118
80 12 37 132

100 16 35
125 14 35
160 12 31
200 11 27 83
225 4 15 32
250 8 20 41
315 4 20 41
400 4 12 24
500 2 9

360 360 244 138 96 72 44 24 16 12 7 7 0 0 0 0
max. number of terminals depending on the above mentioned enclosure size and the cross section 

resp. max. permissible conductor cross section of the built-in terminals

cross section / mm2

additional conductors 
optional

to be specified by the 
manufacturer
(including temperature rise test)

 
 
  



 
 
SUPPLEMENTARY SHEET  13 - 54 
to EC Type Examination Certificate PTB 09 ATEX 1108 

Notes: 
 
For selection of the permissible constant currents for the cross sections, please observe the maximum load currents of the 
terminals that are used and of the cables and wires that are connected. Wires inside the enclosures, fitted according to the 
above table, have to be suitable for a temperature ranging from 70 to 80 degrees Celsius. Simultaneity factors and load 
factors may be taken into account according to IEC 439 when the table values are applied. Mixed assembly of circuits with 
different cross sections and currents are possible with a proportionate use of the table values. 

Example: 
(general)  
 
 
 
 
 
Assembly variants having smaller or larger cross sections than the ones stated in this supplementary sheet have not been 
measured. 
They require special consideration in connection with the permissible constant currents and they require measurement in 
many cases (heating analysis). 

cross section/mm2 current/A number of conductors     utilization 
2,5 16 10 (of 30) =  33 % 
16 50 12 (of 48) =  25 % 
25 63 36 (of 90) =  40 % 
   ------------- 
  total =  98 %   <  100 % 

 
Fitting of the terminal box  Type  8150/1-0380-0380-210 
Enclosure size in mm  L,B = 380 B,H = 380 H,T = 210 
 
 
Max. Number of conductors depending on cross section and the permissible continuous current: 
Each incoming conductor and each internal connection wire is counted as a conductor. 
Bridges and earthing conductors are not counted. 
 

current
/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 114
16 39 76 294
20 16 44 85
25 21 48 93
35 14 36 90
50 5 29 75
63 10 35 123
80 13 38 138

100 16 36
125 14 37
160 12 32
200 11 28 87
225 4 16 34
250 8 21 43
315 4 12 26
400 5 18 52
500 2 10

406 406 290 172 126 68 56 23 15 15 9 0 0 0 0 0

cross section / mm2

max. number of terminals depending on the above mentioned enclosure size and the cross section 
resp. max. permissible conductor cross section of the built-in terminals

additional conductors 
optional

to be specified by the 
manufacturer
(including temperature rise test)

 
 
  



 
 
SUPPLEMENTARY SHEET  14 - 54 
to EC Type Examination Certificate PTB 09 ATEX 1108 

Notes: 
 
For selection of the permissible constant currents for the cross sections, please observe the maximum load currents of the 
terminals that are used and of the cables and wires that are connected. Wires inside the enclosures, fitted according to the 
above table, have to be suitable for a temperature ranging from 70 to 80 degrees Celsius. Simultaneity factors and load 
factors may be taken into account according to IEC 439 when the table values are applied. Mixed assembly of circuits with 
different cross sections and currents are possible with a proportionate use of the table values. 

Example: 
(general)  
 
 
 
 
 
Assembly variants having smaller or larger cross sections than the ones stated in this supplementary sheet have not been 
measured. 
They require special consideration in connection with the permissible constant currents and they require measurement in 
many cases (heating analysis). 

cross section/mm2 current/A number of conductors     utilization 
2,5 16 10 (of 30) =  33 % 
16 50 12 (of 48) =  25 % 
25 63 36 (of 90) =  40 % 
   ------------- 
  total =  98 %   <  100 % 

 
Fitting of the terminal box  Type  8150/1-0400-0400-150 
Enclosure size in mm  L,B = 400 B,H = 400 H,T = 150 
 
 
Max. Number of conductors depending on cross section and the permissible continuous current: 
Each incoming conductor and each internal connection wire is counted as a conductor. 
Bridges and earthing conductors are not counted. 
 
current

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 100
16 34 66 257
20 14 38 74
25 18 42 81
35 12 32 79
50 4 26 65
63 8 30 108
80 11 34 121

100 14 32
125 13 32
160 11 28
200 10 24 76
225 3 14 30
250 7 18 38
315 3 11 22
400 5 15 45
500 2 9

488 488 305 184 135 72 60 24 16 16 10 10 0 0 0 0
max. number of terminals depending on the above mentioned enclosure size and the cross section 

resp. max. permissible conductor cross section of the built-in terminals

cross section / mm2

additional conductors 
optional

to be specified by the 
manufacturer
(including temperature rise test)

 
 
  



 
 
SUPPLEMENTARY SHEET  15 - 54 
to EC Type Examination Certificate PTB 09 ATEX 1108 

Notes: 
 
For selection of the permissible constant currents for the cross sections, please observe the maximum load currents of the 
terminals that are used and of the cables and wires that are connected. Wires inside the enclosures, fitted according to the 
above table, have to be suitable for a temperature ranging from 70 to 80 degrees Celsius. Simultaneity factors and load 
factors may be taken into account according to IEC 439 when the table values are applied. Mixed assembly of circuits with 
different cross sections and currents are possible with a proportionate use of the table values. 

Example: 
(general)  
 
 
 
 
 
Assembly variants having smaller or larger cross sections than the ones stated in this supplementary sheet have not been 
measured. 
They require special consideration in connection with the permissible constant currents and they require measurement in 
many cases (heating analysis). 

cross section/mm2 current/A number of conductors     utilization 
2,5 16 10 (of 30) =  33 % 
16 50 12 (of 48) =  25 % 
25 63 36 (of 90) =  40 % 
   ------------- 
  total =  98 %   <  100 % 

 
Fitting of the terminal box  Type  8150/1-0400-0400-210 
Enclosure size in mm  L,B = 400 B,H = 400 H,T = 210 
 
 
Max. Number of conductors depending on cross section and the permissible continuous current: 
Each incoming conductor and each internal connection wire is counted as a conductor. 
Bridges and earthing conductors are not counted. 
 
current

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 117
16 40 77 302
20 16 45 87
25 21 49 95
35 14 37 93
50 5 30 77
63 10 35 126
80 13 39 142

100 17 37
125 15 38
160 13 33
200 12 29 89
225 4 16 35
250 8 21 44
315 4 13 26
400 6 18 53
500 2 10

488 488 305 184 135 72 60 24 16 16 10 10 0 0 0 0

cross section / mm2

max. number of terminals depending on the above mentioned enclosure size and the cross section 
resp. max. permissible conductor cross section of the built-in terminals

additional conductors 
optional

to be specified by the 
manufacturer
(including temperature rise test)

 
 
  



 
 
SUPPLEMENTARY SHEET  16 - 54 
to EC Type Examination Certificate PTB 09 ATEX 1108 

Notes: 
 
For selection of the permissible constant currents for the cross sections, please observe the maximum load currents of the 
terminals that are used and of the cables and wires that are connected. Wires inside the enclosures, fitted according to the 
above table, have to be suitable for a temperature ranging from 70 to 80 degrees Celsius. Simultaneity factors and load 
factors may be taken into account according to IEC 439 when the table values are applied. Mixed assembly of circuits with 
different cross sections and currents are possible with a proportionate use of the table values. 

Example: 
(general)  
 
 
 
 
 
Assembly variants having smaller or larger cross sections than the ones stated in this supplementary sheet have not been 
measured. 
They require special consideration in connection with the permissible constant currents and they require measurement in 
many cases (heating analysis). 

cross section/mm2 current/A number of conductors     utilization 
2,5 16 10 (of 30) =  33 % 
16 50 12 (of 48) =  25 % 
25 63 36 (of 90) =  40 % 
   ------------- 
  total =  98 %   <  100 % 

 
Fitting of the terminal box  Type  8150/1-0400-0400-215 
Enclosure size in mm  L,B = 400 B,H = 400 H,T = 215 
 
 
Max. Number of conductors depending on cross section and the permissible continuous current: 
Each incoming conductor and each internal connection wire is counted as a conductor. 
Bridges and earthing conductors are not counted. 
 

current
/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 118
16 40 78 305
20 17 46 88
25 22 50 96
35 14 38 94
50 5 30 78
63 10 36 128
80 14 40 143

100 17 38
125 15 38
160 13 34
200 12 29 90
225 4 17 35
250 9 21 45
315 4 13 29
400 6 18 53
500 2 10

488 488 305 184 135 72 60 24 16 16 10 10 0 0 0 0

cross section / mm2

max. number of terminals depending on the above mentioned enclosure size and the cross section 
resp. max. permissible conductor cross section of the built-in terminals

additional conductors 
optional

to be specified by the 
manufacturer
(including temperature rise test)

 
 
  



 
 
SUPPLEMENTARY SHEET  17 - 54 
to EC Type Examination Certificate PTB 09 ATEX 1108 

Notes: 
 
For selection of the permissible constant currents for the cross sections, please observe the maximum load currents of the 
terminals that are used and of the cables and wires that are connected. Wires inside the enclosures, fitted according to the 
above table, have to be suitable for a temperature ranging from 70 to 80 degrees Celsius. Simultaneity factors and load 
factors may be taken into account according to IEC 439 when the table values are applied. Mixed assembly of circuits with 
different cross sections and currents are possible with a proportionate use of the table values. 

Example: 
(general)  
 
 
 
 
 
Assembly variants having smaller or larger cross sections than the ones stated in this supplementary sheet have not been 
measured. 
They require special consideration in connection with the permissible constant currents and they require measurement in 
many cases (heating analysis). 

cross section/mm2 current/A number of conductors     utilization 
2,5 16 10 (of 30) =  33 % 
16 50 12 (of 48) =  25 % 
25 63 36 (of 90) =  40 % 
   ------------- 
  total =  98 %   <  100 % 

 
Fitting of the terminal box  Type  8150/1-0360-0550-230 
Enclosure size in mm  L,B = 550 B,H = 360 H,T = 230 
 
 
Max. Number of conductors depending on cross section and the permissible continuous current: 
Each incoming conductor and each internal connection wire is counted as a conductor. 
Bridges and earthing conductors are not counted. 
 
current

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 125
16 43 83 322
20 17 48 93
25 23 53 102
35 15 40 99
50 6 32 82
63 11 38 135
80 14 42 151

100 18 40
125 16 40
160 14 35
200 12 31 95
225 4 17 37
250 9 23 47
315 4 13 28
400 6 19 56
500 2 11

605 605 385 205 160 100 84 42 23 23 9 9 7 7 7 7

cross section / mm2

max. number of terminals depending on the above mentioned enclosure size and the cross section 
resp. max. permissible conductor cross section of the built-in terminals

additional conductors 
optional

to be specified by the 
manufacturer
(including temperature rise test)

 
 
  



 
 
SUPPLEMENTARY SHEET  18 - 54 
to EC Type Examination Certificate PTB 09 ATEX 1108 

Notes: 
 
For selection of the permissible constant currents for the cross sections, please observe the maximum load currents of the 
terminals that are used and of the cables and wires that are connected. Wires inside the enclosures, fitted according to the 
above table, have to be suitable for a temperature ranging from 70 to 80 degrees Celsius. Simultaneity factors and load 
factors may be taken into account according to IEC 439 when the table values are applied. Mixed assembly of circuits with 
different cross sections and currents are possible with a proportionate use of the table values. 

Example: 
(general)  
 
 
 
 
 
Assembly variants having smaller or larger cross sections than the ones stated in this supplementary sheet have not been 
measured. 
They require special consideration in connection with the permissible constant currents and they require measurement in 
many cases (heating analysis). 

cross section/mm2 current/A number of conductors     utilization 
2,5 16 10 (of 30) =  33 % 
16 50 12 (of 48) =  25 % 
25 63 36 (of 90) =  40 % 
   ------------- 
  total =  98 %   <  100 % 

 
Fitting of the terminal box  Type  8150/1-0380-0600-210 
Enclosure size in mm  L,B = 600 B,H = 380 H,T = 210 
 
 
Max. Number of conductors depending on cross section and the permissible continuous current: 
Each incoming conductor and each internal connection wire is counted as a conductor. 
Bridges and earthing conductors are not counted. 
 
current

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 123
16 42 82 318
20 17 48 92
25 22 52 100
35 15 39 98
50 5 32 81
63 10 37 133
80 14 42 149

100 18 39
125 16 40
160 13 35
200 12 30 94
225 4 17 37
250 9 22 47
315 4 13 28
400 6 19 56
500 2 11

696 696 475 284 207 136 92 46 30 25 16 9 7 7 7 7
max. number of terminals depending on the above mentioned enclosure size and the cross section 

resp. max. permissible conductor cross section of the built-in terminals

cross section / mm2

additional conductors 
optional

to be specified by the 
manufacturer
(including temperature rise test)

 
 
  



 
 
SUPPLEMENTARY SHEET  19 - 54 
to EC Type Examination Certificate PTB 09 ATEX 1108 

Notes: 
 
For selection of the permissible constant currents for the cross sections, please observe the maximum load currents of the 
terminals that are used and of the cables and wires that are connected. Wires inside the enclosures, fitted according to the 
above table, have to be suitable for a temperature ranging from 70 to 80 degrees Celsius. Simultaneity factors and load 
factors may be taken into account according to IEC 439 when the table values are applied. Mixed assembly of circuits with 
different cross sections and currents are possible with a proportionate use of the table values. 

Example: 
(general)  
 
 
 
 
 
Assembly variants having smaller or larger cross sections than the ones stated in this supplementary sheet have not been 
measured. 
They require special consideration in connection with the permissible constant currents and they require measurement in 
many cases (heating analysis). 

cross section/mm2 current/A number of conductors     utilization 
2,5 16 10 (of 30) =  33 % 
16 50 12 (of 48) =  25 % 
25 63 36 (of 90) =  40 % 
   ------------- 
  total =  98 %   <  100 % 

 
Fitting of the terminal box  Type  8150/1-0400-0600-150 
Enclosure size in mm  L,B = 600 B,H = 400 H,T = 150 
 
 
Max. Number of conductors depending on cross section and the permissible continuous current: 
Each incoming conductor and each internal connection wire is counted as a conductor. 
Bridges and earthing conductors are not counted. 
 
current

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 109
16 37 72 281
20 15 42 81
25 20 46 89
35 13 35 86
50 5 28 71
63 9 33 118
80 12 37 132

100 16 35
125 14 35
160 12 31
200 11 27 83
225 4 15 32
250 8 20 41
315 4 12 24
400 5 17 49
500 2 9

760 760 488 284 207 144 92 48 32 25 16 16 8 8 8 8

cross section / mm2

max. number of terminals depending on the above mentioned enclosure size and the cross section 
resp. max. permissible conductor cross section of the built-in terminals

additional conductors 
optional

to be specified by the 
manufacturer
(including temperature rise test)

 
 
  



 
 
SUPPLEMENTARY SHEET  20 - 54 
to EC Type Examination Certificate PTB 09 ATEX 1108 

Notes: 
 
For selection of the permissible constant currents for the cross sections, please observe the maximum load currents of the 
terminals that are used and of the cables and wires that are connected. Wires inside the enclosures, fitted according to the 
above table, have to be suitable for a temperature ranging from 70 to 80 degrees Celsius. Simultaneity factors and load 
factors may be taken into account according to IEC 439 when the table values are applied. Mixed assembly of circuits with 
different cross sections and currents are possible with a proportionate use of the table values. 

Example: 
(general)  
 
 
 
 
 
Assembly variants having smaller or larger cross sections than the ones stated in this supplementary sheet have not been 
measured. 
They require special consideration in connection with the permissible constant currents and they require measurement in 
many cases (heating analysis). 

cross section/mm2 current/A number of conductors     utilization 
2,5 16 10 (of 30) =  33 % 
16 50 12 (of 48) =  25 % 
25 63 36 (of 90) =  40 % 
   ------------- 
  total =  98 %   <  100 % 

 
Fitting of the terminal box  Type  8150/1-0400-0600-210 
Enclosure size in mm  L,B = 600 B,H = 400 H,T = 210 
 
 
Max. Number of conductors depending on cross section and the permissible continuous current: 
Each incoming conductor and each internal connection wire is counted as a conductor. 
Bridges and earthing conductors are not counted. 
 
current

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6
10 126
16 43 83 325
20 18 49 94
25 23 53 103
35 15 40 100
50 6 32 83
63 11 38 136
80 14 42 152

100 18 40
125 2 16 41
160 14 36
200 13 31 96
225 5 18 37
250 9 23 48
315 4 14 28
400 6 19 57
500 2 11

760 760 488 284 207 144 92 48 32 25 16 16 8 8 8 8
max. number of terminals depending on the above mentioned enclosure size and the cross section 

resp. max. permissible conductor cross section of the built-in terminals

cross section / mm2

additional conductors 
optional

to be specified by the 
manufacturer
(including temperature rise test)

 
 
  



 
 
SUPPLEMENTARY SHEET  21 - 54 
to EC Type Examination Certificate PTB 09 ATEX 1108 

Notes: 
 
For selection of the permissible constant currents for the cross sections, please observe the maximum load currents of the 
terminals that are used and of the cables and wires that are connected. Wires inside the enclosures, fitted according to the 
above table, have to be suitable for a temperature ranging from 70 to 80 degrees Celsius. Simultaneity factors and load 
factors may be taken into account according to IEC 439 when the table values are applied. Mixed assembly of circuits with 
different cross sections and currents are possible with a proportionate use of the table values. 

Example: 
(general)  
 
 
 
 
 
Assembly variants having smaller or larger cross sections than the ones stated in this supplementary sheet have not been 
measured. 
They require special consideration in connection with the permissible constant currents and they require measurement in 
many cases (heating analysis). 

cross section/mm2 current/A number of conductors     utilization 
2,5 16 10 (of 30) =  33 % 
16 50 12 (of 48) =  25 % 
25 63 36 (of 90) =  40 % 
   ------------- 
  total =  98 %   <  100 % 

 
Fitting of the terminal box  Type  8150/1-0600-0400-210 
Enclosure size in mm  L,B = 400 B,H = 600 H,T = 210 
 
 
Max. Number of conductors depending on cross section and the permissible continuous current: 
Each incoming conductor and each internal connection wire is counted as a conductor. 
Bridges and earthing conductors are not counted. 
 
current

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 126
16 43 83 325
20 18 49 94
25 23 53 103
35 15 40 100
50 6 32 83
63 11 38 136
80 14 42 152

100 18 40
125 2 16 41
160 14 36
200 13 31 96
225 5 18 37
250 9 23 48
315 4 14 28
400 6 19 57
500 2 11

760 760 488 284 207 144 92 48 32 25 16 16 8 8 8 8

cross section / mm2

max. number of terminals depending on the above mentioned enclosure size and the cross section 
resp. max. permissible conductor cross section of the built-in terminals

additional conductors 
optional

to be specified by the 
manufacturer
(including temperature rise test)

 
 
  



 
 
SUPPLEMENTARY SHEET  22 - 54 
to EC Type Examination Certificate PTB 09 ATEX 1108 

Notes: 
 
For selection of the permissible constant currents for the cross sections, please observe the maximum load currents of the 
terminals that are used and of the cables and wires that are connected. Wires inside the enclosures, fitted according to the 
above table, have to be suitable for a temperature ranging from 70 to 80 degrees Celsius. Simultaneity factors and load 
factors may be taken into account according to IEC 439 when the table values are applied. Mixed assembly of circuits with 
different cross sections and currents are possible with a proportionate use of the table values. 

Example: 
(general)  
 
 
 
 
 
Assembly variants having smaller or larger cross sections than the ones stated in this supplementary sheet have not been 
measured. 
They require special consideration in connection with the permissible constant currents and they require measurement in 
many cases (heating analysis). 

cross section/mm2 current/A number of conductors     utilization 
2,5 16 10 (of 30) =  33 % 
16 50 12 (of 48) =  25 % 
25 63 36 (of 90) =  40 % 
   ------------- 
  total =  98 %   <  100 % 

 
Fitting of the terminal box  Type  8150/1-0400-0600-215 
Enclosure size in mm  L,B = 600 B,H = 400 H,T = 215 
 
 
Max. Number of conductors depending on cross section and the permissible continuous current: 
Each incoming conductor and each internal connection wire is counted as a conductor. 
Bridges and earthing conductors are not counted. 
 
current

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 127
16 43 84 328
20 18 49 95
25 23 54 104
35 16 40 101
50 6 33 83
63 11 39 138
80 15 43 154

100 18 40
125 2 16 41
160 14 36
200 13 31 97
225 5 18 38
250 9 23 48
315 5 14 29
400 6 20 58
500 2 11

760 760 488 284 207 144 92 48 32 25 16 16 8 8 8 8

cross section / mm2

max. number of terminals depending on the above mentioned enclosure size and the cross section 
resp. max. permissible conductor cross section of the built-in terminals

additional conductors 
optional

to be specified by the 
manufacturer
(including temperature rise test)

 
 
  



 
 
SUPPLEMENTARY SHEET  23 - 54 
to EC Type Examination Certificate PTB 09 ATEX 1108 

Notes: 
 
For selection of the permissible constant currents for the cross sections, please observe the maximum load currents of the 
terminals that are used and of the cables and wires that are connected. Wires inside the enclosures, fitted according to the 
above table, have to be suitable for a temperature ranging from 70 to 80 degrees Celsius. Simultaneity factors and load 
factors may be taken into account according to IEC 439 when the table values are applied. Mixed assembly of circuits with 
different cross sections and currents are possible with a proportionate use of the table values. 

Example: 
(general)  
 
 
 
 
 
Assembly variants having smaller or larger cross sections than the ones stated in this supplementary sheet have not been 
measured. 
They require special consideration in connection with the permissible constant currents and they require measurement in 
many cases (heating analysis). 

cross section/mm2 current/A number of conductors     utilization 
2,5 16 10 (of 30) =  33 % 
16 50 12 (of 48) =  25 % 
25 63 36 (of 90) =  40 % 
   ------------- 
  total =  98 %   <  100 % 

 
Fitting of the terminal box  Type  8150/1-0360-0750-230 
Enclosure size in mm  L,B = 750 B,H = 360 H,T = 230 
 
 
Max. Number of conductors depending on cross section and the permissible continuous current: 
Each incoming conductor and each internal connection wire is counted as a conductor. 
Bridges and earthing conductors are not counted. 
 
current

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6
10 127
16 43 84 328
20 18 49 95
25 23 54 104
35 16 41 101
50 6 33 84
63 11 39 138
80 15 43 154

100 18 41
125 2 16 41
160 14 36
200 13 31 97
225 5 18 38
250 9 23 48
315 5 14 29
400 6 20 58
500 2 11

840 840 550 328 240 160 118 63 32 32 9 9 7 7 7 7

cross section / mm2

max. number of terminals depending on the above mentioned enclosure size and the cross section 
resp. max. permissible conductor cross section of the built-in terminals

additional conductors 
optional

to be specified by the 
manufacturer
(including temperature rise test)

 
 
  



 
 
SUPPLEMENTARY SHEET  24 - 54 
to EC Type Examination Certificate PTB 09 ATEX 1108 

Notes: 
 
For selection of the permissible constant currents for the cross sections, please observe the maximum load currents of the 
terminals that are used and of the cables and wires that are connected. Wires inside the enclosures, fitted according to the 
above table, have to be suitable for a temperature ranging from 70 to 80 degrees Celsius. Simultaneity factors and load 
factors may be taken into account according to IEC 439 when the table values are applied. Mixed assembly of circuits with 
different cross sections and currents are possible with a proportionate use of the table values. 

Example: 
(general)  
 
 
 
 
 
Assembly variants having smaller or larger cross sections than the ones stated in this supplementary sheet have not been 
measured. 
They require special consideration in connection with the permissible constant currents and they require measurement in 
many cases (heating analysis). 

cross section/mm2 current/A number of conductors     utilization 
2,5 16 10 (of 30) =  33 % 
16 50 12 (of 48) =  25 % 
25 63 36 (of 90) =  40 % 
   ------------- 
  total =  98 %   <  100 % 

 
Fitting of the terminal box  Type  8150/1-0360-0900-230 
Enclosure size in mm  L,B = 900 B,H = 360 H,T = 230 
 
 
Max. Number of conductors depending on cross section and the permissible continuous current: 
Each incoming conductor and each internal connection wire is counted as a conductor. 
Bridges and earthing conductors are not counted. 
 

current
/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 127
16 44 85 329
20 18 49 95
25 23 54 104
35 16 41 101
50 6 33 84
63 11 39 138
80 15 43 155

100 18 41
125 2 16 41
160 14 36
200 13 31 97
225 5 18 38
250 9 23 48
315 5 14 29
400 6 20 58
500 2 11

1008 1008 648 369 280 192 142 84 42 39 18 18 14 14 7 7
max. number of terminals depending on the above mentioned enclosure size and the cross section 

resp. max. permissible conductor cross section of the built-in terminals

cross section / mm2

additional conductors 
optional

to be specified by the 
manufacturer
(including temperature rise test)

 
 
  



 
 
SUPPLEMENTARY SHEET  25 - 54 
to EC Type Examination Certificate PTB 09 ATEX 1108 

Notes: 
 
For selection of the permissible constant currents for the cross sections, please observe the maximum load currents of the 
terminals that are used and of the cables and wires that are connected. Wires inside the enclosures, fitted according to the 
above table, have to be suitable for a temperature ranging from 70 to 80 degrees Celsius. Simultaneity factors and load 
factors may be taken into account according to IEC 439 when the table values are applied. Mixed assembly of circuits with 
different cross sections and currents are possible with a proportionate use of the table values. 

Example: 
(general)  
 
 
 
 
 
Assembly variants having smaller or larger cross sections than the ones stated in this supplementary sheet have not been 
measured. 
They require special consideration in connection with the permissible constant currents and they require measurement in 
many cases (heating analysis). 

cross section/mm2 current/A number of conductors     utilization 
2,5 16 10 (of 30) =  33 % 
16 50 12 (of 48) =  25 % 
25 63 36 (of 90) =  40 % 
   ------------- 
  total =  98 %   <  100 % 

 
Fitting of the terminal box  Type  8150/1-0600-0600-150 
Enclosure size in mm  L,B = 600 B,H = 600 H,T = 150 
 
 
Max. Number of conductors depending on cross section and the permissible continuous current: 
Each incoming conductor and each internal connection wire is counted as a conductor. 
Bridges and earthing conductors are not counted. 
 
current

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 128
16 44 85 331
20 18 50 96
25 23 54 105
35 16 41 102
50 6 33 84
63 11 39 139
80 15 43 155

100 18 41
125 2 16 41
160 14 36
200 13 31 98
225 5 18 38
250 9 23 48
315 5 14 29
400 6 20 58
500 3 13

1140 1140 760 426 276 220 138 74 50 25 16 16 12 12 12 12
max. number of terminals depending on the above mentioned enclosure size and the cross section 

resp. max. permissible conductor cross section of the built-in terminals

cross section / mm2

additional conductors 
optional

to be specified by the 
manufacturer
(including temperature rise test)

 
 
  



 
 
SUPPLEMENTARY SHEET  26 - 54 
to EC Type Examination Certificate PTB 09 ATEX 1108 

Notes: 
 
For selection of the permissible constant currents for the cross sections, please observe the maximum load currents of the 
terminals that are used and of the cables and wires that are connected. Wires inside the enclosures, fitted according to the 
above table, have to be suitable for a temperature ranging from 70 to 80 degrees Celsius. Simultaneity factors and load 
factors may be taken into account according to IEC 439 when the table values are applied. Mixed assembly of circuits with 
different cross sections and currents are possible with a proportionate use of the table values. 

Example: 
(general)  
 
 
 
 
 
Assembly variants having smaller or larger cross sections than the ones stated in this supplementary sheet have not been 
measured. 
They require special consideration in connection with the permissible constant currents and they require measurement in 
many cases (heating analysis). 

cross section/mm2 current/A number of conductors     utilization 
2,5 16 10 (of 30) =  33 % 
16 50 12 (of 48) =  25 % 
25 63 36 (of 90) =  40 % 
   ------------- 
  total =  98 %   <  100 % 

 
Fitting of the terminal box  Type  8150/1-0600-0600-210 
Enclosure size in mm  L,B = 600 B,H = 600 H,T = 210 
 
 
Max. Number of conductors depending on cross section and the permissible continuous current: 
Each incoming conductor and each internal connection wire is counted as a conductor. 
Bridges and earthing conductors are not counted. 
 
current

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 145
16 50 97 375
20 20 56 109
25 27 62 119
35 18 46 115
50 6 37 95
63 12 44 157
80 17 49 176

100 21 46
125 2 19 47
160 16 41
200 15 36 111
225 5 20 43
250 11 26 55
315 5 16 33
400 7 22 66
500 3 13

1140 1140 760 426 276 220 138 74 50 25 16 16 12 12 12 12

cross section / mm2

max. number of terminals depending on the above mentioned enclosure size and the cross section 
resp. max. permissible conductor cross section of the built-in terminals

additional concuctors 
optional

to be specified by the 
manufacturer
(including temperature rise test)

 
 
  



 
 
SUPPLEMENTARY SHEET  27 - 54 
to EC Type Examination Certificate PTB 09 ATEX 1108 

Notes: 
 
For selection of the permissible constant currents for the cross sections, please observe the maximum load currents of the 
terminals that are used and of the cables and wires that are connected. Wires inside the enclosures, fitted according to the 
above table, have to be suitable for a temperature ranging from 70 to 80 degrees Celsius. Simultaneity factors and load 
factors may be taken into account according to IEC 439 when the table values are applied. Mixed assembly of circuits with 
different cross sections and currents are possible with a proportionate use of the table values. 

Example: 
(general)  
 
 
 
 
 
Assembly variants having smaller or larger cross sections than the ones stated in this supplementary sheet have not been 
measured. 
They require special consideration in connection with the permissible constant currents and they require measurement in 
many cases (heating analysis). 

cross section/mm2 current/A number of conductors     utilization 
2,5 16 10 (of 30) =  33 % 
16 50 12 (of 48) =  25 % 
25 63 36 (of 90) =  40 % 
   ------------- 
  total =  98 %   <  100 % 

 
Fitting of the terminal box  Type  8150/1-0600-0600-215 
Enclosure size in mm  L,B = 600 B,H = 600 H,T = 215 
 
 
Max. Number of conductors depending on cross section and the permissible continuous current: 
Each incoming conductor and each internal connection wire is counted as a conductor. 
Bridges and earthing conductors are not counted. 
 
curren

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 147
16 50 97 379
20 21 57 110
25 27 62 120
35 18 47 116
50 7 38 96
63 13 45 159
80 17 50 178

100 21 47
125 2 19 47
160 16 42
200 15 36 112
225 5 21 44
250 11 27 56
315 5 16 33
400 7 23 66
500 3 13

1140 1140 760 426 276 220 138 74 50 25 16 16 12 12 12 12

cross section / mm2

max. number of terminals depending on the above mentioned enclosure size and the cross section 
resp. max. permissible conductor cross section of the built-in terminals

additional conductors 
optional

to be specified by the 
manufacturer
(including temperature rise test)

 
 
  



 
 
SUPPLEMENTARY SHEET  28 - 54 
to EC Type Examination Certificate PTB 09 ATEX 1108 

Notes: 
 
For selection of the permissible constant currents for the cross sections, please observe the maximum load currents of the 
terminals that are used and of the cables and wires that are connected. Wires inside the enclosures, fitted according to the 
above table, have to be suitable for a temperature ranging from 70 to 80 degrees Celsius. Simultaneity factors and load 
factors may be taken into account according to IEC 439 when the table values are applied. Mixed assembly of circuits with 
different cross sections and currents are possible with a proportionate use of the table values. 

Example: 
(general)  
 
 
 
 
 
Assembly variants having smaller or larger cross sections than the ones stated in this supplementary sheet have not been 
measured. 
They require special consideration in connection with the permissible constant currents and they require measurement in 
many cases (heating analysis). 

cross section/mm2 current/A number of conductors     utilization 
2,5 16 10 (of 30) =  33 % 
16 50 12 (of 48) =  25 % 
25 63 36 (of 90) =  40 % 
   ------------- 
  total =  98 %   <  100 % 

 
Fitting of the terminal box  Type  8150/1-0480-0787-230 
Enclosure size in mm  L,B = 787 B,H = 480 H,T = 230 
 
 
Max. Number of conductors depending on cross section and the permissible continuous current: 
Each incoming conductor and each internal connection wire is counted as a conductor. 
Bridges and earthing conductors are not counted. 
 
current

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 146
16 50 97 378
20 21 57 109
25 27 62 119
35 18 47 116
50 7 38 96
63 13 45 158
80 17 49 177

100 21 47
125 2 19 47
160 16 42
200 15 36 111
225 5 21 44
250 11 26 55
315 5 16 33
400 7 23 66
500 3 13

1200 1200 825 470 324 222 144 98 40 40 24 21 16 16 16 16

cross section / mm2

max. number of terminals depending on the above mentioned enclosure size and the cross section 
resp. max. permissible conductor cross section of the built-in terminals

additional conductors 
optional

to be specified by the 
manufacturer
(including temperature rise test)

 
 
  



 
 
SUPPLEMENTARY SHEET  29 - 54 
to EC Type Examination Certificate PTB 09 ATEX 1108 

Notes: 
 
For selection of the permissible constant currents for the cross sections, please observe the maximum load currents of the 
terminals that are used and of the cables and wires that are connected. Wires inside the enclosures, fitted according to the 
above table, have to be suitable for a temperature ranging from 70 to 80 degrees Celsius. Simultaneity factors and load 
factors may be taken into account according to IEC 439 when the table values are applied. Mixed assembly of circuits with 
different cross sections and currents are possible with a proportionate use of the table values. 

Example: 
(general)  
 
 
 
 
 
Assembly variants having smaller or larger cross sections than the ones stated in this supplementary sheet have not been 
measured. 
They require special consideration in connection with the permissible constant currents and they require measurement in 
many cases (heating analysis). 

cross section/mm2 current/A number of conductors     utilization 
2,5 16 10 (of 30) =  33 % 
16 50 12 (of 48) =  25 % 
25 63 36 (of 90) =  40 % 
   ------------- 
  total =  98 %   <  100 % 

 
Fitting of the terminal box  Type  8150/1-0360-1100-230 
Enclosure size in mm  L,B = 1100 B,H = 360 H,T = 230 
 
 
Max. Number of conductors depending on cross section and the permissible continuous current: 
Each incoming conductor and each internal connection wire is counted as a conductor. 
Bridges and earthing conductors are not counted. 
 
current

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6
10 127
16 43 85 329
20 18 49 95
25 23 54 104
35 16 41 101
50 6 33 84
63 11 39 138
80 15 43 154

100 18 41
125 2 16 41
160 14 36
200 13 31 97
225 5 18 38
250 9 23 48
315 5 14 29
400 6 20 58
500 2 11

1246 1246 810 492 320 224 174 105 48 48 18 18 14 14 14 14
max. number of terminals depending on the above mentioned enclosure size and the cross section 

resp. max. permissible conductor cross section of the built-in terminals

cross section / mm2

additional conductors 
optional

to be specified by the 
manufacturer
(including temperature rise test)

 
 
  



 
 
SUPPLEMENTARY SHEET  30 - 54 
to EC Type Examination Certificate PTB 09 ATEX 1108 

Notes: 
 
For selection of the permissible constant currents for the cross sections, please observe the maximum load currents of the 
terminals that are used and of the cables and wires that are connected. Wires inside the enclosures, fitted according to the 
above table, have to be suitable for a temperature ranging from 70 to 80 degrees Celsius. Simultaneity factors and load 
factors may be taken into account according to IEC 439 when the table values are applied. Mixed assembly of circuits with 
different cross sections and currents are possible with a proportionate use of the table values. 

Example: 
(general)  
 
 
 
 
 
Assembly variants having smaller or larger cross sections than the ones stated in this supplementary sheet have not been 
measured. 
They require special consideration in connection with the permissible constant currents and they require measurement in 
many cases (heating analysis). 

cross section/mm2 current/A number of conductors     utilization 
2,5 16 10 (of 30) =  33 % 
16 50 12 (of 48) =  25 % 
25 63 36 (of 90) =  40 % 
   ------------- 
  total =  98 %   <  100 % 

 
Fitting of the terminal box  Type  8150/1-0600-0760-210 
Enclosure size in mm  L,B = 760 B,H = 600 H,T = 210 
 
 
Max. Number of conductors depending on cross section and the permissible continuous current: 
Each incoming conductor and each internal connection wire is counted as a conductor. 
Bridges and earthing conductors are not counted. 
 
current

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 154
16 53 103 399
20 22 60 116
25 28 65 126
35 19 49 123
50 7 40 101
63 13 47 167
80 18 52 187

100 22 49
125 2 20 50
160 17 44
200 16 38 118
225 6 22 46
250 11 28 58
315 6 17 35
400 7 24 70
500 3 14

1452 1452 968 568 414 284 184 111 66 50 32 20 16 16 16 16

cross section / mm2

max. number of terminals depending on the above mentioned enclosure size and the cross section 
resp. max. permissible conductor cross section of the built-in terminals

additional conductors 
optional

to be specified by the 
manufacturer
(including temperature rise test)

 
 
  



 
 
SUPPLEMENTARY SHEET  31 - 54 
to EC Type Examination Certificate PTB 09 ATEX 1108 

Notes: 
 
For selection of the permissible constant currents for the cross sections, please observe the maximum load currents of the 
terminals that are used and of the cables and wires that are connected. Wires inside the enclosures, fitted according to the 
above table, have to be suitable for a temperature ranging from 70 to 80 degrees Celsius. Simultaneity factors and load 
factors may be taken into account according to IEC 439 when the table values are applied. Mixed assembly of circuits with 
different cross sections and currents are possible with a proportionate use of the table values. 

Example: 
(general)  
 
 
 
 
 
Assembly variants having smaller or larger cross sections than the ones stated in this supplementary sheet have not been 
measured. 
They require special consideration in connection with the permissible constant currents and they require measurement in 
many cases (heating analysis). 

cross section/mm2 current/A number of conductors     utilization 
2,5 16 10 (of 30) =  33 % 
16 50 12 (of 48) =  25 % 
25 63 36 (of 90) =  40 % 
   ------------- 
  total =  98 %   <  100 % 

 
Fitting of the terminal box  Type  8150/1-0360-1300-230 
Enclosure size in mm  L,B = 1300 B,H = 360 H,T = 230 
 
 
Max. Number of conductors depending on cross section and the permissible continuous current: 
Each incoming conductor and each internal connection wire is counted as a conductor. 
Bridges and earthing conductors are not counted. 
 

current
/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 127
16 43 84 328
20 18 49 95
25 23 54 104
35 16 40 101
50 6 33 83
63 11 39 137
80 15 43 154

100 18 40
125 2 16 41
160 14 36
200 13 31 97
225 5 18 38
250 9 23 48
315 5 14 29
400 6 20 57
500 2 11

1477 1477 972 574 400 256 206 126 57 57 27 27 21 14 14 14
max. number of terminals depending on the above mentioned enclosure size and the cross section 

resp. max. permissible conductor cross section of the built-in terminals

cross section / mm2

additional conductors 
optional

to be specified by the 
manufacturer
(including temperature rise test)

 
 
  



 
 
SUPPLEMENTARY SHEET  32 - 54 
to EC Type Examination Certificate PTB 09 ATEX 1108 

Notes: 
 
For selection of the permissible constant currents for the cross sections, please observe the maximum load currents of the 
terminals that are used and of the cables and wires that are connected. Wires inside the enclosures, fitted according to the 
above table, have to be suitable for a temperature ranging from 70 to 80 degrees Celsius. Simultaneity factors and load 
factors may be taken into account according to IEC 439 when the table values are applied. Mixed assembly of circuits with 
different cross sections and currents are possible with a proportionate use of the table values. 

Example: 
(general)  
 
 
 
 
 
Assembly variants having smaller or larger cross sections than the ones stated in this supplementary sheet have not been 
measured. 
They require special consideration in connection with the permissible constant currents and they require measurement in 
many cases (heating analysis). 

cross section/mm2 current/A number of conductors     utilization 
2,5 16 10 (of 30) =  33 % 
16 50 12 (of 48) =  25 % 
25 63 36 (of 90) =  40 % 
   ------------- 
  total =  98 %   <  100 % 

 
Fitting of the terminal box  Type  8150/1-0787-0600-150 
Enclosure size in mm  L,B = 600 B,H = 787 H,T = 150 
 
 
Max. Number of conductors depending on cross section and the permissible continuous current: 
Each incoming conductor and each internal connection wire is counted as a conductor. 
Bridges and earthing conductors are not counted. 
 
current

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 138
16 47 92 358
20 19 54 104
25 25 59 113
35 17 44 110
50 6 36 91
63 12 42 150
80 16 47 168

100 20 44
125 2 18 45
160 15 39
200 14 34 105
225 5 19 41
250 10 25 52
315 5 15 31
400 7 21 63
500 3 12

1520 1520 1045 568 414 296 186 111 68 50 32 21 16 16 16 16
max. number of terminals depending on the above mentioned enclosure size and the cross section 

resp. max. permissible conductor cross section of the built-in terminals

cross section / mm2

additional conductors 
optional

to be specified by the 
manufacturer
(including temperature rise test)

 
 
  



 
 
SUPPLEMENTARY SHEET  33 - 54 
to EC Type Examination Certificate PTB 09 ATEX 1108 

Notes: 
 
For selection of the permissible constant currents for the cross sections, please observe the maximum load currents of the 
terminals that are used and of the cables and wires that are connected. Wires inside the enclosures, fitted according to the 
above table, have to be suitable for a temperature ranging from 70 to 80 degrees Celsius. Simultaneity factors and load 
factors may be taken into account according to IEC 439 when the table values are applied. Mixed assembly of circuits with 
different cross sections and currents are possible with a proportionate use of the table values. 

Example: 
(general)  
 
 
 
 
 
Assembly variants having smaller or larger cross sections than the ones stated in this supplementary sheet have not been 
measured. 
They require special consideration in connection with the permissible constant currents and they require measurement in 
many cases (heating analysis). 

cross section/mm2 current/A number of conductors     utilization 
2,5 16 10 (of 30) =  33 % 
16 50 12 (of 48) =  25 % 
25 63 36 (of 90) =  40 % 
   ------------- 
  total =  98 %   <  100 % 

 
Fitting of the terminal box  Type  8150/1-0787-0600-210 
Enclosure size in mm  L,B = 600 B,H = 787 H,T = 210 
 
 
Max. Number of conductors depending on cross section and the permissible continuous current: 
Each incoming conductor and each internal connection wire is counted as a conductor. 
Bridges and earthing conductors are not counted. 
 
current

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 155
16 53 103 401
20 22 60 116
25 28 66 127
35 19 50 123
50 7 40 102
63 13 47 168
80 18 53 189

100 22 50
125 2 20 50
160 17 44
200 16 38 118
225 6 22 46
250 11 28 59
315 6 17 35
400 8 24 70
500 3 14

1520 1520 1045 568 414 296 186 111 68 50 32 21 16 16 16 16

cross section / mm2

max. number of terminals depending on the above mentioned enclosure size and the cross section 
resp. max. permissible conductor cross section of the built-in terminals

additional conductors 
optional

to be specified by the 
manufacturer
(including temperature rise test)

 
 
  



 
 
SUPPLEMENTARY SHEET  34 - 54 
to EC Type Examination Certificate PTB 09 ATEX 1108 

Notes: 
 
For selection of the permissible constant currents for the cross sections, please observe the maximum load currents of the 
terminals that are used and of the cables and wires that are connected. Wires inside the enclosures, fitted according to the 
above table, have to be suitable for a temperature ranging from 70 to 80 degrees Celsius. Simultaneity factors and load 
factors may be taken into account according to IEC 439 when the table values are applied. Mixed assembly of circuits with 
different cross sections and currents are possible with a proportionate use of the table values. 

Example: 
(general)  
 
 
 
 
 
Assembly variants having smaller or larger cross sections than the ones stated in this supplementary sheet have not been 
measured. 
They require special consideration in connection with the permissible constant currents and they require measurement in 
many cases (heating analysis). 

cross section/mm2 current/A number of conductors     utilization 
2,5 16 10 (of 30) =  33 % 
16 50 12 (of 48) =  25 % 
25 63 36 (of 90) =  40 % 
   ------------- 
  total =  98 %   <  100 % 

 
Fitting of the terminal box  Type  8150/1-0600-0800-150 
Enclosure size in mm  L,B = 800 B,H = 600 H,T = 150 
 
 
Max. Number of conductors depending on cross section and the permissible continuous current: 
Each incoming conductor and each internal connection wire is counted as a conductor. 
Bridges and earthing conductors are not counted. 
 

current
/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 139
16 47 92 359
20 20 54 104
25 25 59 113
35 17 44 110
50 6 36 91
63 12 42 151
80 16 47 169

100 20 44
125 2 18 45
160 15 40
200 14 34 106
225 5 15 31
250 10 25 53
315 5 15 31
400 7 21 63
500 3 12

1536 1536 1034 576 414 300 186 111 68 50 32 32 17 17 17 17

cross section / mm2

max. number of terminals depending on the above mentioned enclosure size and the cross section 
resp. max. permissible conductor cross section of the built-in terminals

additional conductors 
optional

to be specified by the 
manufacturer
(including temperature rise test)

 
 
  



 
 
SUPPLEMENTARY SHEET  35 - 54 
to EC Type Examination Certificate PTB 09 ATEX 1108 

Notes: 
 
For selection of the permissible constant currents for the cross sections, please observe the maximum load currents of the 
terminals that are used and of the cables and wires that are connected. Wires inside the enclosures, fitted according to the 
above table, have to be suitable for a temperature ranging from 70 to 80 degrees Celsius. Simultaneity factors and load 
factors may be taken into account according to IEC 439 when the table values are applied. Mixed assembly of circuits with 
different cross sections and currents are possible with a proportionate use of the table values. 

Example: 
(general)  
 
 
 
 
 
Assembly variants having smaller or larger cross sections than the ones stated in this supplementary sheet have not been 
measured. 
They require special consideration in connection with the permissible constant currents and they require measurement in 
many cases (heating analysis). 

cross section/mm2 current/A number of conductors     utilization 
2,5 16 10 (of 30) =  33 % 
16 50 12 (of 48) =  25 % 
25 63 36 (of 90) =  40 % 
   ------------- 
  total =  98 %   <  100 % 

 
Fitting of the terminal box  Type  8150/1-0600-0800-215 
Enclosure size in mm  L,B = 800 B,H = 600 H,T = 215 
 
 
Max. Number of conductors depending on cross section and the permissible continuous current: 
Each incoming conductor and each internal connection wire is counted as a conductor. 
Bridges and earthing conductors are not counted. 
 

current
/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 157
16 54 105 406
20 22 61 118
25 29 67 128
35 19 50 125
50 7 41 103
63 14 48 171
80 18 53 191

100 23 50
125 2 20 51
160 17 45
200 16 39 120
225 6 22 47
250 12 29 60
315 6 17 36
400 8 24 71
500 3 14

1536 1536 1034 576 414 300 186 111 68 50 32 32 17 17 17 17

cross section / mm2

additional conductors 
optional

to be specified by the 
manufacturer
(including temperature rise test)

max. number of terminals depending on the above mentioned enclosure size and the cross section 
resp. max. permissible conductor cross section of the built-in terminals

 
 
  



 
 
SUPPLEMENTARY SHEET  36 - 54 
to EC Type Examination Certificate PTB 09 ATEX 1108 

Notes: 
 
For selection of the permissible constant currents for the cross sections, please observe the maximum load currents of the 
terminals that are used and of the cables and wires that are connected. Wires inside the enclosures, fitted according to the 
above table, have to be suitable for a temperature ranging from 70 to 80 degrees Celsius. Simultaneity factors and load 
factors may be taken into account according to IEC 439 when the table values are applied. Mixed assembly of circuits with 
different cross sections and currents are possible with a proportionate use of the table values. 

Example: 
(general)  
 
 
 
 
 
Assembly variants having smaller or larger cross sections than the ones stated in this supplementary sheet have not been 
measured. 
They require special consideration in connection with the permissible constant currents and they require measurement in 
many cases (heating analysis). 

cross section/mm2 current/A number of conductors     utilization 
2,5 16 10 (of 30) =  33 % 
16 50 12 (of 48) =  25 % 
25 63 36 (of 90) =  40 % 
   ------------- 
  total =  98 %   <  100 % 

 
Fitting of the terminal box  Type  8150/1-0760-0760-300 
Enclosure size in mm  L,B = 760 B,H = 760 H,T = 300 
 
 
Max. Number of conductors depending on cross section and the permissible continuous current: 
Each incoming conductor and each internal connection wire is counted as a conductor. 
Bridges and earthing conductors are not counted. 
 

current
/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 194
16 66 129 501
20 27 75 145
25 36 82 158
35 24 62 154
50 9 50 127
63 17 59 210
80 23 66 235

100 28 62
125 3 25 63
160 21 55
200 20 48 148
225 7 27 58
250 14 35 74
315 7 21 44
400 9 30 88
500 4 17

1815 1815 1210 728 534 355 236 144 66 66 40 20 16 16 16 16

cross section / mm2

max. number of terminals depending on the above mentioned enclosure size and the cross section 
resp. max. permissible conductor cross section of the built-in terminals

additional conductors 
optional

to be specified by the 
manufacturer
(including temperature rise test)

 
 
  



 
 
SUPPLEMENTARY SHEET  37 - 54 
to EC Type Examination Certificate PTB 09 ATEX 1108 

Notes: 
 
For selection of the permissible constant currents for the cross sections, please observe the maximum load currents of the 
terminals that are used and of the cables and wires that are connected. Wires inside the enclosures, fitted according to the 
above table, have to be suitable for a temperature ranging from 70 to 80 degrees Celsius. Simultaneity factors and load 
factors may be taken into account according to IEC 439 when the table values are applied. Mixed assembly of circuits with 
different cross sections and currents are possible with a proportionate use of the table values. 

Example: 
(general)  
 
 
 
 
 
Assembly variants having smaller or larger cross sections than the ones stated in this supplementary sheet have not been 
measured. 
They require special consideration in connection with the permissible constant currents and they require measurement in 
many cases (heating analysis). 

cross section/mm2 current/A number of conductors     utilization 
2,5 16 10 (of 30) =  33 % 
16 50 12 (of 48) =  25 % 
25 63 36 (of 90) =  40 % 
   ------------- 
  total =  98 %   <  100 % 

 
Fitting of the terminal box  Type  8150/1-0787-0787-210 
Enclosure size in mm  L,B = 787 B,H = 787 H,T = 210 
 
 
Max. Number of conductors depending on cross section and the permissible continuous current: 
Each incoming conductor and each internal connection wire is counted as a conductor. 
Bridges and earthing conductors are not counted. 
 

current
/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 172
16 59 114 144
20 24 67 129
25 32 73 140
35 21 55 137
50 8 44 113
63 15 52 186
80 20 58 209

100 25 55
125 2 22 56
160 19 49
200 17 42 131
225 6 24 51
250 13 31 65
315 6 19 39
400 8 27 78
500 3 15

2016 2016 1386 752 552 370 248 147 68 68 42 21 16 16 16 16
max. number of terminals depending on the above mentioned enclosure size and the cross section 

resp. max. permissible conductor cross section of the built-in terminals

cross section / mm2

to be specified by the 
manufacturer
(including temperature rise test)

additional conductors 
optional

 
 
  



 
 
SUPPLEMENTARY SHEET  38 - 54 
to EC Type Examination Certificate PTB 09 ATEX 1108 

Notes: 
 
For selection of the permissible constant currents for the cross sections, please observe the maximum load currents of the 
terminals that are used and of the cables and wires that are connected. Wires inside the enclosures, fitted according to the 
above table, have to be suitable for a temperature ranging from 70 to 80 degrees Celsius. Simultaneity factors and load 
factors may be taken into account according to IEC 439 when the table values are applied. Mixed assembly of circuits with 
different cross sections and currents are possible with a proportionate use of the table values. 

Example: 
(general)  
 
 
 
 
 
Assembly variants having smaller or larger cross sections than the ones stated in this supplementary sheet have not been 
measured. 
They require special consideration in connection with the permissible constant currents and they require measurement in 
many cases (heating analysis). 

cross section/mm2 current/A number of conductors     utilization 
2,5 16 10 (of 30) =  33 % 
16 50 12 (of 48) =  25 % 
25 63 36 (of 90) =  40 % 
   ------------- 
  total =  98 %   <  100 % 

 
Fitting of the terminal box  Type  8150/1-0800-0800-150 
Enclosure size in mm  L,B = 800 B,H = 800 H,T = 150 
 
 
Max. Number of conductors depending on cross section and the permissible continuous current: 
Each incoming conductor and each internal connection wire is counted as a conductor. 
Bridges and earthing conductors are not counted. 
 
current

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 157
16 54 104 405
20 22 61 117
25 29 66 128
35 19 50 124
50 7 40 103
63 13 48 170
80 18 53 190

100 23 50
125 2 20 51
160 17 45
200 16 39 119
225 6 22 47
250 12 28 59
315 6 17 35
400 8 24 71
500 3 14

2048 2048 1408 768 558 375 248 150 68 68 42 42 17 17 17 17

cross section / mm2

max. number of terminals depending on the above mentioned enclosure size and the cross section 
resp. max. permissible conductor cross section of the built-in terminals

additional conductors 
optional

to be specified by the 
manufacturer
(including temperature rise test)

 
 
  



 
 
SUPPLEMENTARY SHEET  39 - 54 
to EC Type Examination Certificate PTB 09 ATEX 1108 

Notes: 
 
For selection of the permissible constant currents for the cross sections, please observe the maximum load currents of the 
terminals that are used and of the cables and wires that are connected. Wires inside the enclosures, fitted according to the 
above table, have to be suitable for a temperature ranging from 70 to 80 degrees Celsius. Simultaneity factors and load 
factors may be taken into account according to IEC 439 when the table values are applied. Mixed assembly of circuits with 
different cross sections and currents are possible with a proportionate use of the table values. 

Example: 
(general)  
 
 
 
 
 
Assembly variants having smaller or larger cross sections than the ones stated in this supplementary sheet have not been 
measured. 
They require special consideration in connection with the permissible constant currents and they require measurement in 
many cases (heating analysis). 

cross section/mm2 current/A number of conductors     utilization 
2,5 16 10 (of 30) =  33 % 
16 50 12 (of 48) =  25 % 
25 63 36 (of 90) =  40 % 
   ------------- 
  total =  98 %   <  100 % 

 
Fitting of the terminal box  Type  8150/1-0800-0800-215 
Enclosure size in mm  L,B = 800 B,H = 800 H,T = 215 
 
 
Max. Number of conductors depending on cross section and the permissible continuous current: 
Each incoming conductor and each internal connection wire is counted as a conductor. 
Bridges and earthing conductors are not counted. 
 

current
/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 175
16 60 116 453
20 25 68 131
25 32 74 143
35 22 56 139
50 8 45 115
63 15 53 190
80 20 59 213

100 25 56
125 2 22 57
160 19 50
200 18 43 134
225 6 25 52
250 13 32 66
315 6 19 40
400 9 27 79
500 4 16

2048 2048 1408 768 558 375 248 150 68 68 42 42 17 17 17 17

cross section / mm2

max. number of terminals depending on the above mentioned enclosure size and the cross section 
resp. max. permissible conductor cross section of the built-in terminals

additional conductors 
optional

to be specified by the 
manufacturer
(including temperature rise test)

 
 
  



 
 
SUPPLEMENTARY SHEET  40 - 54 
to EC Type Examination Certificate PTB 09 ATEX 1108 

Notes: 
 
For selection of the permissible constant currents for the cross sections, please observe the maximum load currents of the 
terminals that are used and of the cables and wires that are connected. Wires inside the enclosures, fitted according to the 
above table, have to be suitable for a temperature ranging from 70 to 80 degrees Celsius. Simultaneity factors and load 
factors may be taken into account according to IEC 439 when the table values are applied. Mixed assembly of circuits with 
different cross sections and currents are possible with a proportionate use of the table values. 

Example: 
(general)  
 
 
 
 
 
Assembly variants having smaller or larger cross sections than the ones stated in this supplementary sheet have not been 
measured. 
They require special consideration in connection with the permissible constant currents and they require measurement in 
many cases (heating analysis). 

cross section/mm2 current/A number of conductors     utilization 
2,5 16 10 (of 30) =  33 % 
16 50 12 (of 48) =  25 % 
25 63 36 (of 90) =  40 % 
   ------------- 
  total =  98 %   <  100 % 

 
Fitting of the terminal box  Type  8150/1-0800-1000-150 
Enclosure size in mm  L,B = 1000 B,H = 800 H,T = 150 
 
 
Max. Number of conductors depending on cross section and the permissible continuous current: 
Each incoming conductor and each internal connection wire is counted as a conductor. 
Bridges and earthing conductors are not counted. 
 
current

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 168
16 58 112 435
20 24 65 126
25 31 71 138
35 21 54 134
50 8 44 111
63 15 51 182
80 20 57 204

100 24 54
125 2 22 54
160 19 48
200 17 41 128
225 6 24 50
250 12 31 64
315 6 18 38
400 8 26 76
500 3 15

2576 2576 1792 968 744 470 372 200 102 102 54 54 34 34 34 34
max. number of terminals depending on the above mentioned enclosure size and the cross section 

resp. max. permissible conductor cross section of the built-in terminals

cross section / mm2

additonal conductors 
optional

to be specified by the 
manufacturer
(including temperature rise test)

 
 
  



 
 
SUPPLEMENTARY SHEET  41 - 54 
to EC Type Examination Certificate PTB 09 ATEX 1108 

Notes: 
 
For selection of the permissible constant currents for the cross sections, please observe the maximum load currents of the 
terminals that are used and of the cables and wires that are connected. Wires inside the enclosures, fitted according to the 
above table, have to be suitable for a temperature ranging from 70 to 80 degrees Celsius. Simultaneity factors and load 
factors may be taken into account according to IEC 439 when the table values are applied. Mixed assembly of circuits with 
different cross sections and currents are possible with a proportionate use of the table values. 

Example: 
(general)  
 
 
 
 
 
Assembly variants having smaller or larger cross sections than the ones stated in this supplementary sheet have not been 
measured. 
They require special consideration in connection with the permissible constant currents and they require measurement in 
many cases (heating analysis). 

cross section/mm2 current/A number of conductors     utilization 
2,5 16 10 (of 30) =  33 % 
16 50 12 (of 48) =  25 % 
25 63 36 (of 90) =  40 % 
   ------------- 
  total =  98 %   <  100 % 

 
Fitting of the terminal box  Type  8150/1-0800-1000-300 
Enclosure size in mm  L,B = 1000 B,H = 800 H,T = 300 
 
 
Max. Number of conductors depending on cross section and the permissible continuous current: 
Each incoming conductor and each internal connection wire is counted as a conductor. 
Bridges and earthing conductors are not counted. 
 
current

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 211
16 72 40 545
20 30 82 158
25 39 90 172
35 26 67 168
50 10 55 139
63 18 64 229
80 25 71 256

100 31 67
125 2 27 68
160 23 60
200 21 52 161
225 8 30 63
250 16 38 80
315 8 23 48
400 10 33 96
500 4 19

2576 2576 1792 968 744 470 372 200 102 102 54 54 34 34 34 34

cross section / mm2

max. number of terminals depending on the above mentioned enclosure size and the cross section 
resp. max. permissible conductor cross section of the built-in terminals

additional conductors 
optional

to be specified by the 
manufacturer
(including temperature rise test)

 
 
  



 
 
SUPPLEMENTARY SHEET  42 - 54 
to EC Type Examination Certificate PTB 09 ATEX 1108 

Notes: 
 
For selection of the permissible constant currents for the cross sections, please observe the maximum load currents of the 
terminals that are used and of the cables and wires that are connected. Wires inside the enclosures, fitted according to the 
above table, have to be suitable for a temperature ranging from 70 to 80 degrees Celsius. Simultaneity factors and load 
factors may be taken into account according to IEC 439 when the table values are applied. Mixed assembly of circuits with 
different cross sections and currents are possible with a proportionate use of the table values. 

Example: 
(general)  
 
 
 
 
 
Assembly variants having smaller or larger cross sections than the ones stated in this supplementary sheet have not been 
measured. 
They require special consideration in connection with the permissible constant currents and they require measurement in 
many cases (heating analysis). 

cross section/mm2 current/A number of conductors     utilization 
2,5 16 10 (of 30) =  33 % 
16 50 12 (of 48) =  25 % 
25 63 36 (of 90) =  40 % 
   ------------- 
  total =  98 %   <  100 % 

 
Fitting of the terminal box  Type  8150/1-0800-1200-300 
Enclosure size in mm  L,B = 1200 B,H = 800 H,T = 300 
 
 
Max. Number of conductors depending on cross section and the permissible continuous current: 
Each incoming conductor and each internal connection wire is counted as a conductor. 
Bridges and earthing conductors are not counted. 
 
current

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 218
16 75 145 563
20 31 85 163
25 40 93 178
35 27 70 173
50 10 56 143
63 19 67 236
80 25 74 265

100 32 70
125 3 28 71
160 24 62
200 22 54 166
225 8 31 65
250 16 40 83
315 8 24 49
400 11 34 99
500 5 19

3200 3200 2176 1248 852 600 434 250 136 103 66 66 34 34 34 34

cross section / mm2

max. number of terminals depending on the above mentioned enclosure size and the cross section 
resp. max. permissible conductor cross section of the built-in terminals

additional conductors 
optional

to be specified by the 
manufacturer
(including temperature rise test)

 
 
  



 
 
SUPPLEMENTARY SHEET  43 - 54 
to EC Type Examination Certificate PTB 09 ATEX 1108 

Notes: 
 
For selection of the permissible constant currents for the cross sections, please observe the maximum load currents of the 
terminals that are used and of the cables and wires that are connected. Wires inside the enclosures, fitted according to the 
above table, have to be suitable for a temperature ranging from 70 to 80 degrees Celsius. Simultaneity factors and load 
factors may be taken into account according to IEC 439 when the table values are applied. Mixed assembly of circuits with 
different cross sections and currents are possible with a proportionate use of the table values. 

Example: 
(general)  
 
 
 
 
 
Assembly variants having smaller or larger cross sections than the ones stated in this supplementary sheet have not been 
measured. 
They require special consideration in connection with the permissible constant currents and they require measurement in 
many cases (heating analysis). 

cross section/mm2 current/A number of conductors     utilization 
2,5 16 10 (of 30) =  33 % 
16 50 12 (of 48) =  25 % 
25 63 36 (of 90) =  40 % 
   ------------- 
  total =  98 %   <  100 % 

 
Fitting of the terminal box  Type  8150/1-1000-1200-300 
Enclosure size in mm  L,B = 1200 B,H = 1000 H,T = 300 
 
 
Max. Number of conductors depending on cross section and the permissible continuous current: 
Each incoming conductor and each internal connection wire is counted as a conductor. 
Bridges and earthing conductors are not counted. 
 

current
/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 240
16 82 160 620
20 34 93 180
25 44 102 196
35 30 77 191
50 11 62 158
63 21 73 260
80 28 81 291

100 35 77
125 3 31 78
160 27 69
200 24 59 183
225 9 34 72
250 18 44 91
315 9 26 54
400 12 37 109
500 5 21

4025 4025 2737 1573 1136 752 570 315 176 159 81 81 50 50 50 50

cross section / mm2

max. number of terminals depending on the above mentioned enclosure size and the cross section 
resp. max. permissible conductor cross section of the built-in terminals

additional conductors 
optional

to be specified by the 
manufacturer
(including temperature rise test)

 
 
  



 
 
SUPPLEMENTARY SHEET  44 - 54 
to EC Type Examination Certificate PTB 09 ATEX 1108 

Notes: 
 
For selection of the permissible constant currents for the cross sections, please observe the maximum load currents of the 
terminals that are used and of the cables and wires that are connected. Wires inside the enclosures, fitted according to the 
above table, have to be suitable for a temperature ranging from 70 to 80 degrees Celsius. Simultaneity factors and load 
factors may be taken into account according to IEC 439 when the table values are applied. Mixed assembly of circuits with 
different cross sections and currents are possible with a proportionate use of the table values. 

Example: 
(general)  
 
 
 
 
 
Assembly variants having smaller or larger cross sections than the ones stated in this supplementary sheet have not been 
measured. 
They require special consideration in connection with the permissible constant currents and they require measurement in 
many cases (heating analysis). 

cross section/mm2 current/A number of conductors     utilization 
2,5 16 10 (of 30) =  33 % 
16 50 12 (of 48) =  25 % 
25 63 36 (of 90) =  40 % 
   ------------- 
  total =  98 %   <  100 % 

 
Fitting of the terminal box  Type  8150/1-0800-1600-300 
Enclosure size in mm  L,B = 1600 B,H = 800 H,T = 300 
 
 
Max. Number of conductors depending on cross section and the permissible continuous current: 
Each incoming conductor and each internal connection wire is counted as a conductor. 
Bridges and earthing conductors are not counted. 
 
current

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 225
16 77 150 582
20 32 88 169
25 41 96 184
35 28 72 179
50 10 58 148
63 20 69 244
80 26 76 274

100 33 72
125 3 29 73
160 25 64
200 23 56 172
225 8 32 67
250 17 41 86
315 8 25 51
400 11 35 102
500 5 20

4224 4224 2871 1632 1209 765 558 350 170 142 88 88 51 51 51 51

cross section / mm2

max. number of terminals depending on the above mentioned enclosure size and the cross section 
resp. max. permissible conductor cross section of the built-in terminals

additional conductors 
optional

to be specified by the 
manufacturer
(including temperature rise test)

 
 
  



 
 
SUPPLEMENTARY SHEET  45 - 54 
to EC Type Examination Certificate PTB 09 ATEX 1108 

Notes: 
 
For selection of the permissible constant currents for the cross sections, please observe the maximum load currents of the 
terminals that are used and of the cables and wires that are connected. Wires inside the enclosures, fitted according to the 
above table, have to be suitable for a temperature ranging from 70 to 80 degrees Celsius. Simultaneity factors and load 
factors may be taken into account according to IEC 439 when the table values are applied. Mixed assembly of circuits with 
different cross sections and currents are possible with a proportionate use of the table values. 

Example: 
(general)  
 
 
 
 
 
Assembly variants having smaller or larger cross sections than the ones stated in this supplementary sheet have not been 
measured. 
They require special consideration in connection with the permissible constant currents and they require measurement in 
many cases (heating analysis). 

cross section/mm2 current/A number of conductors     utilization 
2,5 16 10 (of 30) =  33 % 
16 50 12 (of 48) =  25 % 
25 63 36 (of 90) =  40 % 
   ------------- 
  total =  98 %   <  100 % 

 
Fitting of the terminal box  Type  8150/1-0116-0176-091 
Enclosure size in mm  L,B = 176,5 B,H = 116,5 H,T = 91 
 
 
Max. Number of conductors depending on cross section and the permissible continuous current: 
Each incoming conductor and each internal connection wire is counted as a conductor. 
Bridges and earthing conductors are not counted. 
 
current

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 45
16 15 30 116
20 6 17 33
25 8 19 36
35 5 14 35
50 2 11 29
63 4 13 48
80 5 15 54

100 6 14
125 5 14
160 5 12
200 4 11 34
225 6 13
250 3 8 17
315 5 10
400 2 7 20
500 4

42 42 28 18 10 8 7 0 0 0 0 0 0 0 0 0

cross section / mm2

max. number of terminals depending on the above mentioned enclosure size and the cross section 
resp. max. permissible conductor cross section of the built-in terminals

to be specified by the 
manufacturer
(including temperature rise test)

additional conductors 
optional

 
 
  



 
 
SUPPLEMENTARY SHEET  46 - 54 
to EC Type Examination Certificate PTB 09 ATEX 1108 

Notes: 
 
For selection of the permissible constant currents for the cross sections, please observe the maximum load currents of the 
terminals that are used and of the cables and wires that are connected. Wires inside the enclosures, fitted according to the 
above table, have to be suitable for a temperature ranging from 70 to 80 degrees Celsius. Simultaneity factors and load 
factors may be taken into account according to IEC 439 when the table values are applied. Mixed assembly of circuits with 
different cross sections and currents are possible with a proportionate use of the table values. 

Example: 
(general)  
 
 
 
 
 
Assembly variants having smaller or larger cross sections than the ones stated in this supplementary sheet have not been 
measured. 
They require special consideration in connection with the permissible constant currents and they require measurement in 
many cases (heating analysis). 

cross section/mm2 current/A number of conductors     utilization 
2,5 16 10 (of 30) =  33 % 
16 50 12 (of 48) =  25 % 
25 63 36 (of 90) =  40 % 
   ------------- 
  total =  98 %   <  100 % 

 
Fitting of the terminal box  Type  8150/1-0176-0176-091 
Enclosure size in mm  L,B = 176,5 B,H = 176,5 H,T = 91 
 
 
Max. Number of conductors depending on cross section and the permissible continuous current: 
Each incoming conductor and each internal connection wire is counted as a conductor. 
Bridges and earthing conductors are not counted. 
 
current

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 51
16 17 34 132
20 7 19 38
25 9 21 41
35 6 16 40
50 2 13 33
63 4 15 55
80 6 17 62

100 7 16
125 6 16
160 5 14
200 5 12 39
225 2 7 15
250 3 9 19
315 2 5 11
400 2 8 23
500 4

72 72 48 18 17 14 12 0 0 0 0 0 0 0 0 0

cross section in mm2

additional conductors 
optional

to be specified by the 
manufacturer 
(including temperature rise test)

max. number of terminals depending on the above mentioned enclosure size and the cross section
resp. Max. permissible conductor cross section of the built in terminals

 
 
  



 
 
SUPPLEMENTARY SHEET  47 - 54 
to EC Type Examination Certificate PTB 09 ATEX 1108 

Notes: 
 
For selection of the permissible constant currents for the cross sections, please observe the maximum load currents of the 
terminals that are used and of the cables and wires that are connected. Wires inside the enclosures, fitted according to the 
above table, have to be suitable for a temperature ranging from 70 to 80 degrees Celsius. Simultaneity factors and load 
factors may be taken into account according to IEC 439 when the table values are applied. Mixed assembly of circuits with 
different cross sections and currents are possible with a proportionate use of the table values. 

Example: 
(general)  
 
 
 
 
 
Assembly variants having smaller or larger cross sections than the ones stated in this supplementary sheet have not been 
measured. 
They require special consideration in connection with the permissible constant currents and they require measurement in 
many cases (heating analysis). 

cross section/mm2 current/A number of conductors     utilization 
2,5 16 10 (of 30) =  33 % 
16 50 12 (of 48) =  25 % 
25 63 36 (of 90) =  40 % 
   ------------- 
  total =  98 %   <  100 % 

 
Fitting of the terminal box  Type  8150/1-0176-0236-091 
Enclosure size in mm  L,B = 236,5 B,H = 176,5 H,T = 91 
 
 
Max. Number of conductors depending on cross section and the permissible continuous current: 
Each incoming conductor and each internal connection wire is counted as a conductor. 
Bridges and earthing conductors are not counted. 
 
current

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 54
16 18 36 140
20 7 21 40
25 10 23 44
35 6 17 43
50 2 14 35
63 4 16 58
80 6 18 65

100 7 17
125 7 17
160 6 15
200 5 13 41
225 2 7 16
250 4 9 20
315 2 6 12
400 2 8 24
500 4

102 102 72 36 25 20 16 9 0 0 0 0 0 0 0 0
max. number of terminals depending on the above mentioned enclosure size and the cross section 

resp. max. permissible conductor cross section of the built-in terminals

to be specified by the 
manufacturer
(including temperature rise test)

cross section / mm2

additional conductors 
optional

 
 
  



 
 
SUPPLEMENTARY SHEET  48 - 54 
to EC Type Examination Certificate PTB 09 ATEX 1108 

Notes: 
 
For selection of the permissible constant currents for the cross sections, please observe the maximum load currents of the 
terminals that are used and of the cables and wires that are connected. Wires inside the enclosures, fitted according to the 
above table, have to be suitable for a temperature ranging from 70 to 80 degrees Celsius. Simultaneity factors and load 
factors may be taken into account according to IEC 439 when the table values are applied. Mixed assembly of circuits with 
different cross sections and currents are possible with a proportionate use of the table values. 

Example: 
(general)  
 
 
 
 
 
Assembly variants having smaller or larger cross sections than the ones stated in this supplementary sheet have not been 
measured. 
They require special consideration in connection with the permissible constant currents and they require measurement in 
many cases (heating analysis). 

cross section/mm2 current/A number of conductors     utilization 
2,5 16 10 (of 30) =  33 % 
16 50 12 (of 48) =  25 % 
25 63 36 (of 90) =  40 % 
   ------------- 
  total =  98 %   <  100 % 

 
Fitting of the terminal box  Type  8150/1-0176-0236-150 
Enclosure size in mm  L,B = 236,5 B,H = 176,5 H,T =150 
 
 
Max. Number of conductors depending on cross section and the permissible continuous current: 
Each incoming conductor and each internal connection wire is counted as a conductor. 
Bridges and earthing conductors are not counted. 
 
current

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 71
16 24 47 183
20 10 27 53
25 13 30 58
35 8 22 56
50 3 18 46
63 6 21 76
80 8 24 86

100 10 22
125 9 23
160 8 20
200 7 17 54
225 2 10 21
250 5 13 27
315 2 7 16
400 3 11 32
500 6

102 102 72 36 25 20 16 9 0 0 0 0 0 0 0 0

cross section / mm2

additional conductors 
optional

max. number of terminals depending on the above mentioned enclosure size and the cross section 
resp. max. permissible conductor cross section of the built-in terminals

to be specified by the 
manufacturer
(including temperature rise test)

 
 
  



 
 
SUPPLEMENTARY SHEET  49 - 54 
to EC Type Examination Certificate PTB 09 ATEX 1108 

Notes: 
 
For selection of the permissible constant currents for the cross sections, please observe the maximum load currents of the 
terminals that are used and of the cables and wires that are connected. Wires inside the enclosures, fitted according to the 
above table, have to be suitable for a temperature ranging from 70 to 80 degrees Celsius. Simultaneity factors and load 
factors may be taken into account according to IEC 439 when the table values are applied. Mixed assembly of circuits with 
different cross sections and currents are possible with a proportionate use of the table values. 

Example: 
(general)  
 
 
 
 
 
Assembly variants having smaller or larger cross sections than the ones stated in this supplementary sheet have not been 
measured. 
They require special consideration in connection with the permissible constant currents and they require measurement in 
many cases (heating analysis). 

cross section/mm2 current/A number of conductors     utilization 
2,5 16 10 (of 30) =  33 % 
16 50 12 (of 48) =  25 % 
25 63 36 (of 90) =  40 % 
   ------------- 
  total =  98 %   <  100 % 

 
Fitting of the terminal box  Type  8150/1-0176-0360-091 
Enclosure size in mm  L,B = 360 B,H = 176,5 H,T =91 
 
 
Max. Number of conductors depending on cross section and the permissible continuous current: 
Each incoming conductor and each internal connection wire is counted as a conductor. 
Bridges and earthing conductors are not counted. 
 
current

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 56
16 19 37 146
20 8 22 42
25 10 24 46
35 7 18 45
50 2 14 37
63 5 17 61
80 6 19 68
100 8 18
125 7 18
160 6 16
200 5 14 43
225 2 8 17
250 4 10 21
315 2 6 12
400 2 8 25
500 5

168 168 110 54 40 32 27 9 0 0 0 0 0 0 0 0
max. number of terminals depending on the above mentioned enclosure size and the cross section 

resp. max. permissible conductor cross section of the built-in terminals

to be specified by the 
manufacturer
(including temperature rise test)

cross section / mm2

additional conductors 
optional

 
 
  



 
 
SUPPLEMENTARY SHEET  50 - 54 
to EC Type Examination Certificate PTB 09 ATEX 1108 

Notes: 
 
For selection of the permissible constant currents for the cross sections, please observe the maximum load currents of the 
terminals that are used and of the cables and wires that are connected. Wires inside the enclosures, fitted according to the 
above table, have to be suitable for a temperature ranging from 70 to 80 degrees Celsius. Simultaneity factors and load 
factors may be taken into account according to IEC 439 when the table values are applied. Mixed assembly of circuits with 
different cross sections and currents are possible with a proportionate use of the table values. 

Example: 
(general)  
 
 
 
 
 
Assembly variants having smaller or larger cross sections than the ones stated in this supplementary sheet have not been 
measured. 
They require special consideration in connection with the permissible constant currents and they require measurement in 
many cases (heating analysis). 

cross section/mm2 current/A number of conductors     utilization 
2,5 16 10 (of 30) =  33 % 
16 50 12 (of 48) =  25 % 
25 63 36 (of 90) =  40 % 
   ------------- 
  total =  98 %   <  100 % 

 
Fitting of the terminal box  Type  8150/1-0176-0360-150 
Enclosure size in mm  L,B = 360 B,H = 176,5 H,T =150 
 
 
Max. Number of conductors depending on cross section and the permissible continuous current: 
Each incoming conductor and each internal connection wire is counted as a conductor. 
Bridges and earthing conductors are not counted. 
 
current

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 72
16 24 48 187
20 10 28 54
25 13 30 59
35 9 23 57
50 3 18 47
63 6 22 78
80 8 24 88

100 10 23
125 9 23
160 8 20
200 7 18 55
225 2 10 21
250 5 13 27
315 2 8 16
400 3 11 33
500 6

168 168 110 54 40 32 27 9 6 6 0 0 0 0 0 0

cross section / mm2

additional conductors 
optional

max. number of terminals depending on the above mentioned enclosure size and the cross section 
resp. max. permissible conductor cross section of the built-in terminals

to be specified by the 
manufacturer
(including temperature rise test)

 
 
  



 
 
SUPPLEMENTARY SHEET  51 - 54 
to EC Type Examination Certificate PTB 09 ATEX 1108 

Notes: 
 
For selection of the permissible constant currents for the cross sections, please observe the maximum load currents of the 
terminals that are used and of the cables and wires that are connected. Wires inside the enclosures, fitted according to the 
above table, have to be suitable for a temperature ranging from 70 to 80 degrees Celsius. Simultaneity factors and load 
factors may be taken into account according to IEC 439 when the table values are applied. Mixed assembly of circuits with 
different cross sections and currents are possible with a proportionate use of the table values. 

Example: 
(general)  
 
 
 
 
 
Assembly variants having smaller or larger cross sections than the ones stated in this supplementary sheet have not been 
measured. 
They require special consideration in connection with the permissible constant currents and they require measurement in 
many cases (heating analysis). 

cross section/mm2 current/A number of conductors     utilization 
2,5 16 10 (of 30) =  33 % 
16 50 12 (of 48) =  25 % 
25 63 36 (of 90) =  40 % 
   ------------- 
  total =  98 %   <  100 % 

 
Fitting of the terminal box  Type  8150/1-0360-0360-091 
Enclosure size in mm  L,B = 360 B,H = 360 H,T =91 
 
 
Max. Number of conductors depending on cross section and the permissible continuous current: 
Each incoming conductor and each internal connection wire is counted as a conductor. 
Bridges and earthing conductors are not counted. 
 
current

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 77
16 26 51 199
20 11 30 58
25 14 32 63
35 9 24 61
50 3 20 50
63 6 23 83
80 9 26 93
100 11 24
125 10 25
160 8 22
200 8 19 59
225 3 11 23
250 5 14 29
315 3 8 17
400 3 12 35
500 7

385 385 220 123 80 64 54 21 0 0 0 0 0 0 0 0
max. number of terminals depending on the above mentioned enclosure size and the cross section 

resp. max. permissible conductor cross section of the built-in terminals

cross section / mm2

additional conductors 
optional

to be specified by the 
manufacturer
(including temperature rise test)

 
 
  



 
 
SUPPLEMENTARY SHEET  52 - 54 
to EC Type Examination Certificate PTB 09 ATEX 1108 

Notes: 
 
For selection of the permissible constant currents for the cross sections, please observe the maximum load currents of the 
terminals that are used and of the cables and wires that are connected. Wires inside the enclosures, fitted according to the 
above table, have to be suitable for a temperature ranging from 70 to 80 degrees Celsius. Simultaneity factors and load 
factors may be taken into account according to IEC 439 when the table values are applied. Mixed assembly of circuits with 
different cross sections and currents are possible with a proportionate use of the table values. 

Example: 
(general)  
 
 
 
 
 
Assembly variants having smaller or larger cross sections than the ones stated in this supplementary sheet have not been 
measured. 
They require special consideration in connection with the permissible constant currents and they require measurement in 
many cases (heating analysis). 

cross section/mm2 current/A number of conductors     utilization 
2,5 16 10 (of 30) =  33 % 
16 50 12 (of 48) =  25 % 
25 63 36 (of 90) =  40 % 
   ------------- 
  total =  98 %   <  100 % 

 
Fitting of the terminal box  Type  8150/1-0360-0360-150 
Enclosure size in mm  L,B = 360 B,H = 360 H,T =150 
 
 
Max. Number of conductors depending on cross section and the permissible continuous current: 
Each incoming conductor and each internal connection wire is counted as a conductor. 
Bridges and earthing conductors are not counted. 
 
current

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 94
16 32 62 243
20 13 36 70
25 17 40 77
35 11 30 74
50 4 24 62
63 8 28 102
80 11 32 114

100 13 30
125 12 30
160 10 27
200 9 23 71
225 3 13 28
250 7 17 35
315 3 10 21
400 4 14 42
500 2 8

385 385 220 123 80 64 54 21 15 15 0 0 0 0 0 0
max. number of terminals depending on the above mentioned enclosure size and the cross section 

resp. max. permissible conductor cross section of the built-in terminals

to be specified by the 
manufacturer
(including temperature rise test)

cross section / mm2

additional conductors 
optional

 
 
  



 
 
SUPPLEMENTARY SHEET  53 - 54 
to EC Type Examination Certificate PTB 09 ATEX 1108 

Notes: 
 
For selection of the permissible constant currents for the cross sections, please observe the maximum load currents of the 
terminals that are used and of the cables and wires that are connected. Wires inside the enclosures, fitted according to the 
above table, have to be suitable for a temperature ranging from 70 to 80 degrees Celsius. Simultaneity factors and load 
factors may be taken into account according to IEC 439 when the table values are applied. Mixed assembly of circuits with 
different cross sections and currents are possible with a proportionate use of the table values. 

Example: 
(general)  
 
 
 
 
 
Assembly variants having smaller or larger cross sections than the ones stated in this supplementary sheet have not been 
measured. 
They require special consideration in connection with the permissible constant currents and they require measurement in 
many cases (heating analysis). 

cross section/mm2 current/A number of conductors     utilization 
2,5 16 10 (of 30) =  33 % 
16 50 12 (of 48) =  25 % 
25 63 36 (of 90) =  40 % 
   ------------- 
  total =  98 %   <  100 % 

 
Fitting of the terminal box  Type  8150/1-0360-0360-190 
Enclosure size in mm  L,B = 360 B,H = 360 H,T =190 
 
 
Max. Number of conductors depending on cross section and the permissible continuous current: 
Each incoming conductor and each internal connection wire is counted as a conductor. 
Bridges and earthing conductors are not counted. 
 
current

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 5
16 36 70 272
20 15 41 79
25 19 45 86
35 13 33 84
50 5 27 69
63 9 32 114
80 12 36 128

100 15 33
125 13 34
160 11 30
200 10 26 80
225 4 15 31
250 8 19 40
315 4 11 24
400 5 16 48
500 2 9

385 385 220 123 80 64 54 21 15 15 0 0 0 0 0 0

to be specified by the 
manufacturer
(including temperature rise test)

cross section / mm2

additional conductors 
otional

max. number of terminals depending on the above mentioned enclosure size and the cross section 
resp. max. permissible conductor cross section of the built-in terminals

 
 
  



 
 
SUPPLEMENTARY SHEET  54 - 54 
to EC Type Examination Certificate PTB 09 ATEX 1108 

Notes: 
 
For selection of the permissible constant currents for the cross sections, please observe the maximum load currents of the 
terminals that are used and of the cables and wires that are connected. Wires inside the enclosures, fitted according to the 
above table, have to be suitable for a temperature ranging from 70 to 80 degrees Celsius. Simultaneity factors and load 
factors may be taken into account according to IEC 439 when the table values are applied. Mixed assembly of circuits with 
different cross sections and currents are possible with a proportionate use of the table values. 

Example: 
(general)  
 
 
 
 
 
Assembly variants having smaller or larger cross sections than the ones stated in this supplementary sheet have not been 
measured. 
They require special consideration in connection with the permissible constant currents and they require measurement in 
many cases (heating analysis). 

cross section/mm2 current/A number of conductors     utilization 
2,5 16 10 (of 30) =  33 % 
16 50 12 (of 48) =  25 % 
25 63 36 (of 90) =  40 % 
   ------------- 
  total =  98 %   <  100 % 

 
Fitting of the terminal box  Type  8150/1-0360-0727-150 
Enclosure size in mm  L,B = 727 B,H = 360 H,T =150 
 
 
Max. Number of conductors depending on cross section and the permissible continuous current: 
Each incoming conductor and each internal connection wire is counted as a conductor. 
Bridges and earthing conductors are not counted. 
 
current

/A 1,5 2,5 4 6 10 16 25 35 50 70 95 120 150 185 240 300
6

10 105
16 36 70 272
20 15 41 79
25 19 45 86
35 13 34 84
50 5 27 69
63 9 32 114
80 12 36 128

100 15 34
125 13 34
160 11 30
200 10 26 80
225 4 15 31
250 8 19 40
315 4 11 24
400 5 16 48
500 2 9

812 812 550 287 200 136 114 63 31 31 9 9 7 7 7 7

to be specified by the 
manufacturer
(including temperature rise test)

cross section / mm2

additional conductors 
optional

max. number of terminals depending on the above mentioned enclosure size and the cross section 
resp. max. permissible conductor cross section of the built-in terminals

 
 
 


